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ABSTRACT 
The dynamic characteristics of Canadian Supercritical Water-cooled Reactor (SCWR) are 
significantly different from those of CANDU reactors due to the supercritical water coolant and 
the once-through direct cycle coolant system. Therefore, it is necessary to study its dynamic 
behaviour and further design adequate control system. 
An accurate dynamic model is needed to describe the dynamic behaviour. Moving boundary 
method is applied to improve numerical accuracy and stability. In the model construction process, 
three regions have been considered depending on bulk and wall temperatures being higher or 
lower than the pseudo-critical temperature. Benefits of adopting moving boundary method are 
illustrated in comparison with the fixed boundary method. The model is validated with both 
steady-state and transient simulations and can predict the dynamic behaviour of the Canadian 
SCWR.  
A linear dynamic model, for dynamic analysis and control system design, is obtained through 
linearization of the nonlinear dynamic model derived from conservation equations. The 
linearized dynamic model is validated against the full order nonlinear model in both time domain 
and frequency domain. The open-loop dynamics are also investigated through extensive 
simulations. 
A cross-coupling analysis among inputs and outputs is examined using Relative Gain Array 
(RGA) and Nyquist array, from which adequate input-output pairings are identified. Cross-
couplings at different operating conditions are also evaluated to illustrate the nonlinearities. It is 
concluded that the Canadian SCWR is a Multiple Input and Multiple Output (MIMO) system 
with strong cross-coupling and a high degree of nonlinearity.  
  
iv 
 
Due to the existence of strong cross-coupling, the Direct Nyquist Array (DNA) method is used to 
decouple the system into a diagonal dominance form via a pre-compensator. Three Single Input 
and Single Output (SISO) compensators are synthesized to the pre-compensated system in the 
frequency domain. The temperature variation induced by the disturbances at the reactor power 
and pressure has been significantly reduced. To deal with the nonlinearities, a gain scheduling 
control strategy is adopted. Different sets of controllers are used at different load conditions. The 
control strategy is evaluated under various operating scenarios. It is shown that the gain 
scheduling control can successfully achieve satisfactory performance for different operating 
conditions. 
Keywords: SCWR, dynamic modeling, moving boundary method, dynamic analysis, decoupling 
control, gain scheduling control. 
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1 INTRODUCTION 
1.1 Background 
Energy crisis is a bottleneck of sustainable development of the world for the increasing energy 
demand. It is also important to fight global warming and avert damage to the environment while 
dealing with energy demand. Fossil fuels are not renewable and can do harm to the environment. 
Solar, wind and tidal energies are clean, but it is difficult to satisfy the massive demand due to 
their low power density. Nuclear power is a promising alternative. Its fuel is available for 
multiple centuries. It can be built in a large scale.  
There are 435 nuclear reactors in operation worldwide [1]. Nuclear power has good operation 
and safety records compared with other energy technologies [2]. However, there are still 
concerns about safety as always, especially considering Chernobyl, Three Mile Island and 
Fukushima accidents. The existing nuclear systems also show other disadvantages: high original 
investment, long construction period and large project scale. Facing these challenges, the 
Generation IV nuclear systems concepts were brought forward. The objectives of Generation IV 
are to develop and demonstrate advanced nuclear energy systems that can meet future needs for 
safe, sustainable, environmentally responsible, economical, and proliferation-resistant and 
physically secure energy. 
The existing nuclear systems are divided into three generations as shown in Fig 1.1. Nuclear 
reactors of Generation I were the early prototypes of the 1950s and 1960s. Commercial reactors 
built in the 1970s and later, most of which are still operating today, represent the Generation II. 
They are the ones well-known, such as the light water reactors (LWRs), the CANDU, the AGR, 
the VVER and the RBMK. These reactors proved that nuclear power could be used on a 
  
commercial scale. Generation III are present day reactors with evolutionary improvements 
regarding mostly safety and economics. The greatest departure 
many incorporate passive or inherent safety features, which require no active controls or 
operational intervention to mitigate accidents
resistance to high temperatures.
Under US DOE leadership, Generation IV International Forum (G
2002, the GIF agreed to proceed with the development of a technology roadmap for Generation 
IV nuclear energy systems [3]
nuclear energy systems for improving 
The GIF agreed on a set of goals for the new systems and selected six
system technologies, among which
Reactor (SCWR). 
Fig 
 
from Generation II designs is that 
, and may rely on gravity, natural convection or 
 
IF) was 
. The purpose of the roadmap was to identify the most promising 
of safety, economics, waste and proliferation resistance. 
 most promising nuclear 
 the only water-cooled reactor is Supercritical Water
1.1 Four generations of nuclear reactors 
2 
chartered in 2001. In 
-cooled 
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1.1.1 Supercritical Water 
A supercritical fluid is a substance at a temperature and pressure above its thermodynamic 
critical point. The critical point represents the highest temperature and pressure (critical 
temperature and critical pressure) at which the distinction between the liquid and vapour 
disappears. At the critical point, specific heat has its maximum value. Supercritical water has 
both the gaseous property of being able to penetrate and the liquid property of being able to 
dissolve.  
The phase diagram of water is shown in Fig 1.2. The critical point of water is at 374oC and 
22.1MPa. Above the critical point, the water is called supercritical water and there is no phase 
transition and no boiling exists. A pseudo-critical point corresponds to the maximum value of the 
specific heat at the pressure and temperature above the critical point. The pseudo-critical line is 
the locus of pseudo-critical points. The pseudo-critical temperature increases with pressure. 
Compressed water is the water at a pressure above the critical pressure, but at a temperature 
below the critical temperature. The supercritical water in this study includes both terms: a 
supercritical water and a compressed water. Supercritical water is divided into two states: high 
density liquid-like fluid and low density vapour-like fluid by the pseudo-critical line. Below the 
critical point, the maximum specific heat is located at the saturation line between water and 
steam. From water state to steam state across the saturation line, boiling occurs.  
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Fig 1.2 Phase diagram of water 
Variations of specific heat and density of water with temperature at 25MPa and 10MPa are 
shown in Fig 1.3. At the pressure of 25MPa, the pseudo-critical temperature is 384oC. The 
thermal properties are continuously changing with temperature. Around the pseudo-critical point, 
there is a region where the specific heat is much higher than other part. Before the pseudo-
critical point, it is liquid-like fluid, and after that point, it is vapour-like fluid. The thermal 
properties change abruptly around the pseudo-critical point. When the temperature increases 
from 374oC to 384oC, the density is decreased by 31.7% and the specific heat is increased by 
404.9%; when the temperature increases from 384oC to 394oC, the density is decreased by 46.2% 
and the specific heat is decreased by 71.2%. At a pressure of 10MPa, the boiling point is at 
311oC. From water state to steam state across the boiling point, the density decreases stepwise 
and the specific heat increases stepwise for the existence of latent heat of vapourization.  
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Fig 1.3 Thermal properties of supercritical water 
Although there is no boiling at supercritical pressures, the thermal properties show similar trends 
at the pseudo-critical point with those at the boiling point: the variation of the thermal properties 
is steep before and after these points. One main difference is that under supercritical conditions 
the thermal properties are continuously changing while under the subcritical pressure there is a 
stepped change at the boiling point.  
1.1.2 Heat Transfer at Supercritical Pressure 
A large variation of thermal physical properties of supercritical water occurs near the pseudo-
critical point, and results in high complexity in the heat transfer mechanism. As shown in the 
survey [4], if taking a single-phase heat transfer correlation Dittus-Boelter equation (1.1.1), to 
calculate the heat transfer coefficient under supercritical pressures, the heat transfer coefficient 
varies strongly near the pseudo-critical line due to the variation in thermal physical properties. At 
low heat fluxes, the real heat transfer coefficient is higher than that predicated using Eq. (1.1.1). 
At high heat fluxes, the heat transfer coefficient is lower than that calculated by Eq. (1.1.1). Thus, 
6 
 
 
 
it was agreed in the open literature that the real heat transfer coefficients deviate from those 
derived from the Dittus-Boelter equation, especially near the pseudo-critical line.  
 
0.8 1/30.023*Re *PrNu =  (1.1.1) 
where Nu is the Nusselt number, Re is the Reynolds number and Pr is the Prandtl Number.  
Comprehensive studies including experimental studies and numerical analyses on heat transfer 
under supercritical conditions have been carried out. The literature review and summary of such 
works can be found in [4, 5]. Empirical approaches are mainly used in the prediction of heat 
transfer coefficients of supercritical fluids. Most of the empirical correlations have the general 
form of a modified Dittus-Boelter equation: 
 Re Prn mb b bNu C F=  (1.1.2) 
where F is a correction factor and subscript b refers to bulk fluid conditions. F takes into account 
the effects from the property variation between the bulk fluid temperature and the surface 
temperature. For most correlations, the correction factor mainly depends on the specific heat 
ratio and the density ratio 
 
,
,
( , )P Aw
b P b
c
F f
c
ρ
ρ
=
 (1.1.3) 
where ρ is the density, cP is the specific heat , cP,A is the effective specific heat and subscript w 
refers to wall conditions. The effective specific heat cP,A is defined as  
 
,
w b
P A
w b
h h
c
T T
−
=
−
 (1.1.4) 
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Therefore, the heat transfer coefficient of supercritical water depends on not only the bulk 
conditions but also the wall conditions. Discontinuity in the heat transfer coefficient may occur 
due to such dependence. 
1.1.3 Supercritical Water-cooled Reactor 
The use of supercritical water in power production was firstly applied for the fossil-fired 
supercritical power plants in the 1950s [6]. At the end of the 1950s and the beginning of the 
1960s, studies were conducted to investigate a possibility of using supercritical water in nuclear 
reactors. Several concepts were proposed in Great Britain, France, US and the former USSR. 
However, the concepts were found to be feasible in principle, not economically competitive. 
They were abandoned as commercial  pressurized water reactors (PWRs) and boiling water 
reactors (BWRs) became the industry standard.  
In the 1990s, the idea of developing a nuclear reactor using supercritical water as its coolant was 
reconsidered. The SCWR design is based on the mature technology of water-cooled nuclear 
reactor and supercritical fossil power plant (SCFPP) and its conceptual design is shown in Fig 
1.4. SCWR is normally operated at 25MPa with steam temperature above 500oC, therefore its 
thermal efficiency can be significantly improved. It adopts a once-through direct cycle coolant 
system. There is no need for steam generator and pressurizer as in a PWR, or recirculation and 
steam separation system as in a BWR. Costs are reduced by eliminating those expensive 
components. This in turn leads to more compact plant and smaller containment building and 
further reduces the construction cost.  
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Fig 1.4 Diagram of SCWR [3] 
The SCWR concepts are divided into two types: pressure-vessel type and pressure-tube (channel) 
type. Japan, Europe and China are focusing on pressure-vessel type SCWR concepts. 
Supercritical light water reactor (SCLWR) and supercritical fast reactor (SCFR) of Japan [7] and 
high performance light water reactor (HPLWR) of Europe [8] are typical pressure-vessel type 
SCWR. Canada is developing pressure-tube type SCWR. 
CANDU-SCWR [9] is a natural evolution from subcritical CANDU reactors using supercritical 
water as the coolant. Similar to current CANDU design, CANDU-SCWR is moderated by heavy 
water and the fuel bundles reside in the horizontal pressure tubes. The once-through direct 
coolant system is adopted. The CANDU-SCWR is replaced by the concept Canadian SCWR [10], 
considering the difficulties and challenges of online refueling caused by high pressure and high 
temperature coolant system and high wall temperatures at elements in the top of the bundle 
caused by the buoyancy effects of supercritical water. 
A diagram of a Canadian SCWR is shown in Fig 1.5 and the design parameters are shown in 
Table 1.1. The Canadian SCWR is different from the traditional CANDU reactor design. The 
fuel is thorium mixed with plutonium not natural uranium. Thus, batch refuelling is adopted and 
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the fuel bundles are located inside vertical pressure tubes. The inlet headers are eliminated and 
replaced by inlet plenum. The coolant flows downward and is collected at the outlet header after 
heated and directly sent to the turbine.  
 
Fig 1.5 Diagram of a Canadian SCWR [10] 
Table 1.1 Design Parameters of the Canadian SCWR [10] 
Spectrum Thermal 
Moderator Heavy Water 
Coolant Light Water 
Thermal Power 2540 MW 
Flow Rate 1320 kg/s 
Number of Channels 336 
Electric Power 1200 MW 
Efficiency 48% 
Fuel UO2/Th 
Enrichment 4% 
Inlet Temperature 350 oC 
Outlet Temperature 625 oC 
Cladding Temperature <850oC 
1.2 Motivations and Objectives 
Significant efforts have been made to examine relevant issues of the Canadian SCWR, such as, 
core design [10, 11], fuel channel design [12, 13], safety analysis [14], thermal-hydraulic 
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analysis [15] and material study [16, 17]. So far, little work has been done on dynamic analysis 
and Instrumentation & Control (I&C) issues for such reactors. 
The dynamic characteristics of the Canadian SCWR are different from those of the CANDU 
reactor and advanced CANDU reactor (ACR) for the following reasons:  
1. The thermal properties of coolant are different. The coolant of the Canadian SCWR is 
supercritical light water while the coolant in the CANDU reactor and ACR is subcritical heavy 
water and subcritical light water, respectively. The dynamic responses of supercritical water are 
different from those of subcritical water under the same disturbance [18].  
2. The coolant flow rate of the Canadian SCWR is about one-eighth of that of the 
CANDU reactor and the ACR with an equivalent amount of thermal power. There is a small 
water inventory in the reactor core. The ratio of the reactor power over the coolant flow rate 
(power-to-flow ratio) is relatively high. Therefore, the Canadian SCWR is more susceptible to 
disturbances. For example, 2% decrease in the reactor power leads to 14oC decrease in the main 
‘steam’ temperature. 
3. The coolant density at the reactor core outlet of the Canadian SCWR is about one-ninth 
of that at the reactor core inlet. In the CANDU reactor and the ACR, the coolant density at the 
reactor outlet is approximately 80% of that at the reactor inlet. The coolant density reactivity 
feedback of the Canadian SCWR has larger effects on the reactor kinetics. 
4. The Canadian SCWR adopts a once-through direct cycle coolant system while there are 
steam generators between primary and secondary loops of the CANDU reactor and the ACR. 
This means that without the steam generator as a buffer, disturbances from the turbine side will 
11 
 
 
 
have a direct impact on the reactor. This means that the reactor and the turbine are strongly 
coupled. 
Thus, an accurate dynamic model is necessary to investigate the unique dynamic characteristics 
of the Canadian SCWR. A suitable dynamic model should be selected due to the thermal 
properties and heat transfer characteristics of the supercritical water. 
The once-through direct cycle adopted in the Canadian SCWR appears to be similar to that of a 
BWR. The Canadian SCWR is also a Multiple Input and Multiple Output (MIMO) system. In a 
BWR, there are two phases of water due to the existence of boiling. There is no boiling taken 
place in the Canadian SCWR to act as a cushion between the reactor and the turbine. The 
Canadian SCWR has much stronger coupling among different system variables.  
Even though an SCFPP also has strong cross-coupling among its variables, the dynamic 
characteristics of the Canadian SCWR are more complicated than those of an SCFPP. The 
response time of an SCFPP is longer and the dynamic is slower due to its lower heat flux in the 
water wall and longer length of heated tube. Furthermore, there is no reactivity feedback issue in 
an SCFPP. 
Therefore, the control strategy for a BWR and an SCFPP cannot be directly applied to the 
Canadian SCWR. A linearized dynamic model is required to facilitate the dynamic analysis and 
control system design.  
The coolant flow rate in the Canadian SCWR is maintained in a correct proportion to the reactor 
power output so that the main ‘steam’ temperature can be kept constant. At a lower power level, 
the coolant flow rate is lower, which leads to a higher percentage change in the flow rate for a 
disturbance of the same magnitude. The coolant flow velocity and the heat transfer coefficient 
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are also low at low power levels, and the time constant is larger. Thus, the gain and the time 
constant of the system vary as the power level changes. This represents typical behaviour of a 
nonlinear dynamic system. 
Therefore, the Canadian SCWR can be characterised as a MIMO system with high power-to-
flow ratio, strong cross-coupling and high degree of nonlinearity. These pose difficulties and 
challenges for the control system design. Thus, it is necessary to carry out dynamic analysis to 
determine the appropriate input-output pairing and control strategies. 
The Canadian SCWR is operated at high pressure and temperature. Large fluctuations of thermal 
parameters may speed up corrosion, thermal stress and fatigue of critical components. The 
variation in the main ‘steam’ temperature should be limited to reduce damages and improve the 
lifetime. The power-to-flow ratio is high, as a result the ‘steam’ temperature is more sensitive to 
disturbances. Furthermore, the existence of strong cross-coupling makes the ‘steam’ temperature 
even harder to regulate, because it is sensitive to change of other parameters, such as, the reactor 
power and the ‘steam’ pressure. Thus, it is necessary to select a proper control strategy to 
decouple the system and ensure that the ‘steam’ temperature is less affected by other subsystems. 
In this way, the variation on the ‘steam’ temperature under different disturbances can be 
efficiently suppressed.  
Because of nonlinearities, the control system designed for lower power levels will not produce 
satisfactory performance for the same system operating at high power levels. Therefore, the 
nonlinearity is also an issue to be considered during the control system design.  
Based on the analysis of the problems existing in the dynamics and control of the Canadian 
SCWR, the research objectives are identified as: 
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1.) To establish a suitable dynamic model of the Canadian SCWR to describe its dynamic 
characteristics; 
2.) To construct a linearized dynamic model of the Canadian SCWR plant system as the 
platform for the dynamic analysis and control system design; 
3.) To perform dynamic analysis and investigate the cross-coupling and nonlinearities of 
the Canadian SCWR; 
4.) To design an adequate control system for the Canadian SCWR to deal with its strong 
cross-coupling and high degree of nonlinearity.  
1.3 Scope and Methodologies 
Extensive knowledge has been achieved from the decade's operation of nuclear power plant 
under subcritical conditions. However, the dynamics of SCWR are relatively less known. The 
scope of the study in this thesis is focused on the supercritical conditions of SCWR. Fast 
dynamics related to severe accidents, such as loss of coolant accident (LOCA), are not 
considered. The dynamics under normal operation or transients due to operator control action or 
load variation are studied. The dynamic models are developed for dynamic analysis and control 
system design, not for safety analysis.  
The methodologies to deal with different objectives are represented as follows: 
1.3.1 Dynamic Model of the Canadian SCWR 
To obtain a dynamic model, a suitable tool is the first thing to choose. Computational Fluid 
Dynamics (CFD) code, such as, FLUENT and system code, such as, RETRAN [19] and 
CATHENA [20], can simulate behaviour of the system under the supercritical conditions. These 
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codes are well verified and their results are widely accepted by the nuclear industry. But it is 
time-consuming to simulate a transient process and impossible to derive a linear dynamic model 
directly from these codes. Even the simulation data can be used to construct a linear dynamic 
model through system identification techniques, it is hard to investigate the system dynamics in 
depth due to lack of inside knowledge. It is not convenient to implement designed control system 
to test the performance. Thus, the platform of MATLAB/SIMULINKTM is chosen to develop the 
dynamic model of the Canadian SCWR through first principle modeling. These models can be 
used to investigate the dynamic characteristics, validate the linear dynamic model and evaluate 
the performance of designed closed-loop control system. CFD codes and system codes are used 
to verify the dynamic model developed. 
The main and most challenging part of the Canadian SCWR dynamic modeling is the modeling 
of the reactor core. Since the supercritical water is in a single phase, the modeling methods to 
deal with single-phase heated tubes problems are investigated: lumped-parameter modeling, 
linear distributed-parameter modeling, and nonlinear distributed-parameter modeling [21].  
Lumped-parameter modeling assumes that the whole medium in the heated tube is uniform and 
one representative point is chosen as the parameter for the whole medium. The advantages of the 
lumped-parameter modeling are: simple and suitable for response of large perturbations. But it is 
difficult to reflect the distributed-parameter nature of the problem. To reflect the distributed-
parameter characteristics, the heated tube can be divided into a certain number of nodes 
depending on the actual conditions. This method is widely adopted in the modeling of steam 
generators, boilers and nuclear reactors.  
The original differential equations based on the fundamental equations are linearized and then 
transfer functions are obtained by taking Laplace transform in the linear distributed-parameter 
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modeling method. This method only reflects the distributed-parameter characteristics of the 
system under small perturbation conditions.  
The partial differential equations are solved using approximation method in the nonlinear 
distributed-parameter modeling method. This method is used for simulation with large 
perturbations and represents nonlinear distributed-parameter characteristic of the system. But it is 
more difficult to solve partial differential equations for complex systems and the computation is 
time-consuming. 
The linear distributed-parameter modeling method is only accurate for linear distributed-
parameter system or nonlinear distributed-parameter system under small disturbances. It is not 
suitable for the Canadian SCWR modeling for its strong nonlinear characteristics along the 
coolant channel. The Canadian SCWR coolant channel is best described by nonlinear 
distributed-parameter models. But, the thermal-hydraulic of the Canadian SCWR is coupled with 
neutronics. To simplify the modeling process, the lumped-parameter modeling method with 
multiple nodes is suitable for nonlinear distributed-parameter system under different magnitude 
disturbances. Therefore, the lumped parameter method with multiple nodes is adopted in this 
thesis for the Canadian SCWR dynamic modeling. 
The supercritical water shows significant difference in thermal properties before and after the 
pseudo-critical point. In the modeling process, the thermal properties inside each control volume 
should be as consistent as possible. Normally, for each thermodynamic state, there are different 
equations to calculate the related parameters. Large calculation errors will occur if one control 
volume contains fluid with more than one state. For the unique thermal physical properties of 
supercritical water, the empirical correlations to predict the heat transfer coefficient are divided 
into several sub-correlations by the correction factor. The discontinuity is caused by the 
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correction factor. When the boundary of the control volume is close to the discontinuity, 
numerical oscillation can occur.  
Therefore, the moving boundary method is adopted to deal with possible numerical convergence 
and instability problems. The boundary positions are set at the pseudo-critical point and also at 
the location where the discontinuity in the heat transfer correlation may happen. In every control 
volume, there is only one thermodynamic state. Thus, the calculation errors can be reduced. 
Under the requirement of the same accuracy, the number of control volume can be reduced and 
the computational time can be shortened as compared with using a fixed boundary method. 
Furthermore, numerical oscillations can be potentially avoided. 
The dynamic model development is based on the fundamental conservation equations of mass, 
energy and momentum. Since the boundary of control volume is moving, the conservation 
equations are in the form of partial differential equations. All the partial differential equations 
have to be converted into ordinary differential equations and these ordinary differential equations 
are much easier to solve.  
1.3.2 Linear Dynamic Model of the Canadian SCWR Plant System 
There are two main approaches to construct a dynamic model of a plant: white-box modeling 
based on first principles and black-box modelling based on the input and output data of the plant. 
The former is referred to as first principle modeling and the latter is termed as system 
identification.  
System identification techniques use statistical methods to build mathematical models of 
dynamical systems from measured input and output data. The mathematical relation is 
determined without going into details of physics of what is actually happening inside the system. 
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The advantages of this method are no time consuming model development and no need for 
analyzing the internal behaviour of the system.  
The first principle modeling is based on the physical laws of a plant. This approach needs 
comprehensive knowledge of the plant system. The advantage of first principle modeling is that 
it can supply extrapolation in addition to the interpolation provided by system identification.  
The first principle modeling is adopted for the linearized dynamic model development of the 
Canadian SCWR plant system. In such a way, the internal knowledge is better understood and 
the linearized dynamic model obtained at one operating point can be easily extended to other 
operating points by changing corresponding parameters.  
Since the thermal parameters of the Canadian SCWR are implicitly coupled with one another, it 
is difficult and complex to linearize such a model directly using traditional methods. An 
empirical correlation is introduced to evaluate the coolant flow rate to decouple it from the 
reactor power and pressure. The reactor model is simplified to two regions by means of the 
moving boundary to reduce the order of the system. For other system components in the plant, 
lower order models are used in the modeling process. System identification technique is also 
adopted to assist the linear dynamic model development.  
For the linear dynamic model verification, comparisons on the time domain responses with the 
nonlinear dynamic model to the same disturbance are an obvious choice. But different transfer 
functions may produce similar responses for certain inputs. Thus, the verification is also carried 
out in frequency domain. The differences from the nonlinear dynamic model can be derived and 
used to evaluate the accuracy of the linear dynamic model.  
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1.3.3 Dynamic Analysis of the Canadian SCWR 
The Canadian SCWR plant system is a MIMO system and the input-output relationship is shown 
in Fig 1.6. There are mainly three inputs to the plant: feed-water flow rate, control rod reactivity 
and control valve opening. There are three output variables: reactor power, ‘steam’ temperature 
and main ‘steam’ pressure.  
 
Fig 1.6 Input-output relationship of the Canadian SCWR plant system 
A change in any input will result in all changes in three outputs. The multivariable dynamic 
analysis techniques are applied to carry out the dynamic studies. The dynamic analysis of the 
Canadian SCWR is performed in both steady-state and dynamic states.  
The Relative Gain Array (RGA) method [22] is an effective and widely used method to describe 
the cross-coupling among different inputs and outputs of a MIMO system. The RGA is a 
normalized form of the gain matrix that measures the impact of a control input on an output, 
relative to its impact on the other outputs. It is an analytical tool to determine the input-output 
pairing. 
The Nyquist array can provide a basis for estimating the cross-coupling among system inputs and 
outputs as a function of frequency, and is adopted since the open-loop transfer function matrix is 
already obtained from the linear dynamic model development. The Nyquist array consists of a 
set of standard polar plots of the magnitude and the phase angle for each element in the transfer 
function matrix of the system. It is a graphical representation of the open-loop relationship 
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among inputs and outputs. The degree of the interactions at different frequencies is evaluated so 
that the most appropriate input-output pairing is determined.  
Multiple linear dynamic models at different operating points are necessary to study the 
nonlinearity of the Canadian SCWR. The RGA and Nyquist array analyses are carried out at the 
100% full power (FP) operating point as well as other operating points. In such a way, the cross-
coupling at different operating points is analyzed. At the same time, the dynamics at different 
operating points are obtained and nonlinearities can be evaluated.  
1.3.4 Control System Design of the Canadian SCWR 
The Canadian SCWR is a MIMO system with strong cross-coupling. There are mainly three 
approaches to control a multivariable plant: decentralized control, decoupling control and 
multivariable optimal control. 
The decentralized control is only valid when the multivariable plant is weakly coupled. The 
decoupling control can be realized by introducing of a decoupling compensator to reduce the 
interactions among inputs and outputs and then a diagonal loop compensator is designed to 
obtain the desired performances. The multivariable optimal control can synthesize a 
multivariable controller directly to minimize or maximize certain objective functions.  
The weakly-coupled requirements for decentralized control are not met for the Canadian SCWR. 
It is difficult to implement and intervene during operation for operators in a case of optimal 
control. Therefore, decoupling control is chosen for the control system design. A decoupling pre-
compensator is employed such that the pre-compensated system satisfies the weakly-coupled 
requirements. The purpose of a pre-compensator is to maximize the diagonal dominance, ideally 
diagonal if possible. In such a way, the ‘steam’ temperature will be less sensitive to changes in 
the reactor power and the ‘steam’ pressure. Then, the pre-compensated system is treated as 
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several SISO systems to obtain the overall desired responses. The key performances are achieved 
by specifying the gain and the phase margins. The combination of the decoupling pre-
compensator and the loop compensator forms the multivariable controller for the Canadian 
SCWR.  
The Direct Nyquist Array (DNA) method [23] is a powerful tool for the analysis and design of a 
pre-compensator in frequency domain. The open-loop transfer function matrix of the Canadian 
SCWR is available for the pre-compensator design. The DNA method is suitable to achieve 
diagonal dominance. Bode plots are applied to design the loop compensator and to meet the 
requirements on the gain and the phase margins.  
Dynamics of a nonlinear system depend strongly on one or more system parameters 
characterizing its operating point. The common approach to dealing with strongly parameter-
dependent dynamic system is gain scheduling. In gain scheduling control schemes, a typical 
approach is to develop a linearized dynamic model of the control object in the sufficiently dense 
grid of fixed operating points. Then a control law is obtained by combining the information 
together, which is capable of accommodating for the changing dynamics. Two general 
approaches to achieving such a control law are: controller parameter scheduling and controller 
output scheduling.  
In the controller parameter scheduling approach, a curve fitting technique is chosen to combine 
the linearized models into a single parameter dependent model description. For fitting a function 
to the different values of the model parameter, an optimization scheme is applied to each model 
parameter. An estimate of the nonlinear system at a given operating point is obtained by 
interpolating between different values of model parameters according to the function used in the 
curve fitting. Then a single controller is designed to generate the control signal.  
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In the controller output scheduling approach, the model is chosen to be a linear combination of 
all the linear dynamic models. A linear time invariant (LTI) controller is designed for each of the 
linear models and the output of the controllers are weighted using exactly the same weights as 
for the models. This linear combination of outputs is used as the final control signal.  
The linear parameter varying (LPV) method is a different method to deal with parameter-
dependent dynamics from the conventional gain scheduling approach. It involves the direct 
synthesis of a controller rather than construction from a collection of local linear controllers 
designed by LTI methods. The LPV method typically utilizes norm based performance measures. 
It is nearly impossible to find a suitable parameter to describe the dynamics of the Canadian 
SCWR as a LPV system due to strong cross-coupling and nonlinearity.  
The controller output scheduling approach is selected for the gain scheduling control strategy of 
the Canadian SCWR. Multiple linear dynamic models at different operating points are developed. 
The pre-compensator and the loop compensator are designed and verified at selected operating 
conditions. The control performance is optimized for each fixed operating point. Finally, the 
compensators are combined together to obtain an overall controller that covers the desired 
operating range of the Canadian SCWR.  
1.4 Contributions of the Thesis 
Main contributions of this study are summarized as follows: 
a.) Dynamic Model of the Canadian SCWR with Moving Boundary Method. 
The moving boundary method is successfully applied to model the Canadian SCWR and proven 
to be suitable to overcome numerical difficulties under supercritical conditions. It is the first 
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application of the moving boundary method to the dynamic modeling of an SCWR. The dynamic 
model provides not only unique dynamic characteristics, but also a verification tool for linear 
dynamic model development and a useful platform for evaluating the control performance of the 
designed control system.  
b.) Linear Dynamic Model of the Canadian SCWR Plant System. 
A linearized dynamic model of the Canadian SCWR plant system is obtained in the form of 
transfer function matrix. It is verified comprehensively with nonlinear dynamic model in both 
time and frequency domains. The linear dynamic model is the first one for an SCWR in the open 
literature and establish a foundation for dynamic analysis and control system design. 
c.) Dynamic Analysis of the Canadian SCWR. 
The degree of interaction among inputs and outputs at steady-state and dynamic conditions is 
evaluated and the appropriate input-output pairing is determined. Multiple linear dynamic 
models at different operating points are developed and the nonlinearity is derived and 
investigated. It is the first time to systematically study the degree of cross-coupling and 
nonlinearities of an SCWR.  
d.) Control of the Canadian SCWR. 
The high power-to-flow ratio of the Canadian SCWR makes the plant vulnerable to disturbances. 
It is difficult to suppress the ‘steam’ temperature variation due to the existence of the strong 
cross-coupling. A decoupling pre-compensator is designed to reduce the interaction from the 
reactor power and ‘steam’ pressure. The variation on the ‘steam’ temperature under the 
decoupling control system has been efficiently suppressed. It is the first control system of an 
SCWR with cross-coupling explicitly considered. The nonlinearity is dealt with gain scheduling 
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control. Wide range operation is carried out smoothly without exceeding the limit on the 
variation of the ‘steam’ temperature. The study of the nonlinear behaviour of an SCWR is not 
available in the open literature yet.  
1.5  Organization of the Thesis 
The rest of the thesis is organized as follows: in Chapter 2, the modeling methods of SCWR are 
briefly reviewed. Applications of the moving boundary method and control of SCWR are 
introduced. A dynamic model for the Canadian SCWR is constructed with moving boundary 
method in the Chapter 3. The model is verified with a CFD code. Advantages of adopting the 
moving boundary method are derived by comparing with the fixed boundary method. In Chapter 
4, a simplified dynamic model of the Canadian SCWR plant system is developed based on first 
principle modeling and its linear dynamic model is obtained through linearization and Laplace 
transformation. The linear dynamic model is validated against its nonlinear counter-part both in 
time and frequency domains. The dynamic analysis is carried out in Chapter 5. The interactions 
among inputs and outputs at steady-state and dynamic conditions are analyzed and the input-
output pairing is determined. The nonlinearity is evaluated based on multiple linear dynamic 
models at different operating points. In Chapter 6, the decoupling control is designed to handle 
the cross-coupling and gain scheduling control is applied to deal with nonlinearities. The 
conclusions are drawn in the last chapter and future work is also suggested.  
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2 LITERATURE REVIEW 
A literature review related to modeling and control of SCWR is performed in this chapter. 
Different modeling techniques and relevant work on SCWR are introduced in the first section. 
Among the transient analysis methods, the moving boundary method is comprehensively studied 
under both subcritical and supercritical conditions in the second section. In the last part, the 
preliminary work on the control of SCWR is presented. As background information, the control 
of BWR and SCFPP is also included. 
2.1 Modeling of SCWR 
Since SCWR was selected as one of six Generation IV nuclear systems, different modeling 
techniques have been applied to investigate issues related to the Research and Development 
(R&D) of SCWR. The main purposes of the investigation are to assist the SCWR reactor design 
and demonstrate adequate safety margins under normal operating conditions and the 
effectiveness of the safety systems in preventing core melt in the event of design basis accidents. 
Three major types of modeling techniques are being used: full three-dimensional (3D) CFD 
analysis, quasi-3D sub-channel analysis and one-dimensional (1D) transient analysis.  
2.1.1 CFD Analysis 
The CFD uses numerical methods and algorithms to solve the governing laws of fluid dynamics. 
The conservation equations for mass, energy and momentum within a complex geometry are 
represented by a complex set of partial differential equations. These differential equations are 
solved in a discrete form by dividing the complex geometry into discrete meshes. Therefore, 
CFD analysis can provide solutions to modeling general 3D thermal-hydraulic situations, which 
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are not modelled adequately by other system codes. They are particularly useful to model flows 
where 3D effects and turbulent mixing phenomena are of importance. 
Due to high cost and limitation in the measurement techniques of experiments at supercritical 
pressure, numerical simulation using CFD codes becomes a practical and efficient approach to 
investigate thermal-hydraulic behaviour of supercritical water flows in an SCWR. Examples of 
such codes are CFX, FLUENT, STAR-CD. Extensive efforts have been made to assess the 
applicability of existing CFD codes for heat transfer simulation at supercritical pressure 
conditions.  
Yang et al. [24] studied turbulence models for upward flows of supercritical water in circular 
tubes using STAR-CD. The results of numerical simulation were compared with experimental 
data and correlations. Through comparisons in both low and high bulk temperature regions, they 
concluded that the two-layer model gives a better prediction to the heat transfer and the standard 
k-ε high Re model with the standard wall function also shows an acceptable predicting capability.  
Cheng et al. [25] investigated turbulence models for supercritical water flows in circular tube 
vertically oriented by CFX. Four ε-type and two ω-type turbulence models were applied in the 
simulation. Through comparisons, the ω-type turbulence models were not recommended for heat 
transfer in supercritical fluid. A good agreement has been found between all the ε-type 
turbulence models except where bulk fluid temperature is close to the pseudo-critical point.  
Zhang et al. [26] evaluated turbulence models for supercritical water flows in vertical and 
horizontal circular tubes using FLUENT code. Six turbulence models were used in the numerical 
simulation. The numerical results were compared against the experimental data to investigate the 
accuracy and applicability of the turbulence models. Through comparisons, it was concluded that 
the Reynolds stress model gives better agreement with the experimental data.  
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Similar work can also be found in [27, 28]. In spite of quantitative deviation between the 
numerical results and the experimental data, CFD is proven to be a suitable approach for the 
analysis of the thermal-hydraulic behaviour of supercritical fluids.  
Some numerical studies were carried out to investigate the heat transfer phenomena of 
supercritical water using CFD [29-36]. These studies are helpful to interpret the mechanisms of 
unique heat transfer characteristics of supercritical water. But they are mostly limited to simple 
flow channel geometries, such as circular tube. The conclusions achieved in circular tubes cannot 
be directly applied to non-circular flow channel. Therefore, CFD analyses have also been 
performed to investigate the thermal-hydraulic behaviour of supercritical water in sub-channel 
and fuel bundles.  
Shang [37] investigated the thermal-hydraulic behaviour of 3D vertical rod bundles of an SCWR 
using STAR-CD. It was found that the wall temperature distributions were non-uniform along 
the wall and their values depended on the geometry frame. The pitch-to-diameter (P/D) ratio 
around 1.25 has been recommended considering the effects of the flow direction, the maximum 
value of the wall temperature and the wall temperature differences.  
Gu et al. [38] studied the thermal-hydraulic behaviour of supercritical water flows in sub-
channels of an SCWR using CFX. Three types of sub-channel were analyzed. Effects of various 
parameters, such as boundary conditions and P/D ratio, on the mixing phenomenon in sub-
channels and heat transfer were investigated.  
Similar studies are found in [25, 39-47]. The knowledge of SCWR on the thermal-hydraulic 
behaviour, including flow pattern, turbulence mixing and heat transfer were obtained through 
these studies. The results of these studies supplied useful data and guideline for the 
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improvements of SCWR design. Furthermore, these studies provided inputs to sub-channel codes 
(for example, turbulent mixing coefficient) and models for benchmarking system codes. 
CFD codes are also useful in modeling complex geometries with arbitrary boundary shapes and 
internal structures. For example, Wank et al. [48] studied different measures to enhance mixing 
with CFD analysis to minimize hot spots in the core of HPLWR. 
2.1.2 Sub-channel Analysis 
In sub-channel analysis, the fluid temperature, pressure and velocity in a sub-channel is averaged 
and each sub-channel is considered as a unit. Empirical correlations are employed to reference 
the flow and heat transfer in each sub-channel to those in circular tubes. Therefore, the fluid flow 
is treated as a quasi-3D model. In a nuclear reactor, the fluid flow model is coupled with 1D 
model of fuel rod with different ratings. The heat transfer between the surface of the cladding 
and the coolant is considered. Detailed flow and temperature distributions in the reactor core, 
which are important for safe and reliable operation, can be calculated with relative low 
computational resources as compared to CFD. Correlations for heat transfer coefficient and 
turbulent mixing coefficient are derived from experimental or CFD numerical results. A well-
known example of sub-channel code is COBRA.  
Yoo et al. [49] performed a sub-channel analysis for supercritical water-cooled fast reactor fuel 
assembly using the sub-channel code STARS. Several suggestions were made to reduce the peak 
cladding temperature arising from channel heterogeneity. The limiting thermal condition of peak 
cladding temperature was determined.  
Li et al. [50] developed a sub-channel code ATHAS for the analysis of flow and cladding 
temperature in CANDU fuel at supercritical pressure. The peak cladding temperature of a 
CANFLEX bundle was found to be below the limit of design. It was concluded that it is 
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appropriate for the CANFLEX bundle to be used in the CANDU-SCWR based on the heat 
transfer analysis. 
Similar studies are found in [51-57]. Most of the sub-channel analyses are carried out to facilitate 
the fuel channel design and determine the operation margin at normal operating conditions. It is 
also extended to investigate the start-up process of SCWR [58]. These studies are based on the 
thermal-hydraulic sub-channel codes only. Due to sharp variation of supercritical water density 
across the pseudo-critical point, it is necessary to perform coupled analysis between neutronics 
code and sub-channel thermal-hydraulic code. 
Shan et al. [59] studied the design characteristics of a pressure-tube type SCWR fuel channel by 
coupling the neutronics code MCNP with the sub-channel code ATHAS. Based on the analyses, 
the coolant and cladding temperature distributions could be optimized to satisfy the design 
criteria by improving the radial fuel enrichment profile and smaller pressure tube pitch would 
result in more flatten the axial power distribution and more uniform radial power distribution.  
More works on fuel channel design of SCWR based on coupling of neutronics and sub-channel 
codes can be found in [60-67].  
2.1.3 Transient Analysis 
In transient analysis, large system codes are developed for analysis of various fault conditions 
and initiating events. They are derived based on a lumped parameter approach. The components 
of a nuclear power system are represented as 1D model. The flow, temperature and pressure in 
the primary and secondary loops are calculated. System codes include modeling of the reactor 
vessel (or tube), hot and cold legs, pressurizer, steam generator and safety systems using 
fundamental components of pipes, vessels, and valve etc. A point reactor kinetics model to 
calculate the reactor power and a fuel rod model to compute the heat transfer between the fuel 
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and coolant are also included in such codes. Examples of such codes include RELAP5, 
CATHENA and RETRAN. 
Lee et al. [68] developed a LOCA analysis code SCRELA for SCWR. SCRELA was validated 
with REFLA-TRAC code. A large break LOCA of an SCLWR was analyzed using SCRELA. 
The code showed that the SCLWR under a large break LOCA is safe and the peak cladding 
temperature is sufficiently lower than the limiting temperature of stainless steel cladding, and 
could be applied to LOCA analysis of other types of SCWR. 
Xu et al. [69] constructed a model of mixed spectrum SCWR (SCWR-M) system using a revised 
version RELAP5. Parametric analyses were performed to investigate the transient behaviour of 
an SCWR-M and develop mitigation measures during a loss of flow accident (LOFA). Three 
important mitigation measures for LOFA were derived from the analyses. 
Some other system codes (newly developed or revised based on the old version) were developed 
and applied to analyze the transient behaviour and safety issues of SCWR [70-82]. Transient 
analysis system codes of SCWR were also constructed and applied to design control system of 
SCWR [83-85] and the detailed information will be given in the Section 2.3.  
2.2 Moving Boundary Modeling Method 
The fixed boundary method is the most commonly used technique in thermal-hydraulic modeling. 
Some existing system codes, such as RELAP5, also adopt this method. In the fixed boundary 
method, the position and the length of each node or control volume do not change. It is 
impossible to distinguish the boundaries. Taking the boiling boundary as an example, the 
position of the boiling point generally does not coincide with the boundary of one node in the 
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fixed boundary method, because it is not tracked in this method. Thus, one node must contain 
both water and steam, which have different thermal properties. One requirement for this method 
is that the thermal properties in each node should be kept as consistent as possible. If this 
requirement cannot be met, serious numerical consequences can follow. The problem is that due 
to an abrupt change in water/steam properties at the boiling boundary under subcritical pressure 
or water properties at the pseudo-critical boundary under supercritical pressure, significant errors 
can be introduced into the computation. Furthermore, a discontinuity in heat transfer correlation 
due to abrupt changes in thermal properties of water may result in numerical convergence and 
stability problem. The moving boundary method can track such points and overcome these 
drawbacks. 
The moving boundary method was compared against the fixed boundary in the modeling of an 
once-through steam generator (OTSG) under subcritical conditions [86]. Ten nodes were applied 
in the moving boundary method, and 10 and 25 nodes were adopted in the fixed boundary 
method. The simulation results were compared with the experimental results. It was found that 
the model using moving boundary method is more accurate than that of the fixed boundary 
method with the same number of nodes, and the computational time is less. Large errors could 
happen and misleading results were given to some disturbances using the fixed boundary method. 
It is concluded that the moving boundary method is suitable for dynamic modeling of OTSG. 
The moving boundary method has been successfully applied to the modeling of U-tube steam 
generator (UTSG), OTSG and LWRs. Most of the following references are relevant to different 
boiling modes at subcritical pressure. The boiling heat transfer mechanism is well understood 
now and can be found in open literatures. Interested readers are referred to [87]. 
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A dynamic model of an integral economizer UTSG was developed using moving boundary 
method [88]. The moving boundary was set at the saturation conditions in the secondary side of 
the UTSG. It was assumed that there was a distinct boundary between a sub-cooled region and a 
boiling region. The assumption ignored the complicated sub-cooled boiling process in the sub-
cooled region and variations in the boiling mechanism in the boiling region. The model was 
obtained by applying the time-dependent mass and energy conservation equations and time-
independent momentum equation. A linear model was obtained through linearization. For this 
reason, the linear model is restricted to simulate the conditions around the original steady-state 
conditions. 
Gal et al. [89] constructed a UTSG module for a dynamic simulator for nuclear power plants 
using the moving boundary method. The boundary position was determined by the location of 
the fluid saturation enthalpy. There were two moving boundaries on the secondary side. One is 
placed between the steam dome and the downcomer separating the steam from the sub-cooled 
water. The other boundary was located between the boiling and sub-cooled regions on the UTSG 
shell side. The model was derived from the mass and energy balance questions. Two integral 
momentum equations were developed for the primary and secondary flow paths.  
An OTSG dynamic model with moving boundaries and variable nodes was developed for a 
liquid-metal fast breeder reactor [90]. The OTSG model consisted of four regions: sub-cooled 
region, nucleate boiling region, film boiling region and superheated steam region. The 
boundaries between regions were determined by the points where the fluid reached liquid 
saturation point, departure from nucleate boiling (DNB) point and dry saturation steam point, 
respectively. The node number in each region could be changed to assess its effect on the results. 
The model was derived from the mass and energy conservation equations. The momentum 
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equation was decoupled and included in the overall system via the external pipe model. A similar 
model was also developed for a helical-coil OTSG [91]. 
Tzanos [92] developed an OTSG model with multiple nodes using the moving boundary method. 
The OTSG model was divided into four regions: sub-cooled region, nucleate boiling region, film 
boiling region and superheated steam region. The boundaries of these regions were determined 
by the water/steam specific enthalpy and steam quality: specific enthalpy of saturated liquid, 
steam quality at the point of DNB and the unit steam quality. In the model, the pressure of the 
secondary side was allowed to vary with time, but not with space. An accurate description of the 
DNB boundary could be obtained by the developed model. 
Yoon et al. [93] developed a thermal-hydraulic design and performance analysis code for an 
OTSG with helically coiled tubes using the moving boundary method. A minimum of three 
control volumes were used: economizer region, evaporator region and superheated region. These 
regions were separated by the specific enthalpy of saturated liquid and dry saturated steam. 
When the fully developed nucleate boiling and mist heat transfer regions were modelled, the 
additional region boundaries were located using empirical correlations within the economizer 
and evaporator regions, respectively. These two boundaries were placed at the net vapour 
generation point and the dryout point. Two integral momentum equations were developed for the 
primary and secondary flow paths. 
A dynamic model of once-through boiler using moving boundary method was developed [94]. 
The working fluid inside the evaporator pipes was characterized by three regions: sub-cooled 
liquid, two-phase mixture, and superheated steam. The boundaries were determined by the 
specific enthalpy of the saturated liquid and the dry saturated steam. The time dependence of the 
momentum equation was neglected.  
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A dynamic model of an OTSG with concentric annuli tubes using the moving boundary method 
was developed [95]. The secondary side was divided into three regions: sub-cooled liquid region, 
nucleate boiling region, and superheated steam region according to the phase change and 
different heat transfer characteristics. The boundary positions were determined by the specific 
enthalpy of the saturated liquid and dry saturated steam. The time dependence of momentum 
equation was neglected. 
Li et al. [96] developed a lumped parameter mathematical model of the helical coiled OTSG of a 
10MW high-temperature gas-cooled reactor based on the fundamental conservation equations of 
mass, energy and momentum. The OTSG model was divided into three regions: sub-cooled 
region, boiling region, and superheated region. The boundary positions were placed at the 
specific enthalpy of the saturated liquid and the dry saturated steam. The time dependence of 
momentum equation was considered in this model. 
Han and Stanley [97] constructed a fuel pin model (FUELPIN) with moving boundaries to 
accommodate the core thermal-hydraulic model of LWRs with detailed thermal conduction in 
fuel elements. The model was divided into five regions: sub-cooled liquid convective region, 
sub-cooled nucleate boiling region, saturated nucleate boiling (pre-DNB) region, saturated film 
boiling (post-DNB) region, and superheated steam region. The boundary positions were 
determined by the bulk water/steam specific enthalpy or steam quality: specific enthalpy at the 
bubble detachment, specific enthalpy of saturated liquid, steam quality at DNB, and specific 
enthalpy of dry saturated steam. A single mixture momentum equation is used over the entire 
channel of the reactor core. An accurate minimum departure from nucleate boiling ratio 
(MDNBR) and its boundary position versus time within the fuel channel were predicted during 
transients. The FUELFIN obtained higher MDNBR values than those calculated by sub-channel 
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code COBRA. Therefore, the FUELPIN transient MDNBR methodology predicted a greater 
thermal margin than the COBRA methodology. The studies showed that the moving boundary 
formulation could provide an efficient and suitable tool for thermal transient analysis of LWRs. 
Similar results are also reported in [98].  
A nodal model with moving boundary of a heated boiling channel was derived for the dynamic 
stability analysis [99]. The boiling channel model was divided into two regions: single-phase and 
two-phase regions by the net vapour generation point. The derivation was based on the 
integration of the conservation equations in space. The resulted model was used to evaluate the 
linear dynamic stability of a vertical boiling channel. The results obtained using moving 
boundary method with a relatively small number of nodes, compared favourably with 
experimental results and those with distributed parameter and fixed node models, which required 
many axial nodes.  
The moving boundary method is also applied in the modeling of supercritical once-through 
boiler and SCWR. 
A nonlinear lumped parameter dynamic model of a supercritical once-through 600MW boiler 
with the moving boundary method was developed for a large load change or large scale 
disturbance simulation [100, 101]. The model was divided into water region and steam region by 
the pseudo-critical point at the supercritical pressure. At the subcritical pressure, the model was 
constructed similar to those of an OTSG using moving boundary method. The simulation results 
showed that the model developed can predict the dynamics of supercritical boiler adequately. 
Li and Ren [102] developed a dynamic model for a supercritical once-through boiler steam 
generator. Considering the heat transfer coefficient influenced by the specific enthalpy of the 
working fluid, the model was divided into three regions at the pressure above 21MPa: sub-cooled 
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region, large heat transfer coefficient region and superheated region. The regions were separated 
by the specific enthalpy of saturated liquid and saturated vapour at 21MPa. When the pressure is 
less than 21MPa, the model is divided into sub-cooled region, two-phase region and superheated 
region at the subcritical conditions. Therefore, the model developed could be used for both 
supercritical and subcritical conditions.  
A single-channel thermal-hydraulic model of the US reference SCWR was constructed for 
stability analysis at both steady-state and sliding pressure start-up conditions [103]. The 
supercritical water flow in the reactor core was simulated using a three-region model: a heavy 
fluid, a mixture of heavy fluid and light fluid, and a light fluid. The heavy fluid was assumed to 
be an incompressible liquid with constant density. The mixture of heavy fluid and light fluid was 
similar to a homogeneous-equilibrium two-phase mixture. The light fluid behaved like an ideal 
gas or superheated steam. These regions were separated by the respective boundaries as follows: 
1) Fluid temperature at 350oC, where the density starts to drops drastically as fluid 
temperature increases; 
2) Fluid temperature at the pseudo-saturation vapour state calculated by the following  
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P is the system pressure (MPa). 
It was found that the US reference SCWR design could operate in a stable region with a large 
margin.  
A lumped parameter dynamic model of an SCWR was developed for analysis of coupled 
neutronics/thermal-hydraulic instability [104]. The coolant channel was divided into two nodes 
with a moving boundary between them. The boundary position was placed at the pseudo-critical 
point. A thermal-hydraulic stability analysis was carried out for various values of parameters 
such as reactor power, coolant mass flow rate, and inlet temperature. It was found that the 
analysis with neutronics was more conservative and showed that the system became unstable for 
large perturbations, even if it was stable for small disturbances. 
2.3 Control of Supercritical Water-cooled Power Plants 
BWR adopts once-through coolant system, which is similar to that of the SCWR power plant. 
Light water coolant is also worked as the moderator in a BWR. The coolant absorbs the heat 
generated by fission reaction in the fuel rods and produces steam through boiling. The steam is 
directly used to drive the turbine. Then it is condensed back into water in a condenser. The water 
is preheated and sent back to the reactor core to complete the cycle.  
In a BWR, there are three main parameters to be controlled: pressure, reactor power, and water 
level.  
The reactor pressure is controlled by regulating the opening of the turbine control valve. The 
turbine control valve is adjusted to maintain relatively constant reactor pressure in the BWR. The 
37 
 
 
 
temperature of the saturated steam is a function of the pressure only. Therefore, the steam 
temperature is kept constant by maintaining the constant reactor pressure.  
The reactor power in a BWR is controlled by changes in the recirculation flow rate or by moving 
of the control rods. When an increase in the recirculation flow happens, the volume of the steam 
in the reactor core will be temporarily reduced for a faster rate in removing the steam voids. This 
results in higher coolant density and further leads to an increase in the reactivity and reactor 
power level. Withdrawing a control rod reduces the neutron absorption and increases the 
reactivity, which leads to an increase in the reactor power. Control rod movement is the normal 
method of making large adjustments in the reactor power. 
The water inventory in a BWR can be evaluated by the water level in the reactor core. The feed-
water flow rate is controlled to maintain the water level within a predetermined range. The feed-
water control system utilizes signals from reactor vessel water level, steam flow, and feed-water 
flow, and is called three-element control. In a BWR, the coolant also acts as the moderator, and 
the disturbances in the coolant flow affects the neutronics and the change in the reactor power 
also influences the dynamics of the coolant. The feed-water flow can be adjusted to achieve the 
required water level. At the same time, the reactivity is also changed due to the reactivity 
feedback caused by the change in the feed-water flow. The recirculation flow is independent 
from the feed-water flow and has negligible effects on the water level directly. The reactivity 
caused by the change in the feed-water flow rate can be compensated by the recirculation flow 
rate.  
Among the three control systems above, dynamics of the pressure are fastest and those of the 
water level are slowest. The control of the water level is the most complex and the changes in the 
reactor power and pressure can affect the dynamics of the water level. 
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In a BWR, there is no steam generator as a cushion between the reactor and the turbine. The 
disturbances from the reactor (or turbine) directly affect the behaviour of the turbine (or reactor). 
Thus, the reactor and the turbine is directly coupled. But the level of the coupling between them 
is low due to the existence of boiling process. The dynamic process of the reactor is slow 
compared to that of the turbine. The turbine-following-reactor operation mode is used in BWR. 
When the load is increased, the opening of the turbine governor valve is increased and more 
steam is drawn from the reactor. The recirculation flow rate is increased to raise the power level 
to meet the desired load demand. The loss of the steam can be recovered by boiling of the 
coolant. The water level can be adjusted to the desired level by increasing the feed-water flow 
rate. The feed-water flow rate is regulated to be proportional to the load level at steady-state 
conditions.  
In an SCFPP, an once-through cycle coolant system is also applied. The feed-water is pumped to 
the boiler. In the boiler, the water is heated and superheated steam is generated. Then the steam 
is sent to the steam turbine, which is coupled to a generator to produce electricity. The steam out 
of the turbine is cooled by the condenser and sent back to the boiler. There are mainly four parts 
in the boiler of an SCFPP: economizer, evaporator, superheaters and reheaters. In the economizer, 
the feed-water is preheated. The evaporator contains water wall area. In a subcritical once-
through power plant, boiling takes place and the steam is produced in the evaporator. In an 
SCFPP, the evaporator is the most important part. The heat flux is the highest and more than half 
of the temperature increase happens in the evaporator. The large specific heat region of 
supercritical water also locates in the evaporator. The steam is superheated in the superheaters 
and reheated in the reheaters using the flue gas, before it is sent to the turbine. 
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The load, the steam temperature and steam pressure of an SCFPP are all affected by the turbine 
control valve, fuel/air flow and feed-water flow rate. The SCFPP boiler can be modelled as a 
three-input and three-output system. The control strategy can be different depending on the 
operation mode selected.  
In the turbine-following-boiler operation mode, the steam pressure is mainly regulated by the 
opening of the turbine control valve. The power is generated by a combustion process and 
determined by the fuel/air flow. The fuel/air flow is an index for the power output and used to 
follow the load demand. The water inventory of an SCFPP is evaluated by the intermediate 
temperature, which is measured at the outlet of the evaporator. The intermediate temperature is 
required to be slightly higher than the pseudo-critical temperature of the corresponding pressure 
to ensure the cooling capacity of the boiler. The main steam temperature is controlled by the fuel 
to feed-water flow ratio and superheater sprayer. The fuel to feed-water flow ratio is the main 
manipulate variable to regulate the main steam temperature. The superheater sprayer is a 
supplement and only used to reduce steam temperature at emergence conditions. The fuel to 
feed-water flow ratio is the most critical variable for the operation of an SCFPP. It is used not 
only to meet the steam requirement of the turbine but also to regulate the main steam temperature. 
Because of the presence of large time constants in the boiler due to the large metal mass and 
delays in the combustion system, the feed-forward control is introduced to maintain the fuel to 
feed-water flow ratio when it is required to operate the plant at large load gradients or to stress 
the plant as little as possible.  
In the boiler-following-turbine mode, the turbine governor as a fast-acting load controller is used. 
Opening the governor valves releases the stored energy in the boiler and meets short-term 
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increases in the electrical demand. These actions alter the main steam pressure, and the pressure 
controller adjusts the fuel-firing rate to maintain the main steam pressure. 
The sliding pressure mode is an evolutionary extension from the constant pressure mode. When 
the load is varying, the steam pressure also varies. At a low load output, the reduced throttling-
back action by the governor control valves leads to improved unit efficiency. Sliding pressure 
operation also provides fast unit loading, and enables stable operation of the turbine at lower 
temperature and pressure conditions.  
The once-through cycle adopted in the SCFPP leads to a strong coupling between the boiler and 
the turbine. It is necessary to integrate the boiler and turbine as a whole and consider the balance 
of energy supply and demand. A coordinated control strategy is applied to coordinate the 
activities of various subsystems of an SCFPP so as to minimize the influence of both plant-wide 
interactions and disturbances and to avoid violating thermal constraints during large load 
changes and system disturbances. The coordinated control system, which unites the boiler and 
turbine controls, generates and regulates the setpoint of unit load. The demand signals are sent 
out to the Boiler Master and Turbine Master in parallel. The Boiler Master demand is used to 
regulate the feed-water flow and firing rate to improve the unit response to a load change. The 
Turbine Master demand controls the turbine control valves. 
Although lots of efforts have been made in the development of SCWR, there are limited reports 
in the open literature on the control of SCWR.  
Several similarities between SCWR and BWR or PWR were identified to determine the control 
strategy [105]. The similarities for BWR are associated with the direct cycle with feed-water 
flow entering directly into the reactor vessel and steam flow going directly to the turbine. A 
balance between feed-water and steam is required to maintain the water inventory in the vessel. 
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The similarities for PWR are associated with the high operating pressure, the single-phase 
conditions at the core outlet and a core outlet temperature that is a function of power and coolant 
flow. Unique aspects of the SCWR that influences the control concept include the elimination of 
the recirculation pumps, the low water inventory in the reactor pressure vessel, the large change 
in the coolant density across the core, and the absence of a coolant level under supercritical 
conditions. 
Considering the characteristics of SCWR, two recommendations were made for the SCWR 
control system based on the base load operation assumption: 
a) Control of the main reactor variables. The control rods are used to control the thermal 
power. The turbine control valve provides the control of the pressure, and the feed-water flow 
performs the control of the outlet temperature. The coolant inventory in the vessel is controlled 
by assuring that the steam and the feed-water flow are balanced at the same time maintaining the 
correct core outlet temperature. 
b) Integrated control system approach. The relatively small vessel water inventory, the 
neutronic/thermal-hydraulic coupling, the lack of level indication under supercritical conditions 
and the absence of recirculation flow make control more challenging. Thus, the use of an 
integrated control would allow the system to anticipate changes and react accordingly. 
Nakatsuka et al. [83] studied the control system design for an SCFR plant. A computer code was 
developed for transient behaviour analysis of the SCFR plant. Lumped parameter and nodal 
methods have been used to the thermal-hydraulic modeling. The reactor core was represented as 
a single channel. Dittus-Boelter's formula was adopted for the heat transfer coefficient 
calculation. Point reactor kinetics with six delayed neutron groups were used to calculate the 
core power.  
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The dynamic behaviours of the SCFR were analyzed through introducing different perturbations 
of feed-water flow rate, control rods and turbine control valves. Based on the observation of the 
dynamic responses, the input-output pairings are determined: the pressure is controlled by the 
turbine control valves, the main steam temperature is controlled by the feed-water flow rate, and 
the core power is controlled by the control rods. 
The similar control strategy of a BWR was applied to control system design of the SCFR. 
Sequential loop closing approach and trial and error method were carried out to tune the 
parameters of the control system. The chosen tuning criteria were damping ratio larger than 0.75 
and overshoot less than 15%. 
Typical disturbances were introduced to investigate the reactor behaviour with the designed 
control system. It was concluded that the designed control system could keep the SCFR plant 
stable against different disturbances, such as setpoint changes and feed-water temperature 
changes. 
The work in the control system design for the SCFR plant [83] was extended to the control 
system design of high temperature SCLWR (SCLWR-H) [84]. The similar design procedure was 
adopted in the control system design of SCLWR-H.  
Ishiwatari et al. [85] improved the feed-water controller for a Super Fast Reactor (FR) to 
suppress the variation of the main steam temperature. The plant system code SPART-F was used 
to model the Super FR. The original feed-water controller was designed only considering the 
deviation of the main steam temperature. The variation of the main steam temperature of the 
Super FR to different disturbances is large due to its high power-to-flow ratio. To reduce the 
variation, three parameters are considered in the modified feed-water controller design: the 
deviation of the power-to-flow ratio (A), the deviation of the power (B), and the time derivative 
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of the power (C). The trial and error method was applied in the controller design. Five typical 
perturbations were analyzed to confirm the performance of the new feed-water controllers. It was 
observed that the feed-water controller (B) gave a smaller or at least not larger variation of the 
main steam temperature compared with the original one under all the perturbations, while the 
feed-water controllers (A) and (C) resulted in a larger variation in particular cases. It was 
concluded that the original feed-water controller was successfully improved by the feed-water 
controller (B). 
These control systems designed are in decentralized structure. Decentralized control is only valid 
when the weakly-coupled requirement is satisfied. SCWR is a MIMO system with strong 
interactions among inputs and outputs. Decentralized control can only achieve limited control 
performance and may even cause dynamic stability issue. Decoupling control is an efficient 
approach to deal with cross-coupling and has been applied in different industries. 
A multivariable controller was designed for CANDU 600 MWe nuclear power plant using the 
inverse Nqyusit array method [106]. A decoupling compensator was selected to improve the 
diagonal dominance. Then analysis of the closed-loop system was performed and a feedback 
matrix was chosen to meet the design specifications. The controller was implemented on a 
reference nonlinear model to assess its overall performance. The results showed that the 
multivariable controller achieves better overall regulation than the conventional controller. 
A decoupling compensator of a boiler-turbine unit was designed by DNA method [107]. 
Diagonal dominance was achieved so that the decoupled MIMO system was transformed into 
several SISO systems. Then PID controllers were obtained based on the gain and phase margin 
specifications. Simulation results showed that the designed controller for the boiler-turbine unit 
has much better dynamics performance than the one designed by Tan's method [108]. 
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3 CONSTRUCTION OF A DYNAMIC MODEL USING MOVING 
BOUNDARY METHOD 
3.1 Introduction 
The dynamic characteristics of the Canadian SCWR are different from those of the CANDU 
reactor or ACR. To examine its unique dynamics, it is necessary to have a dynamic model. The 
dynamics of the Canadian SCWR depend on the reactor core, and require coupling of the reactor 
kinetics with the feedback reactivity. The dynamic model of the Canadian SCWR can be divided 
into a thermal-hydraulic model and a reactor kinetics model. The thermal-hydraulic model is 
focused on the hydraulic flow influenced by the external heating. The reactor kinetics model is to 
calculate the reactor power, that is, the heat generation rate in the fuel rods. The reactor kinetics 
model supplies the reactor power to the thermal-hydraulic model as the heat source, while the 
thermal-hydraulic model provides the reactivity feedback, which is related to the thermal 
parameters of the reactor, to the reactor kinetics model.  
The Canadian SCWR is still at the conceptual development stage. There is no real plant built yet. 
CFD method has been extensively adopted as an effective and powerful approach for thermal-
hydraulic behaviour analysis at the supercritical conditions. The results obtained by the CFD 
simulation are widely accepted. Therefore, CFD numerical simulation is adopted here as a 
verification tool for the thermal-hydraulic model. 
The modeling process consists of several steps. Firstly, the thermal-hydraulic model of the 
reactor is constructed based on the fundamental conservation equations of mass, energy and 
momentum. Secondly, the transient behaviour of the Canadian SCWR is obtained with the 
thermal-hydraulic model coupled with the reactor kinetics model. Based on the results of the 
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transient simulation of the thermal-hydraulic model, a set of linear dynamic models are obtained 
using a least-square system identification method. The development of the thermal-hydraulic 
model is performed separately for the following reasons:  
a) The thermal-hydraulic model can be separated from the reactor kinetics model. The 
reactor power is considered as an input to the thermal-hydraulic model. 
b) It is convenient to use the CFD method to verify the thermal-hydraulic model. The CFD 
method is mainly focused on the thermal-hydraulic analysis. User defined function will be 
needed and computational time may be increased if the reactor kinetics model is included in the 
CFD simulation.  
c) It is convenient for the linear dynamic model development using system identification 
techniques. The system identification is carried out on the thermal-hydraulic model only. If the 
system identification is applied to the dynamic model with the coupling of  the thermal-hydraulic 
and reactor kinetics, the existence of the internal feedback will cause difficulties during the 
system identification process. 
For the thermal-hydraulic modeling, a moving boundary method is adopted to solve the problems 
due to the unique characteristics of thermal properties and heat transfer of supercritical water. 
The supercritical water exhibits significant difference in its thermal properties before and after 
the pseudo-critical point as shown in Section 1.1.1. In the modeling process, the thermal 
properties inside each control volume should be as consistent as possible. If the boundary of a 
control volume is constant, that is, the length of the control volume does not change, it is 
possible that there are two thermodynamic states in one single control volume. Normally, for 
each thermodynamic state, there are different equations to calculate the related parameters. In 
this control volume, no matter which state is adopted, large errors will occur.  
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For the unique thermal physical properties of supercritical water, the empirical correlations to 
predict heat transfer coefficient are divided into several sub-correlations by the correction factor. 
As shown in Section 1.1.2, the correction factor F usually depends on the specific heat ratio and 
the density ratio. The discontinuity on the heat transfer coefficient can be caused by the 
correction factor F. When the boundary of a control volume is close where the discontinuity may 
happen, numerical oscillation can occur. Therefore, the moving boundary method is adopted. 
The boundary positions are set at the pseudo-critical point and where the discontinuity in the heat 
transfer function may happen. In every control volume, there is only one thermodynamic state. 
Thus, the calculation errors are reduced. Under the same accuracy requirement, the amount of 
control volume can be reduced and the computational burden can be reduced. The numerical 
oscillation can be avoided.  
The rest of this chapter is organized as follows: in Section 3.2, a detailed thermal-hydraulic 
model of the Canadian SCWR using moving boundary method is developed. In Section 3.3, the 
thermal-hydraulic model is validated using commercial CFD code: FLUENT 6.1. In Section 3.4, 
the benefits of adopting the moving boundary method are illustrated by comparisons with the 
fixed boundary method. In Section 3.5, the dynamic model of the Canadian SCWR is obtained 
by coupling the thermal-hydraulic model with its reactor kinetics model, and the steady-state and 
transient simulation results are also presented. To illustrate the uniqueness of Canadian SCWR, 
the dynamics of the Canadian SCWR are compared with those of ACR-700. In Section 3.6, a set 
of linear dynamic models around the full power operating point are developed using system 
identification techniques and validated with the nonlinear dynamic model.  
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3.2 Thermal-hydraulic Model Development for the Canadian SCWR 
The fuel bundle geometry of the Canadian SCWR has not yet been established. Previous studies 
showed that the CANFLEX fuel bundle is applicable to the Canadian SCWR [53]. The cross-
section of a CANFLEX fuel bundle is shown in Fig 3.1. The parameters are listed in Table 3.1.  
 
Fig 3.1 Cross-section of CANFLEX 
Table 3.1 Parameters of CANFLEX 
Channel Length 5.944 m Pressure Tube Diameter 104.0 mm 
Fuel Rod Diameter 
(Inner Ring) 13.5 mm 
Pellet Diameter  
(Inner Ring) 12.6 mm 
Fuel Rod Diameter 
(Outer Ring) 11.5 mm 
Pellet Diameter  
(Outer Ring) 10.7 mm 
Cladding Thickness 
(Inner Ring) 0.36 mm 
Cladding Thickness 
(Outer Ring) 0.33 mm 
It is shown in surveys [109-111] that a lot of experimental works on heat transfer of supercritical 
fluids have been done and different empirical correlations have been developed. In this thesis, 
Yamagata’s correlation is chosen because its experimental conditions are close to those of the 
Canadian SCWR. There are some discrepancies in the heat transfer coefficients for downward 
and upward flows around the pseudo-critical point. But little influences will occur on the 
dynamics because most the fuel channel in the Canadian SCWR is occupied by the vapour-like 
fluid, which has a large time constant.  
Inner Ring Fuel Rods 
Pressure Tube 
Outer Ring Fuel Rods  
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The Yamagata correlation is described [112]: 
 
0.85 0.80.0135* Re * Pr *b b b cNu F=  (3.2.1) 
where 
1.0cF = , 1E >  
10.050.67* Pr *( / )
b
n
c m P PF c c
−
= , 0 1E≤ ≤  
2( / )
b
n
c P PF c c= , 0E <  
1
10.77*(1 ) 1.49
Prm
n = − + +
 
2
11.44*(1 ) 0.53
Prm
n = + −
 
E is Eckert number defined by m b
w b
T T
T T
−
−
, where Tb is the bulk fluid temperature, Tw is the wall 
temperature, and Tm is the pseudo-critical temperature. 
Pc is an average specific heat defined by w b
w b
h h
T T
−
−
, where hw is the specific enthalpy of bulk fluid 
according to the wall conditions, and hb is the specific enthalpy of the bulk fluid. 
Yamagata’s correlation is divided into three sub-correlations by the parameter E as shown in Eq. 
(3.2.1). The two boundary points are where E equals to 0, that is, Tb=Tm, and where E equals to 1, 
that is, Tw=Tm.  
It is assumed that the reactor core is approximated by 1D single-channel. The thermal-hydraulic 
model includes a coolant model and a fuel rod model. The coolant is simplified as a single 
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channel 1D flow. In the single channel model, the radial distribution of the reactor is not 
considered, and the flows in all fuel channels are assumed to be the same and averaged. When 
the coolant flow rate is controlled for fuel assemblies depending on their power, the flow 
velocities are different in the fuel assemblies. This will affect the system responses. Although the 
single channel model can only obtain the average effect of different channels, it reflects a good 
approximation of the overall dynamic behaviour. The hydraulic diameter is calculated as 7.7mm 
by four times of the total coolant flow area over the total wetted perimeter. The nodalization of 
the coolant model is shown in Fig 3.2. In the model construction process, three regions have 
been considered: Liquid Region I, Liquid Region II and Vapour Region. The pseudo-critical 
point lies in the boundary between Liquid Region and Vapour Region. From the thermal 
properties of the supercritical water, it is known that before the pseudo-critical point is reached, 
the water is liquid-like fluid and after this point is passed, it becomes vapour-like fluid. For 
simplicity, before the pseudo-critical point, it is called Liquid Region and after this point, it is 
referred to as Vapour Region. Within the Liquid Region, the fluid can further be divided into two 
sub-regions, Liquid Region I and Liquid Region II, separated by the point where the cladding 
temperature equals to the pseudo-critical temperature. In the Liquid Region I and II, different 
correlations are used to calculate the heat transfer coefficient as shown in Eq. (3.2.1).  
As shown in Fig 3.2, the length of the Liquid Region I is ZL. There are L nodes and the distance 
between adjacent nodes is α. The length of the Liquid Region II is (ZM-ZL). There are (M-L) 
nodes and the distance between adjacent nodes is β. The length of the Vapour Region is (ZN-ZM). 
There are (N-M) nodes and the distance between adjacent nodes is γ.  
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i=L
i=M
i=N
ZL
ZM
ZN
Flow 
Direaction
Liquid Region I
Liquid Region II
Vapour Region
 
Fig 3.2 Nodalization of the Canadian SCWR coolant model 
3.2.1 Fuel Rod Model 
The following assumptions are made in the fuel rod model: 
a. The heat transfer in the fuel element is only considered in the radial direction; 
b. Fuel thermal conductivity and specific heat are a function of temperature; 
c. Fuel density is assumed to be constant;  
d. Heat storage in the gas gap and the fuel cladding is negligible. 
Based on these assumptions, the thermal conduction in the fuel rod can be described by the 
Fourier heat conduction equation in cylindrical coordinates: 
 ( ) 1 ( , )( ) ( , ) ( ) ( , )P T r tc T T r t k T r q r tt r r rρ
∂ ∂ ∂ 
′′′= + ∂ ∂ ∂ 
 (3.2.2) 
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where k is the thermal conductivity, and q′′′ is the heat generation rate per unit volume and 
depends on the reactor power. The thermal parameters of the fuel can be found in [113]. The 
axial power distribution is determined by the reactor kinetics model and assumed to be a cosine 
function. In the radial direction, the power distribution is uniform.  
The boundaries of the fuel rod model are the same as those of the coolant model as shown in Fig 
3.2. Since the boundaries are a function of time, the integral of Eq. (3.2.2) can be treated using 
the Leibnitz theorem: 
( ) ( )
( ) ( )
( , ) ( ) ( )( , ) ( ( ), ) ( ( ), )B t B t
A t A t
f Z t d dB t dA tdZ f Z t dZ f B t t f A t t
t dt dt dt
∂
= − +
∂∫ ∫
 
For simplicity, (r, t) is eliminated in the subsequent equations for the integration of Eq. (3.2.2). 
The term with time derivative is integrated and expressed as 
 
( ) ( )
1
1 1 1 1
1 1
1 1 1 1
1 1 1
( ) ( ) ( ) ( ) ( )
2 2 2 2
( ( ) )( ) ( ) ( ) ( ) ( )
2 2 2 2
i
i
Z
i i i i i i i i
P P i i i i P i P iZ
i i i i i i i i
P i i i i P i i i i P i P i
d T T T T T T T T
c T T dZ c T T Z Z c Z c Z
t dt
d T T T T T T T T
c T T Z Z c T T Z Z c Z c Z
dt
−
+ + − −
− −
+ + − −
− − −
∂ + + + +
= − − +
∂
+ + + +
= − + − − +
∫  
   
(3.2.3) 
where, Zi-1 and Zi are the lower and the upper distances of the ith node from the reactor inlet. The 
temperature at the boundary is approximated as the average temperature of the adjacent nodes. 
The integration of the remaining terms of Eq. (3.2.2) leads to 
( )
1
1
1 1( ) ( )i
i
Z
i
i i i iZ
T Tk T r q dZ k T r q Z Z
r r r r r r−
−
∂ ∂ ∂ ∂      
′′′ ′′′+ = + −      ∂ ∂ ∂ ∂      ∫
 
Thus, Eq. (3.2.2) for the ith node is represented as 
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1 1 1
1 1
1 1 1
1
1( ( ) ) ( ) ( ) ( )
2 2
( )
2 2
i i i i i i i i
P i i i i P i i P
i i i i
i i i i i
P
i i
T Z Z T T T T Z
c T T k T r q c T T c
t r r r Z Z Z Z
T T T T Z
c
Z Z
ρ ρ ρ
ρ
− + +
− −
− − −
−
∂ ∂ ∂ − + + 
′′′= + − + ∂ ∂ ∂ − − 
+ +
−
−
  

(3.2.4) 
A lumped dynamic model developed at Brookhaven National Laboratory (BNL) [114] is applied 
to Eq. (3.2.4) to calculate the thermal conduction with convection boundary conditions in a fuel 
rod. In this model, the radial temperature distribution in the fuel pin is assumed to be a second 
order polynomial, while in the gas gap and cladding, they are assumed to be linear. The radial 
temperature distribution in the fuel pin, gas gap and cladding is illustrated in Fig 3.3. 
 
Fig 3.3 Temperature distribution in a fuel rod 
According to the assumptions on the temperature distribution, the average temperature of the fuel 
pin can be described by [114] 
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 (3.2.5) 
where,  
pinT : Average temperature of the fuel pin; 
NBi,C: Biot number 3 2( ) / cH R R k= − , where H is the heat transfer coefficient and kc is the 
thermal conductivity of the cladding; 
Cgm: Geometric constant 
2 2
1 2 2 3 3 2
3 3 2 3
3( ) ( )1
6( )
R R R R R R
R R R R
      + − −
= + −      +       
; 
Fpr: Property function 
3
1
2
3 2 3 1
1( )( ) 4
c c
f gap
R k k
R R R k R H
= +
−
. 
The cladding surface temperature, the average temperature of the fuel pin and the coolant bulk 
temperature are related as [114] 
 
,
1 ( )
pin b
c b
gm pr Bi C
T T
T T
C F N
−
− =
+ +
 (3.2.6) 
where, Tc is the cladding surface temperature. 
3.2.2 Coolant Model 
The coolant model is developed under the assumption that it is a 1D flow. The nodalization of 
the coolant model has been shown in Fig 3.2. The location of the ith node is denoted by the index 
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i. Generally, the index notation i-1/2 is used to indicate the boundary position between node i-1 
and i. Here, the 1/2 is not used and integer values are used by shifting the index by -1/2, that is, 
the node i is surrounded by node boundaries i-1 and i. The conservation of fluid mass, energy, 
and momentum in the flow channel can be represented as the following set of partial differential 
equations:  
 
D
t Z
ρ∂ ∂
= −
∂ ∂
 (3.2.7) 
 
( ) ( )h Dh PQ
t Z t
ρ∂ ∂ ∂
′′′= − + +
∂ ∂ ∂
 (3.2.8) 
 
2 21( )
2 r
D D P D Sf g
t Z Z A
ρρ ρ
∂ ∂ ∂
= − − − −
∂ ∂ ∂  (3.2.9) 
where, D is the mass velocity; Q ′′′ is the heat absorption rate per unit volume; fr is the friction 
factor; S is the flow channel wetted perimeter; and A is the flow area. 
In the Canadian SCWR reactor core, the pressure drop is only a small fraction of the absolute 
pressure. The pressure in the coolant model is considered as a function of time only and the 
momentum equation is not considered.  
To solve Eqs. (3.2.7) and (3.2.8), the integrals that involve time derivatives are evaluated using 
Leibnitz theorem: 
 
1 1
1
1
i i
i i
Z Z
i i
i iZ Z
f d dZ dZdZ f dZ f f
t dt dt dt− −
−
−
∂
= − +
∂∫ ∫
 (3.2.10) 
where,   
, ,f h Pρ ρ=  
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( , )i if f Z t=  
1 1( , )i if f Z t− −=  
1,i iZ Z− = the distance of ith node lower and upper boundary from the reactor inlet. 
The first term on the right hand side of Eq. (3.2.10) can be rewritten as:  
 
1
1
1 1
( ( )) ( ) ( )i
i
Z
i i i
i i i i i iZ
d d f Z ZfdZ f Z Z f Z Z
dt dt−
−
− −
−
= = − + −∫     (3.2.11) 
where, if  is the average value of f in the ith node and can be defined as 1 (1 )i i if f fθ θ−= + − ,θ  is 
the weighting coefficient. 
Generally it can be assumed that f varies linearly within each node and θ =0.5 is adopted. For 
larger nodes, θ =0.5 can lead to unstable and physically unmeaningful solutions. To avoid this 
problem, in this study , the upwind approximation is adopted for the average value if  and θ  is 
set to be 0. Eq. (3.2.10) yields 
 
1
1 1 1 1( ) ( )
i
i
Z
i i i i i i i i i iZ
f dZ f Z Z f Z Z f Z f Z
t− − − − −
∂
= − + − − +
∂∫
    
 (3.2.12) 
Thus,  
 
1
1 1 1( ) ( )
i
i
Z
i i i i i iZ
f dZ f Z Z f f Z
t− − − −
∂
= − + −
∂∫
 
 (3.2.13) 
The integration of the remaining terms in Eqs. (3.2.7) and (3.2.8) lead to: 
 
1
1
i
i
Z
i iZ
D dZ D D
Z− −
∂
= −
∂∫
 (3.2.14) 
 
1
1 1 1
( ) ( )i
i
Z
i i i i i i iZ
Dh q dZ D h D h Q Z Z
Z− − − −
∂ 
′′′ ′′′− + = − + − ∂ ∫
 (3.2.15) 
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From Eqs. (3.2.13), (3.2.14) and (3.2.15), Eqs. (3.2.16) and (3.2.17) are obtained 
 1 1 1 1( ) ( ) 0i i i i i i iZ Z Z D Dρ ρ ρ− − − −− − − + − =  (3.2.16) 
 1 1 1 1 1 1 1
( ) ( ) (( ) ( ) ) ( ) ( )i i i i i i i i i i i i i i i
d h Z Z Z h h D h D h Q Z Z P Z Z
dt
ρ ρ ρ
− − − − − − −
′′′− − − + − = − + −  (3.2.17) 
The density of the supercritical water is considered as a function of its pressure and specific 
enthalpy: 
 ( , )f P hρ =  (3.2.18) 
Therefore, the derivative of the density can be represented as 
 P h
P h
ρ ρρ ∂ ∂= +
∂ ∂

 (3.2.19) 
Substituting Eq. (3.2.19) into Eq. (3.2.16), one can obtain: 
 
1 1 1 1
1
( ) ( ) ( )
( )
i
i i i i i i i
i
i
i i
i
Z D D P Z Z
Ph
Z Z
h
ρρ ρ
ρ
− − − −
−
∂
− − − − −
∂
= ∂
−
∂
 

 (3.2.20) 
Substitute Eq. (3.2.20) into Eq. (3.2.17), and the following relationship is obtained: 
 
1 1 1 1 1
1 1 1
[ ( ) ( ) ( )( )
( ) ( ( ) )] /
i i i
i i i i i i i i i i i
i i
i i
i i i i i i i i
i i
D Z h h P Z Z
h h P
Q Z Z D h h
h h
ρ ρ ρρ ρ ρ ρ ρ
ρ ρ ρ ρ
− − − − −
− − −
 ∂ ∂ ∂
= − − − − − − + ∂ ∂ ∂ 
∂ ∂
′′′− − + − +
∂ ∂
 
 (3.2.21) 
The specific enthalpy and the coolant flow rate for each node are determined by Eqs. (3.2.20) 
and (3.2.21). The boundary position Zi is unknown and will be solved in the subsequent sections. 
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As mentioned earlier, the boundary between Liquid Region I and Liquid Region II is the point 
where the cladding surface temperature equals to the pseudo-critical temperature. Taking 
derivative of Eq. (3.2.6) for the Lth node of the fuel model, the following equation is obtained 
 
,
1 ( )
L
L
pin L
c L
gm pr Bi C
T T
T T
C F B
−
− =
+ +
 
 
 (3.2.22) 
Eq. (3.2.22) is reorganized as 
 
,
,
[1 ( ) ]
( )
L Lc gm pr Bi C pin
L
gm pr Bi C
T C F N T
T
C F N
+ + −
=
+


 (3.2.23) 
The temperature of the supercritical water is considered as a function of pressure and specific 
enthalpy, 
 ( , )T f P h=  (3.2.24) 
Therefore, the derivative of the temperature can be expressed as  
 
T TT P h
P h
∂ ∂
= +
∂ ∂
 
 (3.2.25) 
Substituting Eq. (3.2.25) into Eq. (3.2.23) leads to 
 
,
,
[1 ( ) ]
( )
L Lc gm pr Bi C pin L L
L
gm pr Bi C L
T C F N T T hh P
C F N P T
 + + − ∂ ∂
 = −
 + ∂ ∂
 

 
 (3.2.26) 
From Eq. (3.2.20), for the Lth node of the coolant model, one can obtain 
 
1 1 1 1
1
( ) ( ) ( )
( )
L
L L L L L L L
L
L
L L
L
Z D D P Z Z
Ph
Z Z
h
ρρ ρ
ρ
− − − −
−
∂
− − − − −∂
= ∂
−∂
 

 (3.2.27) 
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The following equation is obtained from Eqs. (3.2.26) and (3.2.27) 
 
,
1 1 1
,
1 1
1
[1 ( ) ] ( ) / ( )( )
( ) ( )
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L L L L L
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 + ∂ ∂ ∂
 
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− − −∂+
−

 

 (3.2.28) 
The node length in the Liquid Region I is  
 
1
1
LZ
L
α −=
−


 (3.2.29) 
The boundary between Liquid Region II and Vapour Region is the pseudo-critical point. At the 
pseudo-critical points, the relationship between the pressure and the temperature can be 
described by the following equation under the supercritical pressure: 
 
294.13 3.63*
m
T P= +
 (3.2.30) 
The comparisons of the pseudo-critical temperatures under different pressures with those 
calculated from Eq. (3.2.30), and the densities [115] at the pseudo-critical points are shown in 
Table 3.2. 
Table 3.2 Pseudo-critical Point Parameters 
Pressure 
(MPa) 
Pseudo-critical 
Temperature (oC) 
Temperature 
Calculated (oC) 
Density 
(kg/m3) 
23 377.5 377.6 311.6 
24 381.2 381.2 315.8 
25 384.9 384.8 316.1 
26 388.5 388.5 318.4 
27 392.0 392.1 321.4 
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From Table 3.2, it is shown that Eq. (3.2.30) predicts the pseudo-critical points accurately. The 
densities at the pseudo-critical points under different pressures are slightly different and can be 
considered as a constant. Thus, for the Mth node, 
 
0Mρ =  (3.2.31) 
Substituting Eq. (3.2.31) into Eq. (3.2.17), one can obtain 
 
1 1 1 1 1
1
1 1
( ) ( ) ( )M M M M M M M M M M M M M
M
M M M M
h Z Z D h D h P Z Z Q Z ZZ
h h
ρ
ρ ρ
− − − − −
−
− −
′′′− + − − − − −
=
−
 

 (3.2.32) 
The node length in the Liquid Region II is 
 
1
1
MZ L
M L
αβ − −=
− −
 

 (3.2.33) 
The total length of the channel does not change with time. Thus,  
 ( ) ( ) 0L M L N Mα β γ+ − + − =   (3.2.34) 
Eq. (3.2.34) can be reorganized and the node length in the Vapour Region is  
 
( )L M L
N M
α βγ − − −=
−


 (3.2.35) 
The boundary positions of the coolant model are determined by Eq. (3.2.36) 
 
,1
( ) ,
( ) ( ) ,
i
i i L
Z L i L L i M
L M L i M M i N
α
α β
α β γ
≤ ≤

= + − < ≤
 + − + − < ≤

 
 
 (3.2.36) 
Subsequently, the dynamic behaviours of the coolant can be described by Eqs. (3.2.20), (3.2.21), 
(3.2.28), (3.2.32), (3.2.35) and (3.2.36). 
60 
 
 
 
The thermal-hydraulic model of the Canadian SCWR has been completed. The boundary 
conditions for the thermal-hydraulic model are the feed-water flow rate and the outlet pressure. 
The input for the fuel model is the heat source dependent on the reactor power. The input for the 
coolant model is the feed-water flow rate and the outlet pressure. The fuel rod model and the 
coolant model are interacted by the heat convection between the coolant and cladding. The feed-
water temperature is kept constant at 350oC. The input-output relationship of the thermal-
hydraulic model of the Canadian SCWR is described in Fig 3.4. There are three inputs: feed-
water flow rate, reactor power and outlet pressure and four outputs: outlet temperature, outlet 
flow rate, average coolant density and average fuel rod temperature. The boundary positions are 
also recorded to understand the dynamics of the Canadian SCWR. The flowchart of the thermal-
hydraulic model is shown in Fig 3.5.  
 
Fig 3.4 Input-output relationship of the thermal-hydraulic model of the Canadian SCWR  
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END
OUTPUT
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Fig 3.5 A flowchart of the thermal-hydraulic model of the Canadian SCWR 
  
3.3 Thermal-hydraulic Model Validation
The CFD method has been adopted for thermal
The commercial CFD software 
hydraulic model of the Canadian SCWR
SCWR is shown in Fig 3.6. For the symmetric reason, only one quarter 
selected. The model includes 
is 25MPa. The thermal physical properties of 
disturbances are introduced to the inputs except the 
shown in Figs 3.7 and 3.8. 
Fig 3.6 Diagram for CFD model of the 
The responses to a 2% step increase in the reacto
temperature increases with increas
 
 
-hydraulic analysis under supercritical conditions. 
FLUENT 6.1 is adopted as the verification
. The diagram for the CFD model of the Canadian 
of a single
the fuel pin, gas gap, cladding and coolant. The reference pr
the supercritical water are given at the 25MPa. 
outlet pressure. The simulation results are
fuel pin in a Canadian SCWR 
r power are shown in Fig 3.
ing reactor power and reaches 638.3oC
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flow rate increases because of the decrease in the density and returns to its original value to 
balance the inlet flow rate. As shown in Fig 3.7, the responses of the thermal-hydraulic model 
agree well with those of the FLUENT model. The average difference of the outlet temperature is 
-0.3oC and the standard difference is 0.3oC.  
The responses to a 2% step decrease in the feed-water flow rate are shown in Fig 3.8. The outlet 
temperature increases for the decrease in the inlet flow rate and settles at 638.3oC. The outlet 
flow rate promptly follows the decrease in the inlet flow rate and stabilizes. As shown in Fig 3.8, 
the responses of the thermal-hydraulic model are consistent with those predicted by the FLUENT 
simulations. The average difference of the outlet temperature is 0.1oC and the standard difference 
is 0.5oC.  
Through the analysis of the dynamic responses, the simulation results of the thermal-hydraulic 
model are consistent with those predicted by the FLUENT model. Therefore, the thermal-
hydraulic model of the Canadian SCWR with moving boundary can capture the main dynamics 
of the Canadian SCWR and it is accurate enough for dynamic analysis. 
 
Fig 3.7 Responses to a 2% step increase in the reactor power 
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Fig 3.8 Responses to a 2% step decrease in the feed-water flow rate  
3.4 Comparisons with the Fixed Boundary Method 
To show the benefits of the moving boundary method, comparisons are made with the fixed 
boundary method. For the fixed boundary method with 29 nodes adopted, the temperature of 10th 
node of the coolant model is close to the pseudo-critical temperature at 25MPa. The temperature 
at the 3rd node of the fuel rod model is close to the pseudo-critical temperature at 25MPa when 
21 nodes are adopted. The steady-state simulation does not converge. When there are 27 nodes, a 
step change in the feed-water flow rate from 4.4kg/s to 4.05kg/s is introduced and the simulation 
results are shown in Fig 3.9. The oscillations in the outlet temperature can be seen from 5 to 12 
seconds in Fig 3.9(a). There are no such problems with the moving boundary method. This is due 
to the 9th node temperature of the coolant model close to the pseudo-critical temperature during 
this time interval as shown in Fig 3.9(b). When the moving boundary method is used, such 
problems are not observed. Thus, one benefit of the moving boundary method is the 
improvement on numerical stability. 
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(a) The outlet temperature                               (b) 9th node temperature of the coolant model 
Fig 3.9 Responses to a step change in the feed-water flow rate using the fixed boundary method 
Next, a step change in the feed-water flow rate from 4.4 kg/s to 4.2 kg/s and 10 nodes are 
adopted to investigate the sensitivity with respect to the change in the time step. With the fixed 
boundary method, when the time step is increased from 0.01 to 0.02 seconds, the calculation can 
proceed properly without any convergence issues. However, when the time step is further 
increased to 0.05 seconds, the computation fails to converge. On the other hand, using the 
moving boundary method, when the time step ranges from 0.01 to 1.0 second, the calculation can 
proceed properly. The time step of the moving boundary method can be over 20 times larger than 
that of the fixed boundary method, for the same level of simulation accuracy.  
With the same time step, the moving boundary method is capable of dealing with severe 
disturbances. For example, the moving boundary method can adapt a step change in the feed-
water flow rate from 4.4kg/s to 3.7kg/s while the fixed boundary method cannot.  
Therefore, there are several advantages of using the moving boundary method for the Canadian 
SCWR modeling. Firstly, the oscillation and divergence of the numerical simulations can be 
potentially avoided. Secondly, the incremental time step in the computation can be increased. In 
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addition, the simulation is more robust against severe conditions, for example, large and fast 
disturbances.  
3.5 Dynamic Model of the Canadian SCWR with Reactor Kinetics 
For the reactor kinetics modeling, point reactor kinetics equations with six groups of delayed 
neutrons are adopted [116]. 
 
6
1
( ) ( ) ( )N j jj
d
n t n t C t
dt
κ ϕ λ
=
∆ −
= +
Λ ∑
 (3.5.1) 
 
( ) ( ) ( ), 1...6jj j j
d C t n t C t j
dt
ϕ λ= − =
Λ
 (3.5.2) 
where, n is the neutron flux,
 
Nκ∆ is the net reactivity, ϕ is the total delayed neutron fraction, Λ
is the average neutron life time, jϕ  is the delayed neutron fraction of the jth group delayed 
neutron, jλ is the delayed neutron precursor delay constant of the jth group delayed neutron, Cj is 
the precursor concentration of the jth group delayed neutron. 
The shape of the axial power distribution is assumed to be a cosine function. In the radial 
direction, the power distribution is uniform. The reactivity is calculated from the reactivity 
feedbacks of the fuel rod temperature and the coolant density, as well as the reactivity changes 
induced by movements of control rods: 
 N d T CRd Tκ α α κ∆ = ∆ + ∆ + ∆  (3.5.3) 
where,  
d∆ is the difference between the current and initial average coolant density, 
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T∆ is the difference between the current and initial average fuel temperature, 
dα is the coolant density reactivity coefficient, 
Tα is the fuel temperature reactivity coefficient, and  
CRκ∆ is the reactivity change caused by the control rods. 
The dynamic model of the Canadian SCWR has been completed. The dynamic model structure is 
shown in Fig 3.10. The three inputs are feed-water flow rate, control rod reactivity and outlet 
pressure and three outputs are outlet temperature, reactor power and outlet flow rate. The 
boundary positions are also recorded.  A flowchart to calculate the dynamic model is shown in 
Fig 3.11. 
 
Fig 3.10 Dynamic model structure of the Canadian SCWR 
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Fig 3.11 A flowchart of dynamic model construction of the Canadian SCWR 
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3.5.1 Steady-state Analysis 
It has been tested that there are no major differences on the dynamic responses of the Canadian 
SCWR using 10 nodes and 20 nodes in the dynamic model. Therefore, 10 nodes are adopted: 2 
for Liquid Region I, 2 for Liquid Region II and 6 for Vapour Region. The time step is chosen to 
be 0.1s. The results of the steady-state simulation are presented in Fig 3.12. As shown in Fig 
3.12(a), the outlet temperature reaches 625.0oC, which agrees well with the design parameter. 
The maximum cladding temperature is 705.2oC below the limit temperature (850oC). As shown 
in Fig 3.12(b), the heat transfer coefficients in the Liquid Region II are higher than those in other 
regions. The boundary positions between regions are 0.876m and 2.067m, respectively.  
 
              (a) Temperature distributions                    (b) Heat transfer coefficient distribution 
Fig 3.12 Results of the steady-state simulation  
3.5.2 Transient Analysis 
To investigate the dynamic behaviours of the Canadian SCWR to different disturbances, 
perturbations are introduced to the input variables. In each case, one input variable is perturbed 
from its designed value, while the others are kept unchanged at the designed values. All 
disturbances to inputs are introduced at 0 second. 
0 1 2 3 4 5 6
300
400
500
600
700
800
Axial Distance(m)
Te
m
pe
ra
tu
re
(o C
)
 
 
Coolant
Cladding
0 1 2 3 4 5 6
0.5
1
1.5
2
2.5
3
3.5
x 104
Axial Distance(m)
H
ea
t T
ra
ns
fe
r  
Co
ef
fic
en
t(W
/m
2  
K
)
70 
 
 
 
3.5.2.1 A Step Decrease in the Feed-water Flow Rate 
The responses to a step decrease from 4.4kg/s to 4.0kg/s in the feed-water flow rate are shown in 
Fig 3.13. The outlet flow rate decreases as the feed-water flow rate decreases. As a result, the 
outlet temperature increases. The reactor power decreases because of the negative reactivity 
caused by the decrease in the coolant density and increase in the fuel temperature. The outlet 
temperature then decreases as a result of the decrease in the reactor power. It finally stabilizes at 
665.9oC. Because of the reactivity feedback, the reactor power decreases slightly and stabilizes at 
96.2%FP. During this process, the boundary positions between the regions decrease with the 
increase in the coolant temperature. The position of the pseudo-critical point is decreased by 
0.064m. 
3.5.2.2 A Step Decrease in the Feed-water Temperature 
The responses to a step decrease from 350oC to 345oC in the feed-water temperature are shown 
in Fig 3.14. The density of the coolant increases as the coolant temperature decreases and the 
outlet flow rate decreases accordingly. The outlet temperature increases because of the decrease 
in the outlet flow rate. The outlet flow rate increases promptly to balance the feed-water flow 
rate. At the same time, the outlet temperature decreases. The reactor power increases for the 
positive reactivity caused by the decrease in the fuel temperature and increase in the coolant 
density. As a result of the increase in the reactor power, the outlet temperature increases and 
finally stabilizes at 619.4oC. The reactor power slightly increases for the reactivity feedback and 
stabilizes at 100.9%FP. During this process, the boundary positions between regions decrease 
with the increase in the coolant temperature and decrease with the increase in the coolant 
temperature. The position of the pseudo-critical point is increased by 0.063m. 
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(a) The outlet temperature                                      (b) The normalized reactor power 
 
(c) The outlet flow rate                     (d) Boundary position between Liquid Regions I and II 
 
(e) The position of the pseudo-critical point  
Fig 3.13 Responses to a step decrease in the feed-water flow rate from 4.4kg/s to 4.0kg/s 
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               (a) The outlet temperature                                    (b) The normalized reactor power 
 
     (c) The outlet flow rate                  (d) Boundary position between Liquid Regions I and II 
 
(e) The position of the pseudo-critical point  
Fig 3.14 Responses to a step decrease in the feed-water temperature from 350oC to 345oC 
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3.5.2.3 A Step Decrease in the Outlet Pressure 
The responses to a step decreases from 25MPa to 24.5MPa in the outlet pressure are shown in 
Fig 3.15. The step decrease in the outlet pressure results in a sudden increase in the outlet flow 
rate. The outlet temperature decreases as the outlet flow rate increases. Subsequently, the outlet 
flow rate decreases to balance the feed-water flow rate. Consequently, the outlet temperature 
increases accordingly. The reactor power changes slightly for a small change in the coolant 
density and the fuel temperature. The outlet temperature and the reactor power stabilize at 
624.5oC and 100.05%FP, respectively. The position of the pseuo-critical point is decreased by 
0.020m. 
3.5.2.4 A Step Increase in the Control Rod Reactivity 
The responses to a step increase from 0 to 0.05$ in the control rod reactivity are shown Fig 3.16. 
The reactor power increases in response to the added positive reactivity. The outlet temperature 
increases as the reactor power increases and the coolant density decreases accordingly. The 
decrease of the coolant density results in the increase of the outlet flow rate. The reactor power 
then decreases because of the negative reactivity introduced by the increase in the fuel 
temperature and decrease in the coolant density. It is finally stabilized at 104.6%FP. The outlet 
temperature decreases as the reactor power decreases and stabilizes at 656.2oC. During this 
process, the boundaries between regions decrease with the increase in the coolant temperature 
and decrease with the increase in the coolant temperature. The position of the pseudo-critical 
point is decreased by 0.050m. 
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(a) The outlet temperature                                     (b) The normalized reactor power 
 
(c) The outlet flow rate                     (d) Boundary position between Liquid Regions I and II 
 
(e) The position of the pseudo-critical point  
Fig 3.15 Responses to a step decrease in the outlet pressure from 25MPa to 24.5MPa 
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(a) The outlet temperature                                  (b) The normalized reactor power 
 
(c) The outlet flow rate                  (d) Boundary position between Liquid Regions I and II 
 
(e) The position of the pseudo-critical point 
Fig 3.16 Responses to a step increase in the control rod reactivity from 0 to 0.05$ 
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3.5.3 Comparisons between Dynamics of Canadian SCWR and ACR  
A dynamic model of an ACR-700 is developed using CATHENA [20]. CATHENA is a system 
code developed by AECL, primarily for the analysis of postulated accident conditions in 
CANDU reactors. If the feed-water temperature of the ACR-700 in the model is 280oC as 
designed, the void fraction at the outlet will be around 2.0% and the coolant is two-phase fluid. 
The coolant in the Canadian SCWR is single phase. For the convenience of comparison, the 
feed-water temperature of the ACR-700 is decreased by 10oC to ensure that the coolant at the 
outlet is also in a single phase state. 2% step perturbations are introduced to the input variables. 
The simulation results are shown in Figs 3.17, 3.18 and 3.19. 
 
Fig 3.17 Responses to a 2% step decease in the feed-water flow rate  
 
Fig 3.18 Responses to a step increase in the control rod reactivity 
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Fig 3.19 Responses to a 2% step decrease in the outlet pressure  
The responses to a step decrease in the feed-water flow rate from 26kg/s to 25.48kg/s are shown 
in Fig 3.17. The outlet temperature increases as the feed-water flow rate decreases and stabilizes 
at 319.5oC. The reactor power decreases as the negative reactivity feedback induced by the 
decrease in the coolant density and the increase in the fuel temperature. The settling time of the 
reactor power and the outlet temperature is 32.3 seconds and 1.2 seconds, respectively. The 
reactor power is decreased by about 0.2% and the outlet temperature is increased by about 0.9oC.  
The responses to a step increase in the control rod reactivity by 0.005$ are shown in Fig 3.18. 
The reactor power increases for the addition of positive reactivity. The outlet temperature 
increases as the reactor power increases and stabilizes at 321.8oC. The settling time of the reactor 
power and the outlet temperature is 57.4 seconds and 60.3 seconds, respectively. The reactor 
power and the outlet temperature is increased by 7.9% and 3.2oC, respectively.  
The responses to a step decrease in the outlet pressure from 12MPa to 11.76kMPa are shown in 
Fig 3.19. The reactor power is almost unaffected by the disturbance in the outlet pressure. At 0.3 
seconds, the outlet temperature reaches its lowest value. However, the final outlet temperature is 
decreased by less than 0.1oC.  
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The main differences on the dynamics of the outlet temperature between the Canadian SCWR 
and the ACR-700 are summarized in Tables 3.3 and 3.4. The settling time to the feed-water flow 
rate and the outlet pressure disturbances of the ACR-700 is less than that of the Canadian SCWR. 
The settling time to the control rod reactivity disturbance of the ACR-700 is greater than that of 
the Canadian SCWR. The response magnitude in the outlet temperature of the ACR-700 is lower 
than that of the Canadian SCWR for its lower power-to-flow ratio. The response magnitude to 
the control rod reactivity disturbance in the reactor power of ACR-700 is higher than that of the 
Canadian SCWR for its lower reactivity feedback. These differences demonstrate that the 
dynamics of the Canadian SCWR are different from those of ACR. The outlet temperature is 
significantly affected by the feed-water flow rate and control rod reactivity. The response 
sensitivity and cross-coupling make the Canadian SCWR more challenging to control. 
Table 3.3 Comparisons on the dynamics of the outlet temperature between the Canadian SCWR 
and ACR-700 
Input Disturbances 
Canadian SCWR ACR-700 
Settling 
Time  
Response 
Magnitude 
Settling 
Time 
Response 
Magnitude 
Feed-water Flow Rate 35.5s 8.5oC 1.2s 0.9oC 
Control Rod Reactivity 19.5s 31.2oC 60.3s 3.2oC 
Outlet Pressure 0.3s* 0.5oC 0.3s* 0.1oC 
Note: * it is the time to reach the lowest temperature. 
Table 3.4 Comparisons on the dynamics of the reactor power between the Canadian SCWR and 
ACR-700 
Input Disturbances 
Canadian SCWR ACR-700 
Settling 
Time  
Response 
Magnitude 
Settling 
Time 
Response 
Magnitude 
Feed-water Flow Rate 16.2s 0.8% 0.4s 0.2% 
Control Rod Reactivity 28.0s 4.6% 57.4s 8.0% 
Outlet Pressure 0.4s 0.1% 0.3s 0.0% 
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3.6 Linear Dynamic Model Development for the Canadian SCWR 
A nonlinear dynamic model of the Canadian SCWR has been developed in Sections 3.2 and 3.5. 
However, this model is complicated and cannot be used directly for control system design and 
analysis. To facilitate the control system design, a set of linear dynamic models are preferred. 
For the complexity of the model, it is difficult to derive the linear dynamic models directly from 
the developed nonlinear model. A system identification technique is used to construct a set of 
linear dynamic models. The process of linear dynamic model development involves two steps: (1) 
input and output data set generation; and (2) construction of linear models in the form of transfer 
functions. The system identification toolbox of MATLAB/SIMULINKTM is used in the model 
building process. 
As shown in Fig 3.10, there are three inputs and three outputs in the Canadian SCWR dynamic 
model structure. But considering that the average coolant density change and the average fuel 
temperature change can induce the reactivity feedback in the reactor kinetics model, which is 
considered as internal feedback, the linear dynamic models for the Canadian SCWR dynamic 
model cannot be derived directly. As mentioned in Section 3.1, the Canadian SCWR dynamic 
model consists of a thermal-hydraulic model and a reactor kinetics model. The linear dynamic 
model development should be carried out independently for these two models. The relationship 
between these two models can be shown in Fig 3.20. The normalized reactor power, the output 
of the reactor kinetics model, is an input to the thermal-hydraulic model.  
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Fig 3.20 Linear dynamic model development structure 
There are three inputs and four outputs in the thermal-hydraulic model of the Canadian SCWR as 
shown in Fig 3.4. Low amplitude perturbing signals are introduced at the thermal-hydraulic 
model of the Canadian SCWR inputs around the design point. The Canadian SCWR thermal-
hydraulic model is used to generate the corresponding output signals. Each time only one input 
variable is perturbed. The perturbations consist of step changes from the initial value to the final 
value, as summarized in Table 3.5. The simulation time is 100 seconds in total. 
Table 3.5 Input perturbations for system identification 
Input Variables 0s 10s 20s 30s 40s 
Feed-water Flow Rate (kg/s) 4.488 4.444 4.312 4.356 4.4 
Normalized Reactor Power 102% 101% 98% 99% 100% 
Outlet Pressure (MPa) 25.5 25.25 24.5 24.75 25 
With each input perturbation, four output responses are recorded. In total, there are 12 sets of 
input and output data. Least-square based system identification techniques are used to fit these 
data sets to generate the corresponding linear dynamic models. Based on this analysis, the 
transfer functions can be obtained and presented in Table 3.6. 
 
Control Rod Reactivity 
Fuel Temperature  
Reactivity Feedback 
Coolant Density  
Reactivity Feedback 
Outlet Temperature 
Outlet Flow Rate 
Normalized Reactor Power 
Outlet Pressure 
Feed-water Flow Rate 
Canadian SCWR 
Thermal-hydraulic 
Model 
Point Reactor 
Kinetics Model 
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Table 3.6 Transfer functions of the linear dynamic models 
Input 
 
Output 
Feed-water Flow Rate Outlet Pressure Normalized Reactor Power 
Outlet 
Temperature 
2624.00( 4.97 5)
( 33.74)( 0.70)( 2.10 5)
s E
s s s E
− + −
+ + + −
 
23.24( 0.04 0.10 )( 0.04 0.10 )
( 2.24)( 4.95 3)
s i s i
s s E
+ + + −
+ + −
 
58.17( 1.79)
( 2.32)( 0.07)
s
s s
− −
+ +
 
Outlet Flow 
Rate 
1.86
1.86s +
 
0.50( 0.10)( 0.10)
( 3.81 10.21 )( 3.81 10.21 )
( 21.28)( 2.86 4.79 )
( 2.86 4.79 )( 5.24 3)
s s
s i s i
s s i
s i s E
− − +
+ − + +
+ + −
+ + + −
 
2.09( 0.02 0.07 )( 0.02 0.07 )
( 8.18)( 0.03)( 0.01)
s i s i
s s s
− − − +
+ + +
 
Average 
Coolant 
Density 
Change 
61.61( 0.11)( 1.52 8)
( 2.56)( 0.10)( 8.86 4)
s s E
s s s E
+ + −
+ + + −
 
35.68( 9.30 6)
( 5.94)( 6.35 3)
s E
s s E
+ −
+ + −
 
108.20( 8.02 6)
( 7.39)( 0.10)( 9.75 4)
s E
s s s E
− + −
+ + + −
 
Average Fuel 
Temperature 
Change 
61.61( 5.81 8)
( 7.67)( 0.07)( 3.91 5)
s E
s s s E
− + −
+ + + −
 
0.54( 1.20 7)
( 0.14)( 8.04 3)
s E
s s E
− −
+ + −
 
84.10( 2.18 8)
( 0.06)( 4.70 4)
s E
s s E
+ −
+ + −
 
Even though the transfer functions are derived based on the data generated by the Canadian 
SCWR thermal-hydraulic model, the simulations are carried out by perturbing one input at a time 
and during transfer function development process, outputs are considered independently, which 
represents a SISO system. To ensure that the linear dynamic models can truly represent the 
dynamic behaviours of the Canadian SCWR around the design point, it is important to validate 
them using different sets of inputs to test the generality of the developed linear dynamic models. 
The input perturbations for validation can be described as follows: a step increase in the feed-
water flow rate from 4.4 kg/s to 4.532 kg/s at 0 second; a step increase in the outlet pressure 
from 25MPa to 25.75MPa at 10 seconds; a step increase in the normalized reactor power from 
100%FP to 103%FP at 20 seconds; a step decrease in the feed-water flow rate from 4.532kg/s to 
4.356kg/s at 30 seconds; a step decrease in the outlet pressure from 25.75MPa to 24.75MPa at 40 
seconds; and a step decrease in the normalized reactor power from 103%FP to 99%FP at 50 
seconds. All perturbations in input variables are set to zero at 60 seconds. The period of the 
simulation is 100 seconds. 
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The simulation results based on the Canadian SCWR thermal-hydraulic model and the linear 
dynamic model are shown in Fig 3.21. The differences between responses are shown in Table 3.7. 
Even though the disturbances are larger than those used for the linear dynamic model 
construction, the linear dynamic models agree well with the Canadian SCWR thermal-hydraulic 
model around the design point.  
  
(a) The outlet temperature                                           (b) The outlet flow rate  
  
(c) Average fuel temperature change             (d) Average coolant density change 
Fig 3.21 Linear dynamic model verification for the Canadian SCWR thermal-hydraulic model 
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Table 3.7 Differences between response of the linear dynamic models and the Canadian SCWR 
thermal-hydraulic model 
Outputs  
Outlet 
Temperature 
(oC) 
Outlet Flow 
Rate (kg/s) 
Average Fuel 
Temperature 
Change (oC) 
Average Coolant 
Density Change 
(kg/m3) 
Average Difference 0.83 1.48E-2 4.18E-2 7.21E-1 
Standard Difference 1.75 3.11E-2 7.25E-1 8.31E-1 
The transfer function of the point reactor kinetics model can be easily derived following the 
method in [116], which gives 
6
1
( ) 1 1
1( ) 1 jN j
j
N s
s s
s
ϕ
λ=
∆
=
∆Κ Λ
+
Λ +∑
. 
where, ( )N s∆  and ( )N s∆Κ  are the Laplace transforms of n(t) and κN in Eq (3.5.1), respectively.  
Thus, the transfer function is  
( ) 3030.30( 3.79)( 1.39)( 0.32)( 0.12)( 0.03)( 6.00 4)
( ) ( 18.22)( 3.45)( 0.17)( 0.08)( 5.40 3)N
N s s s s s s s E
s s s s s s s E
∆ + + + + + + −
=
∆Κ + + + + + −
. 
Even though the linear dynamic models for the thermal-hydraulic of the Canadian SCWR have 
been verified separately, it is still necessary to verify whether the linear dynamic models 
developed can indeed represent the dynamic behaviours of the Canadian SCWR. The input 
perturbations used for validation are: a step increase in the feed-water flow rate from 4.4 kg/s to 
4.532 kg/s at 0 second; a step increase in the outlet pressure from 25MPa to 25.75MPa at 10 
seconds; a step increase in the control rod reactivity from 0 to 0.0001k at 20 seconds; a step 
decrease in the feed-water flow rate from 4.532 kg/s to 4.356 kg/s at 30 seconds; a step decrease 
in the outlet pressure from 25.75MPa to 24.75MPa at 40 seconds; a step decrease in the control 
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rod reactivity from 0.0001k to -0.0002k at 50 seconds. At 60 seconds, all the input variables 
return to their original values. The period of the simulation is 100 seconds.  
The responses of the Canadian SCWR dynamic model and the linear dynamic model are shown 
in Fig 3.22. The differences in output responses are summarized in Table 3.8. As can be seen, the 
linear dynamic models agree well with the Canadian SCWR dynamic model around the design 
point.  
  
                (a) The outlet temperature                                          (b) The normalized reactor power 
 
(c) The outlet flow rate  
Fig 3.22 Linear dynamic model validation for the Canadian SCWR dynamic model 
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Table 3.8 Differences between responses of the linear dynamic models and the Canadian SCWR 
dynamic model 
Outputs Outlet Temperature (oC) 
Outlet Flow 
Rate (kg/s) 
Normalized 
Reactor Power 
Average Difference 1.04 1.42E-2 6.43E-4 
Standard Difference 1.68 3.02E-2 1.90E-3 
The linear dynamic models shown in Table 3.6 are developed around the design point and they 
are valid only around the design point. The further question is whether the linear dynamic 
models constructed at one operating point are still valid for another one. For the operation of the 
Canadian SCWR, the feed-water flow rate is required to be proportional to the reactor power to 
keep the temperature of the reactor outlet at a constant. At different operating points, the position 
of the pseudo-critical point is unchanged. As long as the operating point is not far away from the 
design point, the nonlinear characteristics of the Canadian SCWR are relatively uniform. To 
illustrate this, operating conditions at four different reactor powers, ±10%FP and ±5%FP away 
from the design point are considered. At these operating points, the feed-water flow rate is 
adjusted according to the reactor power while the outlet pressure is kept at 25MPa.  
The same dynamic inputs for the validation of the linear dynamic models at 100%FP are applied 
to the four operating points. The standard differences are shown in Table 3.9. It can be seen that 
using the dynamic models at the operating points other than the design point lead to larger 
standard differences. However, the standard errors at the operating points within ±10%FP 
variation around the design point are not too much higher than those at the design point. Thus, it 
is possible to apply the linear dynamic models, constructed at the design point, within 
90%~110%FP operating range.  
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Table 3.9 Response errors of the linear dynamic models for the Canadian SCWR dynamic model 
at different power levels 
Outputs 90%FP 95%FP 100%FP 105%FP 110%FP 
Outlet Temperature (oC) 1.97 1.72 1.68 1.69 1.82 
Outlet Flow Rate (kg/s) 3.01E-2 3.01E-2 3.02E-2 3.03E-2 3.06E-2 
Normalized Reactor Power 2.67E-3 2.20E-3 1.90E-3 1.98E-3 2.51E-3 
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4 CONSTRUCTION OF A LINEAR DYNAMIC MODEL 
4.1 Introduction 
A linear dynamic model is preferred for dynamic analysis and control system design. The 
dynamic models for SCFR and SCLWR-H have been developed for plant transient analysis [83, 
84]. However, no transfer functions or state space representations have been derived for dynamic 
system analysis and plant controller design. The control strategies for a BWR have been directly 
adopted for the control of SCFR and SCLWR-H, and sequential loop closing and trial and error 
methods have been used to tune the controller parameters. The strong cross-coupling among 
inputs and outputs has not been explicitly considered in the design of the existing works. For 
example, the reactor power is designed to satisfy requirements on the overshoot and response 
time. But if the reactor power follows a setpoint change, the variation of ‘steam’ temperature can 
be significant. Although the feed-water control system has been reconsidered for control 
performance improvement [85], the design is still based on a trial and error approach due to a 
lack of dynamic models. Many proven techniques for control system design and analysis cannot 
be utilized. Thus, it is highly desirable to develop a comprehensive set of dynamic models, so 
that a systematic approach can be applied to analyze the system dynamics and to deal with cross-
coupling and nonlinearities in the system.  
There are generally two approaches to construct a dynamic model: white-box first principle 
modeling and black-box approach based on system identification. A linear dynamic model can 
be directly obtained through system identification techniques, once the proper data sets of the 
process are available. For the case of the Canadian SCWR plant system, there are many internal 
feedbacks, which make the application of system identification techniques complicate and 
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challenging. Furthermore, the linear dynamic model obtained at one operating point is only valid 
in a small region around this point. The system identification needs to be carried out again to 
obtain a linear dynamic model at another operating point. Although the white-box first principle 
modeling is time-consuming and needs detailed knowledge of the process, it will supply the 
insight information of the process. A linear dynamic model can be constructed by linearizing the 
nonlinear dynamic model around any chosen operating point. The linear dynamic models at other 
operating points can be easily obtained by changing the values of corresponding parameters 
according to their operating conditions. Therefore, first principle modeling is more suitable and 
adopted to construct the dynamic model of the Canadian SCWR plant system. 
The thermal-hydraulic model of the Canadian SCWR reactor core has been developed using the 
moving boundary method in Chapter 3. Since the thermal parameters of the Canadian SCWR are 
implicitly coupled with one another, it is difficult and complex to linearize such a model directly 
using traditional methods. In the current work, an empirical correlation is introduced to evaluate 
the coolant flow rate to decouple it from the reactor power and the pressure. Due to a large 
number of nodes chosen in the thermal-hydraulic model, the order of linear model turns out to be 
very high. Consequently, the thermal-hydraulic model is further simplified to two regions by 
means of the moving boundary. For other system components in the plant, lower order models, 
which capture the main dynamics, are used in the design and analysis process.  
This rest of the chapter is organized as follows. A simplified dynamic model of the Canadian 
SCWR plant system and its linearization are presented in Section 4.2. The thermal-hydraulic 
model of the reactor core based on the moving boundary technique is briefly discussed. The 
linear dynamic model is obtained and described in Section 4.3. The open-loop system responses 
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are obtained by perturbing the system inputs in Section 4.4. Validation of the linearized models 
is carried out in both time domain and frequency domain.  
4.2 Development of a Simplified Dynamic Model 
An illustrative diagram of the Canadian SCWR plant system in this study is shown in Fig 4.1. 
The feed-water to the reactor core is pumped through the inlet plenum by the feed-water pump. 
The reactivity is controlled by the movement of the control rods. The supercritical coolant flows 
through the fuel channels. The coolant absorbs the heat generated in the fuel rods without going 
through a boiling process. The main ‘steam’ is then used to drive the turbine from the outlet 
feeder and outlet header. The turbine control valve is used to regulate the main ‘steam’ flow rate. 
The boundary conditions are set at the feed-water pump and the turbine. 
 
Fig 4.1 An illustrative diagram of a Canadian SCWR plant system 
A simplified low order dynamic model with clear physical meanings is preferred for dynamic 
analysis and control system design. This low order dynamic model captures the dynamic input-
output behaviours of the system. Meanwhile, it is easier to use engineering judgement during its 
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verification because the variables of this model have clear physical meanings [96, 117]. The 
lumped parameter method is considered in the modeling process, which is based on the 
fundamental conservation equations of mass, energy and momentum as follows: 
Mass balance 
in outm M M= −  
Energy balance 
( )
in in out out in
d mh M h M h Q W
dt
= − + −
 
Pressure balance 
2
in
out in
in
MP P ξ
ρ
= −  
where, m is the total mass in the system, M is the mass flow rate, Q is the heat absorption rate of 
the system, W is the work, ξ is the pressure loss coefficient.  
The major assumption for the modeling of the Canadian SCWR is that the Canadian SCWR 
plant system is nodalized to many nodes and each node has uniform properties such as pressure, 
temperature and flow rate, which is the requirement of the lumped parameter modeling.  
The system model is linearized at the 100%FP operating point. The linearization is carried out by 
the perturbation theory [118]. In the following sub-sections, the dynamic model of each system 
component as shown in Fig 4.1 is developed.  
4.2.1 Feed-water Pump 
The main function of the variable speed feed-water pump is to push the feed-water through the 
reactor core. The feed-water flow rate can be regulated by the speed of the pump. The 
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relationship between the feed-water flow rate and the reactor core pressure is shown Fig 4.2, 
which is chosen to be the same as that in a previous study [84]. 
 
Fig 4.2 Feed-water flow rate at different reactor core pressure 
The feed-water flow rate is perturbed and linearized at the 100%FP operating point and the feed-
water flow rate is also at 100%. The following relationship between the mass flow rate and the 
pressure can be obtained: 
 
,
3%FP P FP RM M Pδ δ= −   (4.2.1) 
where, δMFP,P is the change in the mass flow rate of the feed-water pump caused by reactor 
pressure change, MFP is the mass flow rate of the feed-water pump, and PR is the reactor core 
pressure. 
4.2.2 Inlet Plenum 
The inlet plenum is assumed to be a well-mixed volume having neither pressure drop nor energy 
exchange with the environment. Applying mass and energy conservation equations, the dynamic 
relationships for the inlet plenum can be described by 
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,
IP
IP FP N IP
dV M M
dt
ρ
= −  (4.2.2) 
 
,
( )IP IP
IP FP N FP IP IP
d TV M T M T
dt
ρ
= −  (4.2.3) 
where, 
, ,FP N FP FP PM M M= + , VIP is the volume of the inlet plenum, ρIP is the water density in 
the inlet plenum, MIP is the mass flow rate of the inlet plenum, TIP is the water temperature of the 
inlet plenum, and TFP is the feed-water temperature. In the development of Eq. (4.2.3), the 
specific heat is assumed to be constant. 
Substituting Eq. (4.2.2) into Eq. (4.2.3), one can obtain 
 
,
( )FP N FP IPIP
IP IP
M T TdT
dt Vρ
−
=
 (4.2.4) 
The density of the supercritical water depends on its temperature and pressure, and the derivative 
of the supercritical water density can be presented as 
 
P T
d dT dP
dt T dt P dt
ρ ρ ρ∂ ∂   
= +   ∂ ∂   
 (4.2.5) 
Since the pressure-flow process is much faster than the enthalpy-temperature process, the 
pressure dynamics in Eq. (4.2.5) is neglected [119]. Based on this assumption, the mass flow rate 
is obtained from the Eqs. (4.2.2) and (4.2.5) 
 
,
IP IP
IP FP N IP
IP
d dTM M V
dT dt
ρ
= −
 (4.2.6) 
Perturbing and linearizing Eqs. (4.2.4) and (4.2.6), the following dynamic relationships are 
obtained  
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,
( )FP N FP IPIP
IP IP
M T Td T
dt V
δ δδ
ρ
−
=  (4.2.7) 
 
,
IP IP
IP FP N IP
IP
d d TM M V
dT dt
ρ δδ δ= −
 (4.2.8) 
Thus, Eqs. (4.2.7) and (4.2.8) can be used to describe the linear dynamics of the inlet plenum. 
4.2.3 Reactor Core 
A simplified dynamic model of the reactor core is developed for dynamic system studies. The 
coolant model shown in Fig 4.3 has been divided into Liquid Region and Vapour Region by the 
pseudo-critical point. The fuel rod model has the same node distribution as that in the coolant 
model. A more detailed treatment of the model development can be found in [120]. 
4.2.3.1 Coolant Model 
 
Fig 4.3 Two regions coolant model 
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The coolant flow is assumed to be 1D. The momentum equation is not considered in the model 
development process [120]. An extra model is added to calculate the pressure drop along the fuel 
channel. Eqs. (4.2.9) and (4.2.10) can be obtained by applying Leibnitz theorem to the mass and 
energy conservation equations (Eqs. (3.2.7) and (3.2.8)) for the Liquid Region: 
 
2 3 3
3 3 1
( ) ( ) 0d Z dZ D D
dt dt
ρ ρ− + − =  (4.2.9) 
 
2 2 3 3
3 3 3 3 1 1 2 3
( )d h Z dZh D h D h Q Z
dt dt
ρ ρ ′′′− + − =  (4.2.10) 
It is assumed that the coolant flow rate and the specific enthalpy at node 2 are 
 
1 3
2 2
D DD +=  (4.2.11) 
 
1 3
2 2
h hh +=  (4.2.12) 
The boundary position between the Liquid Region and the Vapour Region is obtained from Eqs. 
(4.2.9), (4.2.10), (4.2.11) and (4.2.12) as 
 
3 1 3 1 3 2 3 2 3 1 3
3 1 3
( )( ) / 2 ( )
( ) / 2
dZ D D h h Q Z Z h h
dt h h
ρ
ρ
′′′+ − + − +
=
−
 
 (4.2.13) 
The specific enthalpy at node 3, that is, the pseudo-critical point, only depends on its pressure. 
Since the pressure effect on the dynamics is not considered herein, the terms related to 
perturbation and derivative of h3 are omitted in the subsequent equations. 
Taking into account of the transport delay in the Liquid Region, the feed-water specific enthalpy 
at node 1 and the flow rate at node 3 can be empirically approximated as [96] 
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1 1IPdh h h
dt τ
−
=  (4.2.14) 
 
3 1 3dD D D
dt τ
−
=  (4.2.15) 
where, 3 2
12
Z
D
ρ
τ = . 
Eqs. (4.2.13), (4.2.14) and (4.2.15) are perturbed and linearized as 
 
3 1 3 1 3 1 3 1 2 3 3 2 2 3 1
3 1 3
( )( ) / 2 ( ) / 2
( ) / 2
d Z D D h h D D h Q Z Z Q Z h
dt h h
δ δ δ δ δ δ ρ δ
ρ
′′′ ′′′+ − + + + + −
=
−

 (4.2.16) 
 
1 1IPd h h h
dt
δ δ δ
τ
−
=  (4.2.17) 
 
3 1 3d D D D
dt
δ δ δ
τ
−
=  (4.2.18) 
The following equations are obtained by applying Leibnitz theorem to the mass and energy 
conservation  (Eqs. (3.2.7) and (3.2.8)) for the Vapour Region: 
 
4 5 3 3
3 5 3
( ( )) 0d Z Z dZ D D
dt dt
ρ ρ− + + − =  (4.2.19) 
 
4 4 5 3 3
3 3 5 5 3 3 4 5 3
( ( )) ( ) ( )d h Z Z dZh D h D h Q Z Z
dt dt
ρ ρ− ′′′+ + − = −  (4.2.20) 
It is assumed that the flow rate and the specific enthalpy at node 4 are described by  
 4 5 3D D D= =  (4.2.21) 
 
3 5
4 2
h hh +=  (4.2.22) 
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The specific enthalpy at the reactor outlet is obtained from Eqs. (4.2.19), (4.2.20), (4.2.21) and 
(4.2.22) as 
 
5 3 5 3 3 3 5 3 4 5 3
4 5 3
( ) / 2 ( ) ( )
( ) / 2
dh h h Z h h D Q Z Z
dt Z Z
ρ
ρ
′′′− + − + −
=
−

 (4.2.23) 
Eq. (4.2.23) is further perturbed and linearized as 
 
5 3 5 3 3 3 5 3 5 3 4 3 5 3 4
4 5 3
( ) / 2 ( ) ( )
( ) / 2
d h h h Z h h D h D Q Z Z Z Q
dt Z Z
δ ρ δ δ δ δ δ
ρ
′′′ ′′′− + − − − + −
=
−

 (4.2.24) 
One extra model is used to calculate the pressure drop along the fuel channel. Since the gravity 
term is negligible as compared to the friction term, the pressure drop can be obtained as   
 
2
1 1
2,4
( )
2
i i i
IP R g
i e i
Z Z DP P f k
D ρ
+ −
=
−
− = +∑  (4.2.25) 
where, kg is the friction coefficient at the spacer grid. 
Eq. (4.2.25) is then perturbed and linearized as 
 
2
1 1 1 1
2,4 2,4
( )
2
i i i i i i i
IP R g
i ie i e i
Z Z D D Z Z DP P f k f
D D
δ δ δδ δ
ρ ρ
+ − + −
= =
− −
− = + +∑ ∑  (4.2.26) 
Therefore, the linear dynamic model for the coolant can be obtained from Eqs. (4.2.16), (4.2.17), 
(4.2.18), (4.2.23) and (4.2.26). 
4.2.3.2 Fuel Rod Model 
A lumped dynamic model for fuel rod developed by BNL is adopted [114]. The average fuel pin 
temperature can be described by Eq. (3.2.5). The relationship among the average fuel pin 
temperature, bulk temperature and cladding temperature is described as [114] and shown in Eq. 
(3.2.6). 
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Substituting Eq. (3.2.6) into Eq. (3.2.5), perturbing and linearizing the average fuel pin 
temperature equation result in: 
 
2
1 1 1 1 1
3 2 1 1 1 1
1 1
1
1 1
2
( ( )) ( ( ))
( ) (
2
( ( )) 2
iw i i i i i
i ii
P f P f i i i ii i
i i i i
P P
f ii i
P f i ii
pin pinpin
pin pin
pin pin pin pi
pin pin
pin
q R q Z Z Z ZT TT
T TR c R c Z Z Z Z
T T T T
c c
T T Z
Tc Z Z
δ δ δ δδ δ
ρ ρ
δ
+ − + −
+ − + −
+ −
+
+ −
′′   ′′′ − −
= − + − − 
− − 
 + +
   + 
+ −
−
   


11
1 1
)
2
( ( )) 2
f ii i
P f i ii
n
pin pin
pin
T T Z
Tc Z Z
δ
−−
+ −
 
   + 
−

(4.2.27) 
where, ( )w c bq H T T′′ = −
.
 
Perturbing and linearizing Eq. (4.2.27), and combining it with ( )w c bq H T T′′ = −
 
result in: 
 
3 2( )( )gm prw w
w pin b
c
C F R Rq q H q T T
H H H k
δ δ δ δ δ+ −′′ ′′ ′′− + = −
 (4.2.28) 
The following equation is obtained by rearranging Eq. (4.2.28)  
 
3 2( )( )1
w
pin b
w
gm pr
c
q HT T
H Hq C F R R
H k
δδ δ
δ
′′
− +
′′ =
+ −
+
 (4.2.29) 
δH is obtained by perturbing and linearizing the Yamagata correlation equation [112]: 
 0.85 DH H
D
δδ =  (4.2.30) 
4.2.3.3 Reactor Kinetics Model 
The power distribution in the reactor core along the fuel channel is assumed to be a cosine 
function. A point kinetics model with six groups of delayed neutrons is used to model the 
neutron flux in the reactor core and the equations are shown in Eqs (3.5.1) and (3.5.2). Since the 
neutron flux is proportional to the reactor power, n(t) is converted to the normalized reactor 
power in this study. 
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Eqs. (3.5.1) and (3.5.2) are perturbed and linearized as  
 
6
1( ) ( ) ( ) ( )N N j j jn t n t n t C t
κ ϕ δ κδ δ λ δ
=
∆ − ∆
= − + ∑
Λ Λ

 (4.2.31) 
 
( ) ( ) ( ), 1...6jj j jC t n t C t j
ϕδ δ λ δ= − =
Λ

 (4.2.32) 
The reactivity feedback considered in this model is due only to changes in the coolant density 
and the fuel temperature. Thus, the total reactivity can be calculated as shown in Eq. (3.5.3). 
Eq. (3.5.3) is perturbed and linearized as 
 N d T CRd Tδ κ α δ α δ δ κ∆ = ∆ + ∆ + ∆  (4.2.33) 
The reactivity coefficients are assumed to be constant. 
Since the average coolant density change and average fuel temperature change cannot be 
accurately obtained from the simplified thermal-hydraulic model shown in Section 4.2.3.1 and 
4.2.3.2 due to their distributed and nonlinear nature, the transfer functions between them and the 
feed-water flow rate as well as the reactor power are derived based on the detailed thermal-
hydraulic model through system identification techniques as explained in Section 3.6. The results 
are presented in Section 4.3. 
4.2.4 Outlet Feeder 
The coolant is heated up in the reactor core and flows into the outlet header through the outlet 
feeder. It is assumed that there is no energy exchange with the environment in the outlet feeder.  
Considering the dynamic response, the temperature of the outlet feeder is described as  
 
5 OF
OF
T TT
τ
−
=

 (4.2.34) 
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where, 
5
OF OFV
M
ρ
τ = . 
The pressure of the outlet header is described as  
 
2
5
5
OF R
MP P ξ
ρ
= −
 (4.2.35) 
Eqs. (4.2.34) and (4.2.35) are perturbed and linearized as  
 
5 OF
OF
T TT δ δδ
τ
−
=

 (4.2.36) 
 
5 5
5
2OF R
M MP P δδ δ ξ
ρ
= −
 (4.2.37) 
The subscript 5 in Eqs. (4.2.36) and (4.2.37) corresponds to the reactor outlet (node 5) as shown 
in Fig 4.3. 
4.2.5 Outlet Header 
The outlet header is assumed to be a well-mixed volume having no pressure drop and no energy 
exchange with the environment. There are 336 outlet feeders connecting to the outlet header. 
Applying the mass and energy conservation equations, one can obtain  
 336OHOH OF OH
dV M M
dt
ρ
= −  (4.2.38) 
 
( ) 336OH OHOH OF OF OH OH
d TV M T M T
dt
ρ
= −  (4.2.39) 
Substitute Eq. (4.2.38) into Eq. (4.2.39) and the following equations can be obtained 
 
336 ( )OH OF OF OH
OH OH
dT M T T
dt Vρ
−
=
 (4.2.40) 
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336 OH OHOH OF OH
OH
d dTM M V
dT dt
ρ
= −
 (4.2.41) 
Eqs. (4.2.40) and (4.2.41) are perturbed and linearized as 
 
336 ( )OF OF OH
OH
OH OH
M T TT
V
δ δδ
ρ
−
=

 (4.2.42) 
 
336 OHOH OF OH OH
OH
dM M V T
dT
ρδ δ δ= − 
 (4.2.43) 
A linear dynamic model for the outlet header is obtained from Eqs. (4.2.42) and (4.2.43). 
4.2.6 Main ‘Steam’ Line 
It is assumed that there is no energy exchange with the environment in the main ‘steam’ line. The 
pressure drop along the main ‘steam’ line is calculated as 
 
2
OH
MSL OH
OH
MP P ξ
ρ
= −  (4.2.44) 
The temperature in the main ‘steam’ line is described as 
 
( )MSL OH OH MSL
MSL MSL
dT M T T
dt Vρ
−
=
 (4.2.45) 
Applying the mass conversation to the main ‘steam’ line, one can obtain 
 
MSL
MSL OH MSL
dV M M
dt
ρ
= −  (4.2.46) 
The main ‘steam’ density can be considered as a function of its pressure and temperature. Thus, 
the main ‘steam’ pressure is presented as  
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MSL
OH MSL MSL
MSL MSL
MSL MSL
MSL
MSL MSL
d
M M dTP Td dV
dP dP
ρ
ρ ρ
−
= −
 
 (4.2.47) 
Eqs. (4.2.44), (4.2.45) and (4.2.47) are perturbed and linearized as  
 
2 OH OHMSL OH
OH
M MP P δδ δ ξ
ρ
= −
 (4.2.48) 
 
( )MSL OH OH MSL
MSL MSL
d T M T T
dt V
δ δ δ
ρ
−
=
 (4.2.49) 
 
MSL
OH MSL MSL
MSL MSL
MSL MSL
MSL
MSL MSL
d
M M dTP Td dV
dP dP
ρ
δ δδ δρ ρ
−
= −
 
 (4.2.50) 
The flow rate in the main ‘steam’ line MSLMδ  can be determined from the control valve model. 
4.2.7 Control Valve 
The control valve model in [84] is selected for the current studies. Its characteristic is shown in 
Fig 4.4. The control valve opening can be adjusted to regulate the flow rate. The flow rate is 
more sensitive to the opening at the lower flow area than at the higher flow area. 
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Fig 4.4 Flow rate profile of the control valve 
The flow rate through the control valve, i.e., the flow rate out of the main ‘steam’ line, is 
described as [121] 
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where ECV is the control valve coefficient, ACV is the percentage of the control valve opening.  
One can perturb Eq. (4.2.51) to obtain a linearized model as  
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The linearization is divided into two parts for the two sections of the control valve characteristics 
as shown in Fig 4.4. 
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4.3 Linear Dynamic Model of the Canadian SCWR 
A set of linear dynamic models for each subsystem component of the Canadian SCWR plant 
system has been developed in Section 4.2 by perturbation and linearization techniques. To 
facilitate control system design, the linearized models are represented in the form of transfer 
functions using Laplace transforms in the frequency domain. A block diagram representation of 
the open-loop system is shown in Fig 4.5. The block diagram in Fig 4.5(a) represents the overall 
system, while the reactor core is represented in Fig 4.5(b), which corresponds to G3 in Fig 4.5(a). 
Fig 4.5(c) represents the input-output relationship of the Canadian SCWR and the detailed 
transfer matrix is shown in Appendix A. In these models, the feed-water temperature is assumed 
to be constant.  
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(a) Block diagram of the Canadian SCWR overall system  
 
(b) Block diagram of the Canadian SCWR reactor core 
Canadian SCWR
System Model
δMFP
δκCR
δACV
δTOH
δn
δPMSL
 
(c) Input-output relationship of Canadian SCWR 
Fig 4.5 Block diagram representation of the linearized model for a Canadian SCWR 
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The main inputs to the system model are the feed-water mass flow rate MFP, the control rod 
reactivity ∆κCR and the control valve opening ACV. The main outputs are the reactor power n, the 
outlet header temperature TOH , and the turbine inlet pressure PMSL.  
The physical descriptions of the inputs and the outputs for the different system components are 
provided in Table 4.1. The mathematical representations of the transfer functions shown in Fig 
4.5(a) are detailed as follows 
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Table 4.1 Physical meanings of the input and the output variables 
Variables Physical Meanings 
    ACV Control valve opening 
κCR Reactivity caused by moving the control rod  
κFD Coolant density reactivity caused by change in the feed-water flow rate 
κFT Fuel temperature reactivity caused by change in the feed-water flow rate 
κN Net reactivity  
κPD Coolant density reactivity caused by change in the reactor power 
κPT Fuel temperature reactivity caused by change in the reactor power 
M5 Reactor outlet mass flow rate 
MIP Mass flow rate of the inlet plenum 
MIH Mass flow rate of the inlet header 
MFP Mass flow rate of the feed-water pump 
MFP,N Net feed-water mass flow rate 
MFP,P Feed-water mass flow rate change caused by the reactor pressure 
MMSL Main ‘steam’ mass flow rate 
MOF Mass flow rate of the outlet feeder 
MOH Mass flow rate of the outlet header 
n Normalized reactor power 
PMSL Main ‘steam’ pressure 
PR Reactor pressure 
POF Pressure of the outlet feeder 
POH Pressure of the outlet header 
T5 Reactor outlet temperature 
TMSL Main ‘steam’ temperature 
TOF Temperature of the outlet feeder 
TOH Temperature of the outlet header 
4.4 Dynamic Characteristics and Verification of the Open-loop System 
To examine the dynamic behaviours of the Canadian SCWR system with respect to variations at 
the inputs, up to 2% magnitude changes are introduced at each individual input one at a time. 
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The responses to these perturbations are then observed. The responses of the three system output 
variables are shown in Figs 4.6, 4.7 and 4.8, respectively. In these figures, SM represents the 
response based on the linearized Simplified Model developed in Section 4.2. DM stands for 
Detailed Model, in which the reactor model developed in [120] is adopted. In this detailed model 
analysis, 8 nodes for the inlet plenum, 8 nodes for the outlet feeder, 1 node for the outlet header 
and 10 nodes for the main ‘steam’ line are used. RM corresponds to RETRAN Model [19], in 
which the heat transfer correlation of this code has been modified for supercritical conditions and 
20 nodes are used for the reactor model. For other system components, the node number is 
chosen to be the same as those in DM. It is important to point out that the RM is used herein for 
validation purpose only. However, DM and SM have been used to describe the system dynamics 
in MATLAB/SIMLINKTM environment for further control system design and evaluation studies. 
4.4.1 Open-loop Dynamic Characteristics 
The dynamic behaviours of the open-loop system are to be examined in the following 
subsections based on the SM. 
4.4.1.1 Step Decrease in the Feed-water Flow Rate 
A 2% step decrease is applied to the feed-water flow rate, while the control rod position and the 
turbine control valve opening are unchanged. This decrease in the feed-water flow rate results in 
a decrease in the coolant flow rate. Therefore, the temperature at the outlet header increases and 
the main ‘steam’ pressure decreases. The normalized reactor power decreases because of the 
negative reactivity feedback caused by the increase in the fuel pin temperature and the decrease 
in the coolant density. The normalized reactor power is stabilized at 99.2%. The temperature at 
the outlet header increases by 8.4oC, and the main ‘steam’ pressure decreases by 0.4MPa. 
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4.4.1.2 Withdrawal of the Control Rods 
A positive reactivity (0.1mk) is added to the reactor core by withdrawing the control rods. The 
feed-water flow rate and the turbine control valve opening remain unchanged. The normalized 
reactor power promptly increases. The temperature at the outlet header increases because of the 
increase in the reactor power. The temperature settles finally at 636.6oC. The negative reactivity 
feedback is caused by the increase in the fuel temperature and decrease in the coolant density. As 
a result of the negative reactivity feedback, the normalized reactor power exhibits a peak first 
and then stabilizes at 101.5%. At the steady-state, the main ‘steam’ pressure has increased by as 
much as 0.1MPa. 
4.4.1.3 Step Decrease in the Control Valve Opening 
Under this test, the control valve opening is reduced stepwise from 50% to 49%. The control rod 
position and the feed-water flow rate remain unchanged. In response to this adjustment, the main 
‘steam’ pressure increases rapidly and stabilizes at 25.0MPa. The increase in the reactor core 
pressure leads to the decrease in the feed-water flow rate, which results in a decrease in the outlet 
header temperature. The normalized reactor power is decreased due to the negative reactivity 
feedback as a result of the increase in the fuel pin temperature and the decrease in the coolant 
density. The outlet header temperature and the normalized reactor power stabilize at 628.4oC and 
99.6%, respectively. 
From Fig 4.6, it can be seen that the outlet header temperature is affected by any of the three 
inputs. However, the simulations have indicated that it is most effective to control the outlet 
header temperature using the feed-water flow rate because of its sensitivity and faster response. 
Reactivity variations induced by moving the control rods can have a quick and significant effect 
on the reactor power as shown in Fig 4.7. Similarly, the main ‘steam’ pressure can be effectively 
controlled through proper adjustment of the control valve opening or the feed-water flow rate as 
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shown in Fig 4.8. However, the control valve opening is much more sensitive to affect the main 
‘steam’ pressure than the feed-water flow rate.  
 
Fig 4.6 Responses of the outlet header temperature to changes at different inputs 
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Fig 4.7 Responses of the normalized reactor power to changes at different inputs 
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Fig 4.8 Responses of the main ‘steam’ pressure to changes at different inputs 
4.4.2 Dynamic Model Verification 
The developed linearized dynamic model is verified in both time domain and frequency domain 
techniques. The time domain analysis provides information, such as speed of responses and 
steady-state gains, while the frequency domain can provide more detailed information on the 
relative stability of the system and the degree of cross-coupling at different frequency bands. 
Both types of information are valuable in the selection of control system variables and design of 
control algorithms.  
4.4.2.1 Model Validation in Time Domain 
From Figs 4.6, 4.7 and 4.8, it can be observed that the step-responses of the system based on the 
DM and RM agree well. There is a difference of less than 0.05MPa in the main ‘steam’ pressure 
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between these two models at the steady-state. The differences in the outlet header temperature 
are due to feed-water flow rate difference caused by changes in the reactor pressure.  
Compared with the DM, the coolant flow rate in the reactor core based on the SM is evaluated. 
The reactor outlet flow rate only depends on the reactor inlet flow rate. Therefore, the difference 
in responses between the DM and SM is mainly at the beginning part of the main ‘steam’ 
pressure and the outlet header temperature response. 
The reason why the response based on the SM is closer to that based on the DM than on the RM 
is because the SM and DM have similar pressure distribution.  
To illustrate the differences on the responses between the SM and RM of Figs 4.6, 4.7 and 4.8, 
the average and standard differences are listed in Table 4.2 and 4.3.The differences caused by the 
control rod reactivity as an input are smaller than those caused by the feed-water flow rate or the 
control valve opening as an input.  
Table 4.2 Average differences of the responses between the SM and the RM 
Output 
Input 
Outlet 
Temperature (oC) 
Main ‘Steam’ 
Pressure (MPa) 
Normalized 
Reactor Power 
Feed-water Flow Rate 6.35E-1 5.55E-2 5.80E-4 
Control Rod Reactivity 5.10E-1 4.13E-2 1.28E-5 
Control Valve Opening 9.85E-1 4.11E-2 4.90E-4 
Table 4.3 Standard differences of the responses between the SM and the RM 
Output 
Input 
Outlet 
Temperature (oC) 
Main ‘Steam’ 
Pressure (MPa) 
Normalized 
Reactor Power 
Feed-water Flow Rate 9.34E-1 6.36E-2 6.33E-4 
Control Rod Reactivity 5.77E-1 4.14E-2 3.31E-4 
Control Valve Opening 1.00E0 5.09E-2 5.37E-4 
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4.4.2.2 Model Validation in Frequency Domain 
Bode plots of the SM and numerical data obtained based on the DM simulation are carried out to 
obtain the frequency responses from different system inputs to the outputs. The results are 
presented in Figs 4.9, 4.10 and 4.11. In these figures, the solid curves are Bode plot based on the 
SM and the dots are calculated at particular frequency points using the DM.  
When the feed-water flow rate is used as the input (Fig 4.9), the main discrepancies are only at 
the high frequency end in the main ‘steam’ pressure. This is because, at low frequencies, the 
pressure effect on the flow rate is small. At high frequencies, the effect becomes more profound.  
 
Fig 4.9 Model verification in frequency domain using the feed-water flow rate as the input 
When the control rod reactivity is used as the input as shown in Fig 4.10, some inconsistencies 
have been observed at the high frequency end and in the main ‘steam’ pressure. This is because, 
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in the SM, the reactor outlet flow rate is assumed to be only dependent on the reactor inlet flow 
rate. 
 
Fig 4.10 Model verification in frequency domain using the control rod as the input 
When the control valve opening is treated as the input as shown in Fig 4.11, it can be seen that 
there are some differences for all three outputs. The main reason is that the pressure effect on the 
coolant flow rate is not modelled in the SM. Nevertheless, the differences are relatively small.  
Even though the dynamic behaviours of SM are slightly different from those of the DM and RM, 
Such differences can be treated as modeling uncertainties and dealt with effectively at the control 
system design stage [122]. The significant reduction in the model complexity fully justifies the 
bounded differences in this simplified models. 
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Fig 4.11 Model verification in frequency domain using the control valve opening as the input 
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5 DYNAMIC ANALYSIS OF THE CANADIAN SCWR 
5.1 Introduction 
In the Canadian SCWR, the coolant flow rate has to be maintained in a correct proportion to the 
reactor power output so that the main ‘steam’ temperature can be maintained constant. Therefore, 
at a lower power level, the coolant flow rate is lower, which leads to a larger percentage change 
in the flow rate for a disturbance of the same magnitude. Also, at the low power level the heat 
transfer coefficient is also low, and the time constant is larger. Thus, the gain and the time 
constant of the system vary as the power level changes. This represents a typical behaviour of a 
nonlinear dynamic system. 
From an input and output perspective, a Canadian SCWR is a MIMO system similar to a BWR. 
However, the Canadian SCWR has a much stronger cross-coupling among different system 
variables. For example, in a BWR, when the load increases rapidly, more steam will be drawn 
from the reactor core. Since there is a large water inventory in the reactor,  the steam loss can be 
recovered through boiling. The feed-water flow and the reactor power can be gradually adjusted 
to re-establish the desired water level. In a Canadian SCWR, the above scenario has to be dealt 
with differently. If there is a rapid increase in load, more ‘steam’ has to be supplied to the turbine 
immediately. Since there is no boiling taken place in the SCWR to act as a cushion to supply this 
additional ‘steam’, the feed-water flow rate needs to be increased immediately and the reactor 
power should also be increased quickly to compensate for the increase in the feed-water flow 
rate. If this is not done properly, there will be excessive variations in the main ‘steam’ 
temperature, which is highly undesirable and should be strictly avoided. 
118 
 
 
 
Even though an SCFPP is also highly nonlinear with strong cross-couplings among its variables 
[123], the dynamics of a Canadian SCWR are more complicated than those of an SCFPP. This is 
because the heat flux in the boiler of an SCFPP is lower and the length of the heated tubes is 
much longer. Therefore, the response time is larger and the dynamic is slower. Furthermore, 
there is no reactivity feedback issue in an SCFPP. In fact, the intermediate temperature at the 
outlet of an evaporation section in an SCFPP can be measured and this information can be used, 
not only for predicting the water inventory in the boiler, but also for controlling the temperature 
of the main ‘steam’. Unfortunately, the coolant temperature distribution in the fuel channel of the 
Canadian SCWR reactor is not available during operation. The only operational information that 
can be obtained is the feed-water temperature and the reactor outlet temperature. Therefore, there 
is no way to locate the pseudo-critical point as an index for water inventory which would be 
useful information for controlling the Canadian SCWR.  
In summary, the high power-to-flow ratio, high degree of nonlinearities due to different 
dynamics at different power levels and the movement of the pseudo-critical point, and strong 
cross-coupling among different system variables pose difficulties and challenges for control 
system design of a Canadian SCWR. 
Even though the dynamic analysis and control system design for SCFR and SCLWR-H [83, 84] 
have been carried out,  the dynamics of a Canadian SCWR are very different from those of an 
SCFR and SCLWR-H. To be more precise, the feed-water flow rate of the Canadian SCWR is 
less than that of SCFR and SCLWR-H for the same amount of thermal power generation. This 
means that a Canadian SCWR is more sensitive to disturbances in the feed-water. Furthermore, 
the Canadian SCWR is a thermal reactor while the SCFR is a fast reactor. In the modeling 
process of SCFR, Dittus-Boelter correlation is adopted, which is not recommended for heat 
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transfer coefficient calculation under supercritical conditions. In addition, the Canadian SCWR is 
moderated by heavy water, which is separated from the supercritical light water coolant. 
Therefore, the coolant density reactivity feedback will have less effect on the neutron kinetics 
than that in an SCLWR-H. Hence, the existing results for SCFR and SCLWR-H cannot be 
applied to the Canadian SCWR directly.  
The Canadian SCWR is a multivariable system. There are mainly three approaches to control a 
multivariable plant: decentralized control, two-step decoupling control and multivariable optimal 
control. 
An intuitive approach to design a controller for a multivariable plant is decentralized control. 
Decentralized control is valid only if the multivariable plant is weakly coupled or close to 
diagonal of its transfer function matrix, because in such a case the multivariable plant to be 
controlled is a collection of independent SISO sub-plants in essence. The performance of the 
decentralized control may deteriorate in case of the existence of large off-diagonal elements, 
because no attempts are made to compensate the interactions. The interactions may lead to 
stability problems. Therefore, it is necessary to select good input-output parings in the 
decentralized control, such that the effects of the interactions is minimized. The design of a 
decentralized control system typically involves two steps: input-output pairing and parameter 
tuning of each controller. There are three main approaches to the tuning of each controller: fully 
coordinated design, independent design and sequential design. In the fully coordinated design 
approach, all diagonal controller elements are designed simultaneously based on the complete 
model of the plant. In the independent design approach, each controller element is designed 
based on the corresponding diagonal element of the plant. In the sequential design approach, the 
controllers are designed sequentially one at a time, with the previously designed controllers 
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implemented. In theory, fully coordinated design is the optimal approach in the decentralized 
control, but it is not commonly used in practice. Independent control is used when the system is 
close to diagonal while sequential design is used when the system outputs can be decoupled in 
time. 
Another approach to multivariable control is achieved by a two-step procedure: a decoupling 
compensator is designed to deal with the interactions and then a diagonal controller is designed 
using classical SISO techniques. The most common approach for decoupling compensator is to 
use a pre-compensator, which counteracts the interactions in the plant and leads to a new pre-
compensated plant. The new plant is more diagonal and easier to control than the original plant. 
There are three possible cases to the pre-compensator design: 
a) Dynamic decoupling: the pre-compensated plant is diagonal at all frequencies selected. 
The elements of the pre-compensator are dynamics and are a function of frequencies. 
b) Steady-state decoupling: the pre-compensated plant is kept diagonal at steady-state only. 
It may be obtained by selecting a constant pre-compensator: inverse of the plant at the steady-
state. 
c) Approximate decoupling at a certain frequency: the pre-compensated plant is diagonal 
at some selected frequencies. Similar to the steady-state decoupling, it can be obtained by 
choosing a constant pre-compensator: inverse of the plant at the selected frequencies. 
Common pre-compensator design techniques in frequency domain are Nyquist array methods 
[124] and eigenvalue based characteristic locus method [125, 126]. The decoupling can also be 
achieved by state feedback and output feedback [127]. The pre-compensator approach may be 
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extended by introducing a post-compensator. The Singular Value Decomposition (SVD) 
controller is a special case of a pre-compensator and post-compensator design [128, 129].  
The optimal design approach to multivariable control is to synthesize directly a multivariable 
controller based on minimizing/maximizing some objective functions or norms. The 
multivariable plant is considered as a whole and only one centralized multivariable controller is 
obtained. The measure of the quality of the multivariable controller is formulated in terms of the 
objective function or the norm. Optimization in controller design became prominent in the 1960s. 
The optimal control problem can be addressed as follows: find a control that 
minimizes/maximizes an objective function over all admissible controls. From an engineering 
point of view, optimality provides a very useful design principle and the cost to be minimized or 
the profit to be maximized is contained in the problem formulation. Examples of multivariable 
optimal design techniques include Linear Quadratic Regulator (LQR) control, H2 and H-infinity 
control.  
Before choosing a suitable control strategy and approach for the Canadian SCWR, dynamic 
analysis is necessary to investigate its dynamic characteristics. Based on the results shown in 
Chapter 4, the Canadian SCWR is a MIMO system with three inputs and three outputs as shown 
in Fig 4.5(c). This means that variations in any single input will result in changes in all three 
outputs. The dynamic cross-coupling among inputs and outputs can be observed from the step 
responses in the time domain and Bode plots in the frequency domain in Section 4.4.2. The 
degree of interaction at the steady-state and the dynamic conditions of the Canadian SCWR is 
investigated so that the most effective input-output pairing and most appropriate control 
strategies can be determined for control system design and analysis. 
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The rest of the chapter is organized as follows. In Section 5.2, the steady-state coupling is 
analyzed using RGA. The degree of the dynamic coupling is evaluated using direct Nyquist array 
in Section 5.3. Based on the analysis on the cross-coupling, the appropriate input-output pairing 
is determined. The analysis on the cross-coupling at different operating conditions is also 
performed in Section 5.4. The nonlinearities of the Canadian SCWR are analyzed. 
5.2 Steady-state Cross-coupling Analysis 
An effective way to describe the cross-coupling among different inputs and outputs of a MIMO 
system at steady-state conditions is the RGA [130]. The RGA is a normalized form of the gain 
matrix that measures the impact of a control input on an output, relative to its impact on the other 
outputs. The RGA has the following basic properties: 
a) It is independent of input and output scaling; 
b) Each row and each column should sum to unity; 
c) The input and output should be paired when their corresponding element in the RGA is 
most closest to one; and 
d) The plant with large RGA elements (typically 5-10) is fundamentally difficult to control 
due to strong interactions and sensitivity to uncertainties [131].  
Based on an analysis on the RGA, the most effective control input can be selected for a particular 
system output. The steady-state gain matrix of the Canadian SCWR is obtained based on the 
dynamic model developed in Section 4.3 as  
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The RGA of the Canadian SCWR at 100%FP is calculated from the steady-state gain matrix as 
 100%
0.35 0.47 0.18
0.27 0.53 0.20
0.38 0.00 0.62
RGA =
 (5.2.2) 
As indicated by this RGA, the Canadian SCWR is not a diagonally dominant system even at the 
steady-state condition. The temperature at the outlet header is affected significantly by all three 
input variables, of which the largest is the control rod reactivity. Because of the high power-to-
flow ratio in the Canadian SCWR, any perturbation on the control rod reactivity or the feed-
water flow rate will cause significant variations in the outlet header temperature. The control 
valve opening affects the outlet header temperature, because it can regulate the system pressure 
while the feed-water flow rate is changed by the effect of the reactor pressure on the feed-water 
pump. The reactor power is most sensitive to changes in the control rod reactivity. The Canadian 
SCWR is a heavy water moderated reactor with relatively low reactivity feedback. Thus, the 
changes in the control valve opening and the feed-water flow rate result in little reactivity 
feedback. Hence, these two inputs have little influence on the reactor power. The main ‘steam’ 
pressure is most sensitive to the control valve opening. The control rod reactivity can have large 
effect on the main ‘steam’ temperature, but not on the pressure. The main ‘steam’ flow rate must 
be balanced with the feed-water flow rate. Therefore, the feed-water flow rate has some 
influence on the main ‘steam’ pressure as well. 
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5.3 Analysis of Dynamic Cross-coupling  
Even though RGA has widely been used to quantify interactions among system inputs and 
outputs at steady-state conditions, this approach may not be sufficient to account for all the 
interactions among system inputs and outputs at different frequencies in a dynamic way. 
Several methods have been proposed to analyze the dynamic interaction in a MIMO system 
[132]. The direct Nyquist array can provide a basis for estimating the cross-coupling among 
system inputs and outputs as a function of frequency, and hence is adopted here since the open-
loop transfer functions are now available.  
The Nyquist array consists of a set of standard polar plots of the magnitude and the phase angle 
for each element in the transfer function matrix. It is a graphical representation of the open-loop 
relationship among inputs and outputs. The direct Nyquist array based on the dynamic model of 
the Canadian SCWR developed in Section 4.3 is shown in Fig 5.1. The units of inputs and 
outputs have been scaled by the maximum allowable change range in the inputs based on the 
assumption of the valid range for linearization, which is 5%FP. The degree of the interaction 
between input and output is measured by the magnitude of the Nyquist plots in the polar 
coordinates. 
From the first row of Fig 5.1, it can be observed that the outlet header temperature is affected 
significantly by all three inputs. The dynamic effects of the feed-water flow rate on the outlet 
header temperature are larger than those of the control valve opening. The largest amount of 
influence is from the control rod reactivity. This is also the reason why it requires to maintain the 
power-to-flow ratio during operation to minimize the main ‘steam’ temperature variation in an 
SCFPP [133]. 
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The reactor power is most sensitive to the change in the control rod reactivity as shown in the 
second row of Fig 5.1. The influences of the control valve opening and the feed-water flow rate 
on the reactor power are negligible.  
From the last row of Fig 5.1, the main ‘steam’ pressure can be influenced by all three inputs. The 
dynamic effects of the feed-water flow rate and the control valve opening on the main ‘steam’ 
pressure are opposite. The effect of the control rod reactivity on the main ‘steam’ pressure is 
comparable with that of the feed-water flow rate and the control valve opening. But the control 
valve opening has dominant effect on the main ‘steam’ pressure among the three inputs at high 
frequencies, such as, at 0.5rad/s as shown in Fig 5.1. 
Through the steady-state and dynamic interaction analysis, it can be concluded that the reactor 
power should be controlled by the control rod reactivity. The feed-water flow rate has a larger 
effect on the outlet header temperature. The control valve opening has comparable effect with 
the feed-water flow rate on the main ‘steam’ pressure at the steady-state, but has larger influence 
at high frequencies. The control valve opening and the main ‘steam’ pressure should be paired. 
Therefore, the appropriate input-output pairing can be selected as follows: (a) the outlet header 
temperature should mainly be regulated through the feed-water flow rate, (b) the reactor power 
should mainly be controlled by the control rod reactivity, and (c) the main ‘steam’ pressure 
should be manipulated by the control valve opening. 
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Fig 5.1 Direct Nyquist array of the Canadian SCWR system 
5.4 Analysis of Cross-coupling at Different Operating Conditions 
The analysis in the previous sections is based on the open-loop model obtained at 100%FP. 
Similar analyses have been performed at 80%FP and 60%FP levels as well. At different power 
levels, the corresponding feed-water flow rate and the control valve opening are adjusted to keep 
the outlet header temperature and the main ‘steam’ pressure constant, which is known as 
constant pressure operation in an SCFPP [133]. 
The RGA for the plant operating at 80%FP is 
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 80%
0.38 0.44 0.18
0.25 0.56 0.19
0.36 0.00 0.64
RGA =
 (5.4.1) 
The RGA for the plant at 60%FP is 
 60%
0.38 0.41 0.21
0.24 0.59 0.17
0.39 0.00 0.61
RGA =
 (5.4.2) 
Comparing the corresponding elements in the RGAs at different power levels, the magnitude of 
each element does not change significantly, which means that the degree of the steady-state 
cross-coupling is relatively insensitive with respect to operating condition changes. The main 
trend is that the control rod reactivity becomes less dominant on the outlet header temperature as 
the power level decreases. This trend can also be observed from the Nyquist plots shown in Figs 
5.2, 5.3, and 5.4. From these figures, it can be seen that the feed-water flow rate and the control 
valve opening have stronger influences on the outlet header temperature, while the control rod 
reactivity has a weaker effect on the outlet header temperature at a lower power level.  
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Fig 5.2 Effect of the feed-water flow rate on the outlet header temperature at different power 
levels 
 
Fig 5.3 Effect of the control rod reactivity on the outlet header temperature at different power 
levels 
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Fig 5.4 Effect of the control valve opening on the outlet header temperature at different power 
levels 
 
Fig 5.5 Step responses of the temperature at the outlet header subject to changes in the feed-
water flow rate at different power levels 
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Fig 5.6 Effect of the control rod reactivity on the reactor power at different power levels 
 
Fig 5.7 Effect of the control valve opening on the main ‘steam’ pressure at different power levels 
As shown in Fig 5.2, the effect of the feed-water flow rate on the outlet header temperature 
increases as the power level decreases. In the time domain, the time constant increases as the 
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power level decreases, due to the decrease in the coolant flow rate and the heat transfer 
coefficient. These effects can be clearly seen from the step responses in Fig 5.5. The rise time of 
the step responses is also listed in Fig 5.5. 
The effect of the control rod reactivity on the outlet header temperature decreases as the power 
level decreases as shown in Fig 5.3. The reason is that the effect of the control rod reactivity on 
the reactor power decreases as the power level decreases shown in Fig 5.6. The phenomenon 
shown in Fig 5.6 is due to the relative larger reactivity feedback at the lower power level.  
The effect of the control valve opening becomes more significant with the decrease in the power 
level as shown in Fig 5.4. This can be explained by the effect of control valve opening on the 
main ‘steam’ pressure as shown in Fig 5.7. At a lower power level, the same magnitude change 
in the control valve opening can result in a larger pressure change, which further leads to larger 
change in the feed-water flow rate and the outlet header temperature.  
In summary, the Canadian SCWR is a nonlinear MIMO system with strong cross-coupling 
between system inputs and outputs. Through the detailed analysis in this section, the dynamic 
characteristics of the Canadian SCWR have been revealed in both time and frequency domains. 
The dynamic analysis will play an important role in the subsequent control system design and 
analysis. 
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6 DECOUPLING CONTROL OF THE CANADIAN SCWR 
6.1 Introduction 
As indicated in Chapter 4, the Canadian SCWR can be modelled as a MIMO system. It has a 
large power-to-flow ratio, strong cross-coupling and a high degree of nonlinearities with respect 
to reactor power output. Because there is no steam generator to act as a cushion between the 
reactor and the turbine, the dynamics between the reactor and the turbine is strongly coupled. 
Any disturbances from the turbine side can have a direct effect on the reactor side. Due to the 
high power-to-flow ratio, the ‘steam’ temperature can be significantly influenced by minor 
changes in both the reactor power and the system pressure. For example, a 2% decrease in the 
reactor power can result in a 14oC decrease in the main ‘steam’ temperature. Furthermore, the 
system pressure can also affect the power-to-flow ratio, because any variation in the system 
pressure can have immediate effects on the feed-water flow rate through the feed-water pump. 
Because of the strong coupling among system inputs and outputs, one can no longer treat a 
MIMO Canadian SCWR as three SISO systems. The cross-couplings have to be dealt with 
before a suitable control system can be designed. One way to reduce the effect of cross-coupling 
is to use a decoupling pre-compensator. Once the cross-couplings are softened, the pre-
compensated system can be represented as a diagonal dominant MIMO system. Subsequently, 
the control system can be designed as if the system contains several relatively independent SISO 
systems. Once the control system is designed for the diagonal dominant system, the controller 
can be combined with the pre-compensator to form a multivariable control system. This 
controller will have the build-in decoupling effects. 
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From the operational experience of SCFPP, a large variation in the ‘steam’ temperature and 
pressure can cause a high degree of thermal stress on the system components, and therefore, to 
reduce their design life [134]. This is also true for SCWR. At the base load operation, such 
variations are relatively low due to mild regulations on system variables. However, for start-up 
or shutdown processes, during a setback or stepback manoeuvre, or load-following operations, 
the rate and the magnitude of the variations in the system variables can be significantly larger. In 
addition, if the correct proportion cannot be kept between the coolant flow rate and the reactor 
power, it will also lead to a large variation in the ‘steam’ temperature. The pre-compensator can 
reduce the effects of the reactor power and system pressure variations on the ‘steam’ temperature. 
Therefore, the power-to-flow ratio can follow the transient change of the reactor power and 
pressure changes adequately. 
To design appropriate dynamic pre-compensator, the DNA method is used in the current work. 
This method relies on the frequency domain characteristics of the system [23]. From a dynamic 
point of view, the purpose of the pre-compensator is to maximize the diagonal dominance so that 
the cross-couplings among different system inputs and outputs can be minimized.  
Furthermore, the Canadian SCWR is a highly nonlinear system. Its dynamic characteristics 
depends on the operating conditions of the reactor, in particular, the reactor power output. Thus, 
it is very difficult to synthesize a single controller to cover all operating conditions effectively. 
Under the constant pressure operation, the system pressure of the Canadian SCWR will remain 
unchanged. If the sliding pressure control mode is adopted, the pressure will be directly related 
to the reactor power. In both situations, the feed-water flow rate is required to be proportional to 
the reactor power to maintain the ‘steam’ temperature at a desired value. Thus, the operating 
condition is dictated by the reactor power and its dynamics also show strong dependence on the 
134 
 
 
 
reactor power. Therefore, in the current work, several operating conditions are selected, and the 
corresponding controllers are designed. Depending on the operating condition, the suitable 
controller is used. Since the reactor power is used to divide the nonlinear operating range into 
several linear approximations, a logic choice for the scheduling parameter would be the reactor 
power. The resulting control strategy is known as a gain scheduling control strategy. 
Previous works on control system design and analysis for SCWR can be traced to SCFR [83] and 
SCLWR-H [84]. In the above work, the structures selected are simply multiple SISO feedback 
control loops. The effects of cross-coupling have just been ignored, which potentially limit the 
achievable performance. A sequential loop closing and trial-and-error approach have been used 
in the controller design. Although design improvements have been made subsequently [85], the 
adopted method is still not systematic due to lack of proper representation of dynamic 
relationships between inputs and outputs. Furthermore, all the design and analysis are based on 
the dynamic characteristics of the system around 100%FP operation, the operating condition 
induced nonlinearities have not been considered, either. 
In the current work, cross-couplings among different system inputs and outputs have explicitly 
been considered in the control system design process. Gain scheduling strategy is adopted to deal 
with the nonlinearities. The results of the analysis have demonstrated that the inclusion of the 
above two steps can significantly improve the performance of the Canadian SCWR for both 
dynamic and steady-state operations. The closed-loop system is able to effectively reject 
disturbances to minimize the main ‘steam’ temperature variation. 
The rest of the chapter is organised as follows. In Section 6.2,  the DNA method is briefly 
introduced. In Section 6.3, design of a pre-compensator is carried out based on DNA method. In 
Section 6.4, a loop compensator is designed in the frequency domain. The performance of the 
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control system is evaluated through simulation in Section 6.5 under various operating scenarios. 
The nonlinearities of the system are dealt with by using a gain scheduling strategy in Section 6.6.  
6.2 Direct Nyquist Array Method 
A feedback control loop of the Canadian SCWR is shown in Fig 6.1, where P(s) is the 
multivariable plant developed in Chapter 4 and shown in Appendix A, K(s) is the decoupling 
pre-compensator whose transfer function matrix is shown in Eq. (6.2.1). Since K(s) essentially 
makes the pre-compensated system diagonal dominant, the controller, C(s) only contains 
diagonal elements as given in Eq. (6.2.2). From the controller design point of view, each 
controller on the diagonal can be designed independently. The signals R(s), E(s), U(s) and Y(s) 
are the desired setpoints, errors, system inputs and outputs in vector forms, respectively.  
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Fig 6.1 Feedback control loop of the Canadian SCWR 
Let G(s) be the pre-compensated plant and Q(s) be the loop transfer function matrix defined as 
136 
 
 
 
 
11 12 13
21 22 23
31 32 33
( ) ( ) ( )
( ) ( ) ( ) ( ) ( ) ( )
( ) ( ) ( )
g s g s g s
G s P s K s g s g s g s
g s g s g s
 
 
= =
 
  
 (6.2.3) 
 
11 12 13
21 22 23
31 32 33
( ) ( ) ( )
( ) ( ) ( ) ( ) ( ) ( ) ( )
( ) ( ) ( )
q s q s q s
Q s P s K s C s q s q s q s
q s q s q s
 
 
= =
 
  
 (6.2.4) 
To maintain the closed-loop system stability, the controller C(s) must be chosen so that the loop 
transfer function can satisfy the DNA stability theorem, which is stated as follows [124]: 
Let the Gershgorin bands based on qii(s) exclude the point (-1+j0). Let the ith Geshgorin band 
encircles the point (-1+j0) Ni time anti-clockwise. Then, the closed-loop system is stable if and 
only if  
 0
1
n
i
i
N p
=
=∑  
where p0 is the number of unstable poles of Q(s). The Gershgorin bands can be obtained as 
follows: on the loci of ( )iiq jω superimpose, at each point, a circle of radius 
1
( )
n
ij
j
j i
q jω
=
≠
∑  or 
1
( )
n
ji
j
j i
q jω
=
≠
∑ , n is the highest order of the denominator polynomial of the loop transfer function 
matrix. Based on the analysis of the SM, the Canadian SCWR plant is a stable process. Hence, it 
leads p0=0.  
The control system design using the DNA method consists of two steps: 
(1) First, the pre-compensator K(s) is designed to decouple the system P(s) as much as 
possible, i.e. to maximize the diagonal dominance of G(s). Using the DNA method, the 
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objective is to maximize the column dominance. There are two possible solutions to this 
problem: 
One is steady-state decoupling. The decoupling matrix can be obtained by selecting
1( ) (0)K s P−= . Using the steady-state decoupling, it can only achieve column dominance at 
the steady-state or for very low frequency.  
The other option is dynamic decoupling, while the elements of the pre-compensator are a 
function of frequency. In the current case, the dynamic decoupling has to be used, because 
the amount of cross-coupling of P(s) at different frequencies is different. 
(2) Once diagonal dominance is achieved, the loop compensator C(s) is synthesized to 
shape the Gershgorin bands in such a way that they do not encircle the point (-1+j0) to 
achieve the closed-loop system stability [23, 124].  
6.3 Design of the Pre-compensator 
Since the DNA method focuses on column dominance, a measure of column dominance for the 
jth column is calculated as 
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p j
ω
ω
ω
=
≠
=
∑
 (6.3.1) 
The column dominance can be considered as the effects of one specific input to the off-diagonal 
outputs over the diagonal one. If any value of dj(ω) is greater than unity, this column will no 
longer be considered as column dominant. The frequency range considered in the current study is 
from 0.001 to 10.0rad/s. The column dominance of the SM at different frequencies is shown in 
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Fig 6.2. As can be seen, the first column is column dominant already, which means that the feed-
water flow rate has dominant influence on the outlet header temperature as compared to the 
reactor power and the main ‘steam’ pressure. The second column is not column dominant. This 
means that the control rod reactivity can have significant influence on both the outlet header 
temperature and the reactor power. Neither does the third column, which means that the control 
valve opening can affect both the outlet header temperature and main ‘steam’ pressure 
significantly. Further decoupling is needed for these two input-output pairs. 
 
Fig 6.2 Column dominance of the original and pre-compensated plant 
The pre-compensator K(s) is designed to decouple P(s) so that the compensated system becomes 
column dominant. Pseudo-diagonalization method is adopted to synthesize K(s). Assume that the 
dynamic pre-compensator can be represented as: 
 1 2 3( ) [ ( ), ( ), ( )]K s k s k s k s=  (6.3.2) 
where 1 2 3( ) [ ( ), ( ), ( )]Tj j j jk s k s k s k s= (j =1, 2, 3), is a column vector having the form  
 0( ) ...j j jk s k k sββ= + +  
each klj (l =1, 2,...,β) is a column vector and β is the highest order of kj(s).  
10−3 10−2 10−1 100 101
10−4
10−2
100
102
Frequency(rad/s)
Co
lu
m
n 
D
om
in
an
ce
Column 2
Column 1
Column 3
Pre−compensated column 2
Pre−compensated column 3
139 
 
 
 
Thus, 
 ( ) ( )Tij i jg j jω γ ω η=  (6.3.3) 
where s is replaced by jω, and ( )Ti jγ ω  is a row vector  
 ( ) [ ( ), ( ),..., ( ) ( )]T T T Ti i i ij p j j p j j p jβγ ω ω ω ω ω ω=  
in which [ ]1 2 3( ) ( ), ( ), ( )Ti i i ip s p s p s p s= , denotes the ith row of P(s) and jη  is a column vector 
composed of the coefficients of kj(s) 
 0[ ,..., ]T T Tj j jk kβη =  
To maximize the column dominance, one can minimize the following function  
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 (6.3.4) 
where wm is the weight associated with frequency ωm. 
The multi-frequency ALIGN algorithm can be used to solve Eq. (6.3.4) [23]. During the pseudo-
diagonalization process, the choice of frequency range and its associated weighting coefficient is 
of significant importance. The frequency range can be determined by considering the frequency 
contents of the input signals and disturbances. For the weighting coefficients, a trial-and-error 
method can be used. For example, if one set of coefficients does not satisfy the requirement for 
some frequencies, then the weighting coefficients can be adjusted for those frequencies in the 
subsequent calculation. The coefficients in each elements of the pre-compensator jη can be 
determined using a procedure outlined in [135]. 
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Once column dominance of G(s) is established, it will not be destroyed by any scaling on the 
column of K(s). Therefore, a realizable compensator can be obtained by dividing kj(s) by any 
stable polynomial of degree β or greater to simplify the implementation. 
6.3.1 First Column of the Pre-compensator 
As shown in Fig 6.2, since the first column has already exhibited column dominance, the pre-
compensator can be chosen as  
 [ ]1( ) 1.0 0.0 0.0 Tk s =
 
6.3.2 Second Column of the Pre-compensator 
The order of the polynomial in the three elements of the second column of the pre-compensator 
is set as 0, 1 and 0, respectively. The frequency weights are chosen to be uniform. The second 
column can be obtained as 
 [ ]0.53 1.95 0.24 0.47 Ts +  
To ensure the pre-compensator is realizable, every element is divided by (1.95s+0.24). Hence, 
the second column now becomes:  
 2
0.53 0.471.0
1.95 0.24 1.95 0.2
(
4
)
T
s s
k s  =   + +
 
Mathematically, the purpose of the second column of the pre-compensator is to enhance the 
dominance of the second element in the second column of P(s), while to reduce that of the other 
two elements. The column dominance of the pre-compensated system can be seen in Fig 6.2.  
Physically, it means that, with the pre-compensation, the control rod reactivity has the largest 
effects on the reactor power than any other inputs. Similarly, the effects of the control rod 
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reactivity on the outlet heater temperature and main ‘steam’ pressure are effectively reduced as 
well. This is demonstrated by the gain reductions in Fig 6.3.  
6.3.3 Third Column of the Pre-compensator 
The order of the polynomial in the three elements of the third column of the pre-compensator is 
set as 1, 0 and 2, respectively. The weightings in the frequency range are chosen to be uniform. 
The third column of the pre-compensator can be obtained as 
 
3 21.23 0.21 6.0*10 1.24 1.16 0.23
T
s s s−− − +  +  
Similarly, dividing every element by (1.24s2+1.16s+0.23), a realizable third column of the pre-
compensator can be obtained as  
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The column dominance of the third column has been achieved as shown in Fig 6.3. 
Based on Eq. (6.3.2), the pre-compensator K(s) can be obtained as 
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 (6.3.5) 
The column dominance of the pre-compensated system is validated in time domain by applying a 
unit step change, one at a time, at each respective input; the responses are shown in Fig 6.3. For 
the outlet header temperature, the effects of the control rod reactivity and control valve opening 
are significantly reduced. For the reactor power, the dominance of the control rod reactivity is 
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slightly improved. The magnitude of the control valve opening on the main ‘steam’ pressure is 
larger than those of the feed-water flow rate and the control rod reactivity. Although the 
magnitude is not significantly larger, the speed of the response has been improved significantly. 
In frequency domain, the Nyquist array of the pre-compensated system with Gershgorin bands 
for the diagonal elements is shown in Fig 6.4. The column dominance can also be shown by 
Gershgorin bands which reflect the magnitude of the off-diagonal transfer functions relative to 
the diagonal ones.  
 
Fig 6.3 Step responses of the original and pre-compensated plant 
Even though the DNA method is aimed at achieving column dominance, in fact, once column 
dominance is established, the row dominance is achieved as well. Physically, column dominance 
can be explained as the role of one specific input on the corresponding output related to the 
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diagonal of P(s), while row dominance can be seen as the influence on one specific output from 
the corresponding input related to the diagonal of P(s).  
 
Fig 6.4 Direct Nyquist array with Gershgorin bands of the pre-compensated plant 
6.4 Loop Compensator Design 
With the pre-compensator, the new open-loop transfer function matrix is G(s), which is 
diagonally dominant. For a diagonally dominant system, one can effectively treat the entire 
system as several SISO systems. Hence, control system design techniques for SISO system can 
be used. The stability of the system will be guaranteed as long as Gershgorin bands do not 
overlap the point (-1+j0) in Nyquist diagram. In this research, the design is carried out using 
Bode plots to shape the open-loop frequency responses of the pre-compensated plant as shown in 
Fig 6.5. The Bode plots of the uncompensated plant G(s) is also included for illustration 
purposes. 
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The control system should be designed to ensure that the permissible limits not be exceeded. The 
following specifications for the loop compensator design are [84]: 
• The damping ratio should be larger than 0.75; 
• The percentage of overshoot is less than 15%; 
• DNA stability theorem must be satisfied. 
6.4.1 Outlet Header Temperature Control 
The outlet header temperature is regulated by the feed-water flow rate. To achieve zero steady-
state error for a step setpoint change, a proportional plus integral (PI) compensator is selected. 
The PI compensator is designed as shown in Eq. (6.4.1) to satisfy the performance specifications 
 1
0.85 0.5( ) sc s
s
+
= −  (6.4.1) 
The Bode plot of the compensated outlet header temperature system is shown in Fig 6.5. The 
phase margin is 72degs and gain margin is 17dBs.  
6.4.2 Reactor Power Control 
The main control input for the reactor power is the control rods. When deviation of the reactor 
power from its setpoint is less than a certain value δ, the rate of the control rod drive is 
proportional to the error in power. If the error in power is larger than δ, the maximal rate is used. 
The control algorithm can be characterized by Eq. (6.4.2) 
 
max
max
, ( )
, ( )
set
set
set
q q
v q q
v
v q q
δδ
δ
−
− <
= 

− ≥
 (6.4.2) 
The rate of reactivity changes induced by the control rod is limited to 0.2mk/s. There is only one 
parameter δ to be determined. By considering the dynamics of the plant related to reactor 
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dynamics, the parameter δ is determined to be 0.04. A PI compensator is selected to achieve zero 
steady-state error. To achieve the requirements on the damping ratio and overshoot, the 
compensator is designed as 
 
3
2
0.1 1.0( ) 4.0*10 sc s
s
−
+
=  (6.4.3) 
The Bode plot of the compensated reactor power system is shown in Fig 6.5. The phase margin 
is 82degs.
 
6.4.3 Main ‘Steam’ Pressure Control  
The main ‘steam’ pressure is regulated by adjusting the control valve opening. The maximum 
rate of the valve stroke is limited to 100%/3.5s, which is chosen to be the same as that of a 
current BWR. A phase lag compensator is chosen to improve steady-state tracking accuracy and 
reduce cross-over frequency. To obtain the design specifications, the compensator is designed as 
 3
1.0( ) 4.0
20.0 1.0
s
c s
s
+
= −
+
 (6.4.4) 
The Bode plot of the compensated main ‘steam’ pressure system is shown in Fig 6.5 and the 
phase margin is 88degs. 
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Fig 6.5 Bode plots the uncompensated and compensated system  
The loop compensator is obtained as  
 
3
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1.00.0 0.0 4.0
20.0 1.0
s
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 
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=
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 
−
+ 
 (6.4.5) 
The direct Nyqist array of the compensated plant with Gershgorin bands is shown in Fig 6.6. It 
can be clearly seen that the DNA stability theorem is satisfied. If no loop controller can be found 
to satisfy the theorem, the diagonal dominance of the SM should be further improved.  
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Fig 6.6 Direct Nyquist array with Gershgorin bands of the compensated plant 
6.5 Performance Evaluation of the Designed Control System 
Even though the control system design process has been divided into two steps (a) decoupling 
control via a pre-compensator and (b) three SISO controllers for the decoupled MIMO system, at 
the implementation stage, one can combine the pre-compensator and the diagonal controller into 
one single controller. The transfer function of the controller becomes 
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The combined MIMO controller is represented by the shaded area in Fig 6.7. The part encircled 
by the dashed lines is the diagonal dominant version of the plant. 
 
Fig 6.7 A block diagram representation of the decoupling control system 
To evaluate the performance of the closed-loop system with the designed control system, 
simulations are carried out. The simulation involves introducing perturbations at 5 seconds: (a) a 
5oC step increase in the outlet header temperature setpoint, (b) a 5% step decrease in the reactor 
power setpoint, (c) a 0.2MPa step increase in the main ‘steam’ pressure setpoint, and (d) a 5oC 
step decrease in the feed-water temperature.  
The selected simulation scenarios are based on typical operations encountered of a power plant 
to comprehensively examine the performances of the designed control system. All simulations 
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are carried out with full nonlinear plant model: the DM, in which the reactor model is developed 
in Chapter 3. 
6.5.1 Step Increase in the Outlet Header Temperature Setpoint 
The responses of the DM to a 5oC step increase in the outlet header temperature setpoint are 
shown in Fig 6.8. The outlet header temperature increases and settles to its new setpoint as 
shown in Fig 6.8(a). The reactor power and main ‘steam’ pressure do not change much. Under 
the temperature control system, the feed-water flow rate decreases by detecting the setpoint 
change as shown in Fig 6.8(d). The feed-water flow rate is normalized. The regulation in the 
outlet header temperature has little influence on other systems because k21(s) and k31(s)are both 
zeros in Eq. (6.3.5), which are k21 and k31 in Fig 6.7.  
 
Fig 6.8 Responses to a step increase in the outlet header temperature setpoint 
0 10 20 30 40 50
624
626
628
630
632
Time(s)
(a)
O
ut
le
t H
ea
de
r T
em
pe
ra
tu
re
(o C
)
0 10 20 30 40 50
0.99
0.995
1
1.005
1.01
Time(s)
(b)
R
ea
ct
or
 P
ow
er
0 10 20 30 40 50
24.3
24.4
24.5
24.6
24.7
24.8
Time(s)
(c)
M
ai
n 
’S
te
am
’ P
re
ss
ur
e
0 10 20 30 40 50
0.98
0.99
1
1.01
Time(s)
(d)
N
or
m
al
iz
ed
 F
ee
d−
w
at
er
 F
lo
w
 R
at
e
150 
 
 
 
6.5.2 Step Decrease in the Reactor Power Setpoint 
The setpoint of the reactor power is decreased stepwise by 5% at 5 seconds and the responses of 
the DM are shown in Fig 6.9. The reactor power promptly responds to its setpoint change and 
settles at 95% as shown in Fig 6.9(b). In the Fig 6.9(a), the outlet header temperature decreases 
with the decrease of the reactor power and returns to its setpoint under the temperature control 
system. The variation on the outlet header temperature from its setpoint is less than 1oC. Under 
the designed control system, the feed-water flow rate can response to the change of the reactor 
power quickly to suppress the temperature variation, which can be seen in Fig 6.9(d). During the 
process, there is only a minor fluctuation in the main ‘steam’ pressure as shown in Fig 6.9(c).  
 
Fig 6.9 Responses to a step decrease in the reactor power setpoint 
6.5.3 Step Increase in the Main ‘Steam’ Pressure Setpoint 
The responses of the DM to a 0.2MPa step increase in the main ‘steam’ pressure setpoint at 5 
seconds are shown in Fig 6.10. As shown in Fig 6.10(b), the fluctuation in the reactor power is 
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small. It can be seen from Fig 6.10(c) that the pressure quickly settles at the new setpoint by 
regulating the control valve opening. For the fast effect of the pressure change on the feed-water 
flow rate as shown in Fig 6.10(d), the feed-water flow rate has undergone a transient and then 
stabilizes at a steady-state value. Therefore, a peak value of the outlet header temperature occurs 
as shown in Fig 6.10(a).  
 
Fig 6.10 Responses to a step increase in the main ‘steam’ pressure setpoint 
6.5.4 Step Decrease in the Feed-water Temperature 
The responses of the DM to a 5oC step decrease in the feed-water temperature are shown in Fig 
6.11. At the beginning, the outlet header temperature increases as a result of the decrease in the 
feed-water flow rate, which is a consequence of the decrease in the feed-water temperature. Then, 
the outlet header temperature decreases as a result of the decrease in the feed-water temperature. 
Finally, it increases to its setpoint by the temperature control system. During the process, the 
reactor power and the main ‘steam’ pressure do not change significantly. The normalized feed-
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water flow rate is stabilized at 98.4%. It can be explained by Eq. (6.5.2) based on the energy 
conservation equation, where Pow is the reactor power; M is the feed-water mass flow rate; hout 
is the specific enthalpy of the main ‘steam’ and hin is the specific enthalpy of the feed-water. 
Specific enthalpy is a function of the fluid temperature and pressure. At the steady-state, the 
reactor power Pow, the main ‘steam’ pressure and the temperature are unchanged. Therefore, hout 
is kept at its original value. hin decreases for the decrease in the feed-water temperature and (hout- 
hin) is in fact increased. Thus, M is reduced to balance the energy conservation equation. 
 
( )out inPow M h h= −  (6.5.2) 
 
Fig 6.11 Responses to a step decrease in the feed-water temperature 
The performance metrics of the designed control system to the setpoint changes are summarized 
in Table 6.1. It can be seen that the outputs follow their setpoints regulation with high accuracy 
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and the permissible limits are not exceeded. The ability to reject disturbances is also proven by 
introducing the feed-water temperature disturbance. 
Table 6.1 Summary of the closed-loop system performance 
Outputs Rise Time Settling Time Overshoot/Undershoot Steady-state Error 
Outlet Header 
Temperature 7.5s 29.5s 2% 0
oC 
Reactor Power 2.2s 13.2s 4% 0% 
‘Steam’ Pressure 1.4s 4.5s 4% 0.003MPa 
6.6 Gain Scheduling Control Strategies 
As shown in Chapter 5, the dynamic characteristics of the Canadian SCWR are dependent on its 
operating points. The control system designed for 100%FP may not satisfy the performance 
requirements for other operating conditions. To illustrate such phenomena, three operating points 
are chosen: 60%FP, 80%/FP and 100%FP. The respective pre-compensators and loop controllers 
are designed. The linear dynamic models and their compensators at 80%FP and 60%FP are listed 
in Appendix B and C, respectively. The compensators are applied to regulate the plant at the 
selected operating points. 
A 5% step increase in the reactor power setpoint is introduced at the 5th second at 80%FP. The 
compensators obtained at 80%FP and 100%FP are adopted. The responses of the DM are shown 
in Fig 6.12. Even though the reactor power responses are almost coincident in both cases as 
shown in Fig 6.12(b), it can be seen from the Fig 6.12(a) that the variation on the outlet header 
temperature with compensators at 80%FP is much less than that with compensators at 100%FP. 
Hence, the diagonal dominance of the plant at 80%FP cannot be achieved by the controller 
designed for 100%FP. 
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Fig 6.12 Responses to a 5% step increase in the reactor power setpoint at 80%FP 
The largest closed-loop dominant eigenvalues at different operating points with three sets of 
compensators are shown in Table 6.2. At a lower power level, the eigenvalue is closer to the 
imaginary axis, therefore, it is more difficult to control. In other words, if the control system is 
designed based on the system information at 100%FP, but used to regulate the plant at 60%FP, 
the dominant closed-loop eigenvalues will be at -0.19±j0.22, which are more vulnerable to model 
uncertainties.  
Table 6.2 Largest closed-loop dominant eigenvalues at different operating points 
Operating 
Point 
Largest Dominant Eigenvalue 
Compensators 
at 100%FP 
Compensators 
at 80%FP 
Compensators 
at 60%FP 
100%FP -0.80 -0.80 -0.82 
80%FP -0.50 -0.59 -0.63 
60%FP 0.19±j0.22 -0.33 -0.42 
Under such a condition, if a 5oC step increase in the outlet header temperature setpoint is 
introduced at the 5th second. The overshoot at the outlet header temperature can be as high as 44% 
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as shown in Fig 6.13. This is much larger than the design specification of 15% given in Section 
6.4. 
 
Fig 6.13 Outlet header temperature response to a 5oC step increase in its setpoint at 60%FP 
Therefore, although a single set of compensators obtained at one operating point shows enough 
robustness to stabilize the plant, the control requirements may not be satisfied at another 
operating point.  
One way to deal with this situation is to divide the entire system operating range into several 
smaller ranges. For each range, a set of controllers are synthesized. As the operating condition 
changes, the most appropriate set of controllers are used. Such a control strategy is known as 
‘gain scheduling’ control [136]. To ensure smooth transitions from one range to another, the 
respective control signals in adjacent ranges can be combined through a weighted average 
operation.  
A nuclear reactor power plant may have two operation modes: reactor-following-turbine or 
turbine-following-reactor. In the reactor-following-turbine mode, the reactor power is controlled 
to provide the right amount of power demanded by the turbine load to maintain the required 
reactor pressure. In the turbine-following-reactor mode, the turbine load is controlled to match 
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the reactor power output. Most of the existing nuclear power plants adopt the turbine-following-
reactor operation mode to fully utilize the reactor capacity and to supply base load. In this 
current study, the turbine-following-reactor operation mode is selected. 
In the turbine-following-reactor mode, the amount of power output is determined by the reactor 
power setpoint. The feed-water flow rate is proportional to the reactor power to maintain the 
‘steam’ temperature constant. In a constant pressure operation, the main ‘steam’ pressure is kept 
constant. If a sliding pressure operation is used, the main ‘steam’ pressure will be dependent on 
the reactor power. The dynamic behaviour of the plant also changes with respect to changes in 
the reactor power. 
In the constant pressure operation, the main ‘steam’ pressure is constant and the reactor is 
operated under the supercritical conditions. The operating range in this study is selected from 50% 
to 100%FP. For the sliding pressure operation, the main ‘steam’ pressure varies dependently on 
the reactor power output. At low power operations, the reactor may operate in a subcritical 
pressure region. This paper concentrates only on supercritical conditions. All designs are based 
on the constant pressure operation, but it has been tested for a sliding pressure operation at 
supercritical conditions.  
Three fixed operating points have been selected to perform gain scheduling operation: 60%FP, 
80%FP and 100%FP. Ranges around these operating points are also defined. These are shown in 
Fig. 6.14. The reactor power is chosen as the scheduling parameter. The actual control signals 
are the linear combination of respective compensators as shown in Fig 6.14. For example, the 
control signals at 90%FP are 50% from the compensators at 80%FP and 50% from the 
compensators at 100%FP.  
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Even though each of three set of compensators stabilizes the plant, the gain scheduling controller 
may not necessarily stabilize the same plant. If the switching between fixed controllers is slow 
with respect to the bandwidth of the plant, instability cannot occur [137]. The gain scheduling 
approach selected results in a smooth transition between the fixed controllers and the outputs of 
the adjacent controllers add through proper weights as the reactor power varies. One particular 
choice of these weights are shown in Fig 6.14. What's more, during the normal operation, the 
rate of the reactor power change is constrained. Therefore, the stability of the gain scheduling 
control can be maintained.  
 
Fig 6.14 Gain scheduling control strategy based on weighted average 
The permissible range of the main ‘steam’ temperature variation is limited during the operation 
of an SCFPP. A large variation of the ‘steam’ temperature from its desired value can cause 
undue thermal stress to the plant components and reduce the lifetime. In the current SCFPP, the 
temperature variation from its setpoint is ±5oC [138]. The same limit of an SCFPP is applied to 
test the performance of the designed control system based on two typical load patterns: 
7%FP/min in the range of 90%-100%FP and 3%FP/min in the range of 50%-100%FP .  
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A load pattern 7%FP/min in the range of 90%-100%FP is applied at both constant and sliding 
pressure operation. For the sliding pressure operation, a typical load and pressure function of an 
SCFPP is adopted. The setpoint of the load is regulated as follows: decrease linearly from 
100%FP to 90%FP from 100 seconds for a period 85.7 seconds, maintain at 90%FP for 200 
seconds, then increase linearly from 90%FP to 100%FP in 85.7 seconds and stay at 100%FP to 
600 seconds. The responses of the DM are shown in Fig 6.15.  
 
Fig 6.15 Responses of the DM to 7%FP/min load pattern  
As shown in Fig 6.15(a), the outlet header temperature decreases (increases) as the reactor power 
decreases (increases). The outlet header temperature returns to its setpoint when the reactor 
power is kept constant. The outlet header temperature variation is around 1oC for the constant 
pressure operation and 3oC for the sliding pressure operation. The temperature variation is within 
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the limit in both cases. The main reason why the temperature variation for the sliding pressure 
operation is larger is because the change in the main ‘steam’ pressure causes disturbances in the 
feed-water flow rate.  
As shown in Fig 6.15(b), the power-to-flow ratio increases as the reactor power increases. In the 
power-to-flow ratio calculation, the reactor power and the feed-water flow rate are both 
normalized. For a constant pressure operation, the power-to-flow ratio returns to one when the 
reactor power is kept constant. But for the sliding pressure operation, it returns to one when the 
reactor power is kept at 100%FP while it is changed to 1.01 when the reactor power is kept at 
90%FP. This phenomena can be explained by Eq. (6.5.2). When the reactor power is kept at 
90%FP, the main ‘steam’ pressure is kept at its corresponding value as shown in Fig 6.15 (c). 
(hout-hin) has a larger value at a lower supercritical pressure. Thus, M is less than 90% of its 
original value at 100%FP. Therefore, the power-to-flow ratio is increased. The change of the 
control valve opening at the sliding pressure operation is larger than that for the constant 
pressure operation. This is one benefit for adopting sliding pressure operation. 
A 3%FP/min load change has beed applied to the Canadian SCWR in the range of 50%-100%FP 
at the constant pressure operation. The setpoint of the load is regulated as follows: decrease 
linearly from 100%FP to 50%FP from 100s in 1000 seconds, maintain at 50%FP for 200 seconds, 
then increase linearly from 50%FP to 100%FP in 1000 seconds and keep at 100%FP to 2500 
seconds. The responses of the DM are shown in Fig 6.16.  
The largest variation on the ‘steam’ temperature is approximately 4oC, which is within the limit. 
There are abrupt changes in the ‘steam’ temperature at 80%FP and 60%FP as shown in Fig 
6.16(a). That is due to the switching of the compensators from one set to another, which affects 
the power-to-flow ratio as shown in Fig 6.16(d). The temperature fluctuation is larger for 60%FP. 
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To reduce the effect of controller switching transient, additional operating points can be included 
in the gain scheduling control strategy, or smoothing functions can be used to trim abrupt 
changes at the controller outputs. 
 
Fig 6.16 Responses of the DM to 3%FP/min load pattern 
  
0 500 1000 1500 2000 2500
620
622
624
626
628
630
Time(s)
(a)
O
ut
le
t H
ea
de
r T
em
pe
ra
tu
re
(o C
)
0 500 1000 1500 2000 2500
0.4
0.6
0.8
1
Time(s)
(b)
R
ea
ct
or
 P
ow
er
(10
0%
)
0 500 1000 1500 2000 2500
24
24.2
24.4
24.6
24.8
25
Time(s)
(c)
M
ai
n 
’S
te
am
’ P
re
ss
ur
e(M
Pa
)
0 500 1000 1500 2000 2500
0.95
1
1.05
Time(s)
(d)
Po
w
er
−t
o−
flo
w
 R
at
io
161 
 
 
 
7 CONCLUSIONS AND FUTURE WORK 
The conclusions and future work are presented in this chapter. The conclusions are drawn with 
reference to the research objectives and the obtained results. However, there are still some 
improvements and further work to be accomplished. Suggestions on future work are also 
discussed. 
7.1 Conclusions 
As mentioned in Chapter 1, the objectives of the study are: establish a suitable dynamic model, 
construct a linear dynamic model, perform dynamic analysis and design control system of the 
Canadian SCWR. The conclusions are drawn accordingly as follows: 
1.) Dynamic model development of the Canadian SCWR. A dynamic model using moving 
boundary method is developed. It is verified with CFD code FLUENT and proved to be accurate 
enough to capture the main dynamics of the Canadian SCWR. The advantages of moving 
boundary method are derived by comparing with a fixed boundary method: larger time step, 
wider application range and higher numerical stability. The numerical simulations of the 
dynamic model show that the steady-state results agree well with the design parameter and the 
dynamic behaviours can be predicted by the dynamic model. The unique dynamics of the 
Canadian SCWR are compared with those of ACR as a demonstration of research motivations. 
The numerical simulations are carried out, and using the simulation data, a set of linear dynamic 
models are developed using system identification techniques. These models can reasonably 
predict the dynamic behaviours of the Canadian SCWR around the designed operating point. 
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2.) Linear dynamic model construction of the Canadian SCWR plant system. A simplified 
dynamic model of the Canadian SCWR plant system is developed based on mass, energy and 
momentum conservation equations. A linear dynamic model is obtained through linearization 
and represented in terms of a transfer function matrix. The linear dynamic model is validated 
against full order nonlinear models both in time domain and frequency domain. The linearized 
model can provide sufficient details on the dynamic properties of the Canadian SCWR and is 
suitable for dynamic analysis and control system studies. 
3.) Dynamic analysis of the Canadian SCWR. Steady-state interaction is studied using 
RGA and dynamic interactions are analyzed based on Nyquist array. It is found that the outlet 
header temperature can be affected significantly by all three inputs. Due to the high power-to-
flow ratio, the outlet header temperature is highly sensitive to the change in the feed-water flow 
rate or the reactor power. The reactor power is most sensitive to the adjustment of the control 
rods. The main ‘steam’ pressure can be influenced by both the feed-water flow rate and the 
control valve opening, but the latter is more dominant. Thus, the suggested input-output pairing 
for control system design is as follows: the outlet header temperature should mainly be regulated 
by the feed-water flow rate, the reactor power by the control rods, and the main ‘steam’ pressure 
by the control valve opening. The interactions at different power levels have also been analyzed. 
At different operating conditions, the steady-state magnitude and the response time of the system 
are different. This strong nonlinear behaviour can complicate the dynamic analysis and 
subsequent controller design. 
4.) Control system design of the Canadian SCWR. Based on the developed dynamic 
models, decoupling control via pre-compensator has been used to reduce amount of cross-
coupling among system inputs and outputs. It is shown that the pre-compensator can effectively 
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convert a highly coupled MIMO system into loosely coupled three SISO systems. Subsequently, 
a SISO controller design approach is used to synthesize three separate controllers for the 
decoupled loops. The final controller consists of the combination of the pre-compensator and the 
loop controllers. The variation in ‘steam’ temperature has been significantly suppressed by using 
the designed control system. The pre-compensator can adjust the feed-water flow rate to follow 
the change in the reactor power or pressure to regulate the power-to-flow ratio to a proper value. 
By doing so, the temperature control system is less affected by the power and pressure control 
systems. The performance of the designed control system has been evaluated under various 
operating scenarios using full nonlinear models. The study concludes that the controller designed 
for one operating condition may not work well under another operating condition. To deal with 
the nonlinear characteristics, a gain schedule control strategy is developed and the reactor power 
is selected as the scheduling parameter. Furthermore, the robustness of the controllers designed 
for different reactor power levels are also analyzed.  
7.2 Future Work 
Future research work related to the topics presented in this thesis can proceed in several 
directions: 
1.) Dynamic model improvement. The dynamic model of the Canadian SCWR is verified 
with CFD and system codes, but it is not validated with experimental results. There is no 
timetable for building an SCWR yet, but the thermal-hydraulic experiments are being performed 
or to be performed. The thermal-hydraulic model can be corrected and improved against these 
experimental data. Another issue is the thermal-hydraulic/neutronics coupling of the Canadian 
SCWR. In the dynamic model, the power distribution is assumed to be a cosine function and 
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does not change with the thermal-hydraulic conditions. The thermal-hydraulic model supplies the 
reactivity feedback to the reactor kinetics model, in which only the power magnitude is changed 
not its distribution. The point reactor kinetics can be replaced by 1D reactor kinetics. Then the 
thermal-hydraulic/neutronics coupling can be formulated to represent more practical dynamics of 
the Canadian SCWR.  
2.) Limit on the cladding temperature. One design criteria of the Canadian SCWR is that 
the cladding temperature should be less than 850oC. In the control system design process, the 
limit on variation of the ‘steam’ temperature is satisfied. A large variation of the ‘steam’ 
temperature may cause thermal stress and fatigue to important components and reduce their 
useful life. But exceeding the limit of the cladding temperature may cause much severer 
consequences: radiation leakage. Therefore, a sub-channel model may be introduced to replace 
the single-channel model and the maximum cladding surface temperature should be evaluated for 
different transient scenarios. Sufficient operation margin should be guaranteed during normal 
operation of the Canadian SCWR.  
3.) Coordinated control of the Canadian SCWR. There are two basic operation modes in 
the nuclear power plant: turbine-following-reactor mode and reactor-following-turbine mode. 
For most nuclear power plants, the dynamics on the reactor side is slow while the dynamics on 
turbine side is much faster. To protect the expensive nuclear reactor from damages that may be 
caused by fast and large disturbances from the turbine side, the turbine-following-reactor mode is 
adopted. But the dynamics of the Canadian SCWR is also fast and the reactor side is coupled 
with the turbine side. Either of the two basic operation modes alone may not satisfy the 
performance requirement of the Canadian SCWR. Coordinated control is necessary to integrate 
the reactor side and the turbine side and consider them as a whole to regulate their parameters. 
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4.) Startup and shutdown process analysis. The scope of this thesis is limited to the 
supercritical conditions. The dynamics and operation criteria under subcritical conditions should 
also be investigated. Especially important part is the process of transition between subcritical and 
supercritical conditions during startup and shutdown. Having these knowledge, the best startup 
and shutdown strategies can be developed.  
5.) Model predictive control of the Canadian SCWR. Model predictive control is a 
multivariable control algorithm. It uses the history of past control signals and an optimization 
cost function to calculate the optimum control signals over the receding prediction horizon. One 
of important advantages of this control algorithm is its ability to cope with hard constraints on 
controls and states. Some of the inputs and outputs of the Canadian SCWR are constrained, for 
example, the maximum rate of control valve stroke is limited to 100%/3.5s and the ‘steam’ 
temperature variation is limited to ±5oC. The nonlinearities of the Canadian SCWR can be 
incorporated into the nonlinear model predictive control system design. 
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APPENDIX A 
The input-output relationship of the Canadian SCWR at 100%FP can be described by  
1 11 12 13 1
2 21 22 23 2
3 31 32 33 3
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where u1(s), u2(s) and u3(s) are the Laplace Transforms of the inputs, i.e. the feed-water flow rate, 
control rod reactivity and control valve opening, respectively. y1(s), y2(s) and y3(s) are the 
Laplace Transform of the outputs, i.e. the outlet header temperature, reactor power and main 
‘steam’ pressure, respectively. The elements of the transfer function matrix P(s) are as follows: 
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The pre-compensator designed at 100%FP is  
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The loop compensator designed at 100%FP is  
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APPENDIX B 
The input-output relationship of the Canadian SCWR at 80%FP can be described by  
1 11 12 13 1
2 21 22 23 2
3 31 32 33 3
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where u1(s), u2(s) and u3(s) are the Laplace Transforms of the inputs, i.e. the feed-water flow rate, 
control rod reactivity and control valve opening, respectively. y1(s), y2(s) and y3(s) are the 
Laplace Transform of the outputs, i.e. the outlet header temperature, reactor power and main 
‘steam’ pressure, respectively. The elements of the transfer function matrix P(s) are as follows: 
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The pre-compensator designed at 80%FP is  
 
2
3
2
0.40 0.99 0.151.0
2.02 0.29 1.24 0.98 0.17
2.00*10( ) 0.0 1.0
1.24 0.98 0.17
0.430.0 1.0
2.02 0.29
s
s s s
K s
s s
s
−
− − 
 + + +
 
 
=
 + +
 
 
+  
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The loop compensator designed at 80%FP is  
 
0.6 0.3 0.0 0.0
0.1 1.0( ) 0.0 0.004 0.0
1.00.0 0.0 3.5
20.0 1.0
s
s
sC s
s
s
s
+ 
− 
 
+ 
=
 
 +
 
−
+ 
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APPENDIX C 
The input-output relationship of the Canadian SCWR at 60%FP can be described by  
1 11 12 13 1
2 21 22 23 2
3 31 32 33 3
( ) ( ) ( ) ( ) ( )
( ) ( ) ( ) ( ) ( ) ( ) ( )
( ) ( ) ( ) ( ) ( )
y s p s p s p s u s
Y y s P s U s p s p s p s u s
y s p s p s p s u s
     
     
= = =
     
          
 
where u1(s), u2(s) and u3(s) are the Laplace Transforms of the inputs, i.e. the feed-water flow rate, 
control rod reactivity and control valve opening, respectively. y1(s), y2(s) and y3(s) are the 
Laplace Transform of the outputs, i.e. the outlet header temperature, reactor power and main 
‘steam’ pressure, respectively. The elements of the transfer function matrix P(s) are as follows: 
2
4 2 2 2 3
11
2
1.01( 3.60)( 3.61)( 3.23)( 0.50)( 0.13)( 2.64 *10 )
( 5.74 *10 )( 0.30 3.21*10 )( 0.12 3.80*10 )( ) ( 4.82)( 3.76)( 3.62)( 2.81)( 1.40)( 0.49)( 0.41)( 0.14)
( 6.50*10 )( 5.2
s s s s s s
s s s s sp s
s s s s s s s s
s s
−
− − −
−
− + + + + +
+ + + + +
=
+ + + + + + + +
+ + 2 2 4 2 23*10 )( 2.90*10 )( 5.88*10 )( 0.26 2.81*10 )s s s s− − − −+ + + +
 
5
2 2 2 4 2
12
4.76*10 ( 3.79)( 2.94)( 1.39)( 0.49)( 0.42)( 0.32)( 0.23)( 0.12)
( 6.50*10 )( 6.21*10 )( 3.16*10 )( 6.12*10 )( 1.83 1.02)( ) ( 11.08)( 3.62)( 2.82)( 1.20)( 0.50)( 0.24)( 0
s s s s s s s s
s s s s s sp s
s s s s s s s
− − − −
− + − + + + + + +
+ + + + + +
=
+ + + + + + + 2 2
2 4 2 2 2 2
.14)( 6.50*10 )( 5.16*10 )
( 2.92 *10 )( 5.90*10 )( 8.44 17.80)( 2.26 1.29)( 0.52 8.05*10 )
s s
s s s s s s s s
− −
− − −
+ +
+ + + + + + + +
 
2 2
4 2 2 2 3
13 2 2 2
4 2
9.12 *10 ( 3.65)( 3.23)( 1.19)( 0.42)( 0.13)( 2.69 *10 )
( 5.76*10 )( 0.30 3.18*10 )( 0.13 4.30*10 )( ) ( 2.82)( 1.20)( 0.14)( 6.50*10 )( 5.16*10 )( 2.92*10 )
( 5.90*10 )(
s s s s s s
s s s s sp s
s s s s s s
s s
−
− − −
− − −
−
− + + + + +
+ + + + +
=
+ + + + + +
+ 2 2 28.44 17.80)( 2.26 1.29)( 0.52 8.05*10 )s s s s s −+ + + + + +
 
4
2 2 4
21 2
2 4 2 2
5.73*10 ( 3.79)( 1.39)( 0.32)( 0.30)( 0.12)
( 6.21*10 )( 3.16*10 )( 6.12 *10 )( ) ( 11.08)( 3.62)( 1.19)( 0.49)( 0.14)( 6.50*10 )
( 2.90*10 )( 5.88*10 )( 0.26 2.81*10 )
s s s s s
s s sp s
s s s s s s
s s s s
−
− − −
−
− − −
+ + + + +
+ + +
=
+ + + + + +
+ + + +
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3
2 2 2 2 4
22
1.82*10 ( 3.79)( 2.82)( 1.39)( 0.49)( 0.32)( 0.24)( 0.12)
( 6.50*10 )( 6.21*10 )( 5.08*10 )( 3.16*10 )( 6.12 *10 )( ) ( 11.08)( 3.62)( 2.82)( 1.20)( 0.50)( 0.24)( 0.14)( 6.50
s s s s s s s
s s s s sp s
s s s s s s s s
− − − − −
+ + + + + + +
+ + + + +
=
+ + + + + + + + 2
2 2 4 2 2 2
*10 )
( 5.16*10 )( 2.92 *10 )( 5.90*10 )( 2.26 1.29)( 0.52 8.05*10 )s s s s s s s
−
− − − −+ + + + + + +
 
2 2 2 4
23
0.52( 4.82)( 3.79)( 3.76)( 2.81)( 1.40)( 1.39)( 0.42)( 0.41)
( 0.30)( 0.12)( 6.21*10 )( 5.23*10 )( 3.16*10 )( 6.12 *10 )( ) ( 11.08)( 3.62)( 2.82)( 1.20)( 0.50)( 0.14)( 6.50*
s s s s s s s s
s s s s s sp s
s s s s s s s
− − − −
+ + + + + + + +
+ + + + + +
=
+ + + + + + + 2 2
2 4 2 2 2 2
10 )( 5.16*10 )
( 2.92*10 )( 5.90*10 )( 8.44 17.80)( 2.26 1.29)( 0.52 8.05*10 )
s
s s s s s s s s
− −
− − −
+
+ + + + + + + +
 
2 2
2 2 4 2
31
2
3.19 *10 ( 3.06)( 2.51)( 1.93)( 0.50)( 6.51*10 )
( 5.13*10 )( 2.95*10 )( 5.92*10 )( 0.44 0.21)( ) ( 4.82)( 3.76)( 2.81)( 1.40)( 0.49)( 0.42)( 0.42)( 0.41)
( 6.50*10 )( 5.23*
s s s s s
s s s s sp s
s s s s s s s s
s s
− −
− − −
−
+ + + + +
+ + + + +
=
+ + + + + + + +
+ + 2 2 4 2 210 )( 2.90*10 )( 5.88*10 )( 0.26 2.81*10 )s s s s− − − −+ + + +
 
3
2 2 2 2 4
32
7.16*10 ( 3.79)( 2.94)( 2.74)( 1.41)( 1.39)( 0.84)( 0.49)( 0.32)
( 0.23)( 0.12)( 6.98*10 )( 6.50*10 )( 6.21*10 )( 3.16*10 )( 6.12*10 )( ) ( 11.08)( 3.62)( 2.82)( 1.20)( 0.5
s s s s s s s s
s s s s s s sp s
s s s s s
− − − − −
− + − + + + + + +
+ + + + + + +
=
+ + + + + 2 2
2 4 2 2 2 2
0)( 0.24)( 0.14)( 6.50*10 )( 5.16*10 )
( 2.92*10 )( 5.90*10 )( 8.44 17.80)( 2.26 1.29)( 0.52 8.05*10 )
s s s s
s s s s s s s s
− −
− − −
+ + + +
+ + + + + + + +
 
2 2 2 4 2 2
33 2 2
34.45( 4.82)( 3.77)( 2.81)( 1.41)( 1.19)( 0.49)( 0.42)( 0.41)
( 6.50*10 )( 5.23*10 )( 2.90*10 )( 5.88*10 )( 0.26 2.81*10 )( ) ( 2.82)( 1.20)( 0.50)( 6.50*10 )( 5.16*10 )(
s s s s s s s s
s s s s s sp s
s s s s s
− − − − −
− −
− + + + + + + + +
+ + + + + +
=
+ + + + + 2 4
2 2 2 2 2 2
2.92*10 )( 5.90*10 )
( 8.44 17.80)( 2.26 1.29)( 0.52 8.05*10 )( 0.27 3.05*10 )
s s
s s s s s s s s
− −
− −
+ +
+ + + + + + + +
The pre-compensator designed at 60%FP is  
 
2
2 2
3
2 2
0.30 0.77 6.20*101.0
2.15 0.32 1.24 0.72 6.70*10
5.00*10( ) 0.0 1.0
1.24 0.72 6.70*10
0.340.0 1.0
2.15 0.32
s
s s s
K s
s s
s
−
−
−
−
 − −
 + + + 
 
=  + +
 
 
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The loop compensator designed at 60%FP is  
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